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FULTON COUNTY 

INVITATION TO BID 151TB98691K-JAJ 

FULTON COUNTY JUSTICE CENTER TOWER ROOF 
REPLACEMENT 

For 

PUBLIC WORKS/GENERAL SERVICES DEPARTMENT 
BID ISSUANCE DATE: July 29,2015 
BID DUE DATE AND TIME: August 28,11:00 A.M. 
PRE-BID CONFERENCE DATE: August 13, 2015 
PURCHASING CONTACT: James A. Jones 
E-MAIL: james.jones@fultoncountyga.gov 

LOCATION: FULTON COUNTY DEPARTMENT OF PURCHASING 
130 PEACHTREE STREET, S.W., SUITE 1168 
ATLANTA, GA 30303 



151TB98691 K-JAJ 
Fulton County Justice Center Tower Roof Replacement Invitation to Bid 

INVITATION TO BID 
151TB98691 K-JAJ JUSTICE CENTER TOWER ROOF REPLACEMENT 

Sealed Bids for furnishing all materials, labor, tools, equipment and appurtenances 
necessary for the Justice Center Tower Roof Replacement, located at 185 Central 
Avenue Atlanta, Georgia 30303. The project shall include roof replacement and isolated 
repairs. Bids will be received by the Fulton County Department of Purchasing and 
Contract Compliance at 130 Peachtree Street, S.W. Suite 1168 Atlanta, GA 30303, no 
later than 11 :00 a.m., local time, on August 28,2015. 

SCOPE OF WORK 

The project is generally defined as a roof replacement of approximately 56,833 square feet. It 
will consist of the removal of the existing roof system and pertinent associated elements down 
to the roof deck and the installation of a new fully adhered PVC roof to provide an appropriate 
warranted complete roof system. The project will include: special attention to walkway surfaces 
and maintenance of traffic solutions, repair/replacement of associated vertical joints in parapet 
walls and other vertical surfaces adjacent to roof areas, removal of rust and corrosion and 
recoating steel structures supporting mechanical equipment (i.e. chiller supports, ladders, etc.). 
The detailed scope of work and technical specifications are outlined in the Division of Work 
Section 01 10 00, Project Summary and Scope of Work of this bid document. 

METHOD OF SOURCE SELECTION 

This procurement is being conducted and the specific method of source selection in 
accordance with all applicable provisions of the Georgia Local Public Works 
Construction Law, O.C.G.A. §36-91-1 through 36-91-95 when a public works 
construction project cost exceeds $100,000. 

PERMITS 

The Contractor shall be responsible for securing and paying for all permits, fees taps, 
meters, inspections and bonds required to complete the Work. 

The Contractor assumes responsibility for securing all land disturbance permits, 
demolition permits and building permits; providing meters and paying all utility tie-in fees, 
restoring of roads and right of ways; maintaining siltation control; and securing all final 
releases for regulating bodies. Minimum permits required for the Project: 

1. Demolition Permit: from the City of Atlanta Bureau of Buildings 
2. Building Permit: from the City of Atlanta Bureau of Buildings 

The Contractor is responsible for payment of fees associated with the permits and 
inspections per the following schedule. ANY FEE FOR REQUIRED PERMITS OR 
INSPECTION NOT SPECIFICALLY NOTED BELOW AS WAIVED IS THE 
REPONSIBILITY OF THE CONTRACTOR. 

a. Land Disturbance Permitting - Fee Waived 
b. Fulton County Building Permit - Fee Waived 
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RIGHTS OF WAY/EASEMENTS 

The Contractor shall be responsible for all inspections and ensuring compliance with all 
Federal, State and County laws and codes. The Contractor shall be solely responsible 
for obtaining all permits for sidewalk or street closings from the City of Atlanta. 

BID DOCUMENTS 

This document and supporting documents can be downloaded at the Fulton County 
Website, http://www.fultoncountyga.gov under "Bid Opportunities". 

PURCHASING CONTACT 

Information regarding the bid or bid requirements, either procedural or technical, may be 
obtained by submitting questions in writing to: 

Fulton County Government 
Department of Purchasing 
Attn: James A. Jones 
Fulton County Public Safety Building 
130 Peachtree Street, S. W. Suite 1168 
Atlanta, GA 30303 
Email: james.jones@fultoncountyga.gov 
Fax: 404-224-5287 
Reference Bid #: 151TB98691 K-JAJ 

PRE-BID CONFERENCE 

Date: August 13, 2015 
Time: 11 :00 A.M. 
Location: Department of Purchasing 130 Peachtree Street # 1168 

Inquiries regarding the solicitation either technical or otherwise may be submitted 
in writing prior to the pre-bid conference and will be addressed at the pre-bid 
conference. 

Any additional questions asked at the Pre-Bid Conference must be submitted in written 
form at the Pre-Bid conference and will be responded to in the form of an addendum 
with the County's official responses. A mandatory site visit will be conducted 
immediately following the pre-bid conference. A second site visit (not mandatory) 
will be held on August 19th at 11 :00 A.M. All prospective bidders should assemble 
in the Department of Purchasing. 

The Pre-Bid Conference will be conducted for the purpose of explaining the County's bid 
process, the specifications/technical documents, and to provide non-binding verbal 
responses to questions concerning these bid specifications and to discuss issues from 
the Bidders perspective. However, no verbal response provided at the Pre-Bid 
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Conference binds the County. Only those responses to written questions that are 
responded to by the County in written communications will be official. 

Fulton County does not discriminate on the basis of disability in the admission or access 
to its programs or activities. Any requests for reasonable accommodations required by 
individuals to fully participate in any open meeting, program or activity of Fulton County 
Government should be directed to Rholanda Stanberry, Contract Compliance 
Administrator at (404) 612-6304 or email: rholanda.stanberry@fultoncountyga.gov. 

BONDING REQUIREMENTS 

Each Bid must be accompanied by a Bid Bond, prepared on the Bid Bond provided in 
this Bid Document or a Surety Company's Standard Bid Bond, duly executed by the 
Bidder as principal and having as surety, a surety company licensed to do business in 
the State of Georgia by the Georgia Insurance Commissioner and listed in the latest 
issue of U.S. Treasury Circular 570, in the amount of fiver percent of the Bid. 

The successful Bidder for this Contract will be required to furnish a satisfactory 
Performance and Payment Bond each in the amount of 100 percent of the Bid, and proof 
of insurance in accordance with the requirements set forth in Section 5 of this Bid 
Document. 

END OF SECTION 
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OWNER - CONTRACTOR AGREEMENT 

Justice Center Tower Roof Replacement 

FULTON COUNTY JUSTICE CENTER TOWER ROOF REPLACEMENT 

Contractor: ------------------------------- Project No. _ 

Address: --------------------------------- Telephone: _ 

Contact: --------------------------------- Facsimile: --------------------- 

THIS AGREEMENT is effective as of the day of ., 20 ,by and 
between Fulton County, a political subdivision of the State of Georgia (hereinafter called the 
"County"), and the above named CONTRACTOR in accordance with all provisions of this 
Construction Agreement ("Contract"), which consists of the following: Owner-Contractor 
Agreement, Owner's invitation for bid, instructions to bidders, bid form, performance bond, 
payment bond, acknowledgments, general conditions, special conditions, scope of work and 
specifications, plans, drawings, exhibits, addenda, Purchasing forms, Office of Contract 
Compliance Forms, Risk Management insurance provisions forms and written change orders. 

The specific Exhibits of this Contract are as follows: 

Exhibit A: General Conditions 
Exhibit B: Special Conditions (if applicable) 
Exhibit C: Addenda 
Exhibit D: Bid Form 
Exhibit E: Bonds (Bid, Payment & Performance) 
Exhibit F: Scope of Work and Technical Specifications 
Exhibit G: Exhibits 
Exhibit H: Purchasing Forms 
Exhibit I: Office of Contract Compliance Forms 
Exhibit J: Risk Management Insurance Provisions Forms 

WITNESSETH: That the said Contractor has agreed, and by these present does agree with the 
said County, for and in consideration of a Contract Price of [INSERT CONTRACT AMOUNT IN 
WORDS], ($[INSERT CONTRACT AMOUNT IN NUMBERS]) and other good and valuable 
consideration, and under the penalty expressed on Bonds hereto attached, to furnish all 
equipment, tools, materials, skill, and labor of every description necessary to carry out and 
complete in good, firm, and workmanlike manner, the Work specified, in strict conformity with the 
Drawings and the Specifications hereinafter set forth, which Drawings and Specifications together 
with the bid submittals made by the Contractor, General Conditions, Special Provisions, Detailed 
Specifications, Exhibits, and this Construction Agreement, shall all form essential parts of this 
Contract. The Work covered by this Contract includes all Work indicated on Plans and 
Specifications and listed in the Bid entitled: 

Project Number: [INSERT PROJECT #] 

FULTON COUNTY JUSTICE CENTER TOWER ROOF REPLACEMENT 

The Contractor, providing services as an Independent Contractor, shall commence the Work with 
adequate force and equipment within 10 days from receipt of Notice to Proceed ("NTP") from the 
County, and shall complete the work within [INSERT CONTRACT DURATION] calendar days 

Page 1 of 5 



151TB98691 K-JAJ 
Fulton County Justice Center Tower Roof Replacement Owner - Contractor Agreement 

from the Notice to Proceed or the date work begins, whichever comes first. The Contractor shall 
remain responsible for performing, in accordance with the terms of the Contract, all work 
assigned prior to the expiration of the said calendar days allowed for completion of the work even 
if the work is not completed until after the expiration of such days. The Contractor shall agree 
that in the performance of this Contract he will comply with all lawful agreements, if any, which 
the contractor has made with any association, union or other entity, with respect to wages, 
salaries and working conditions, so as to cause inconvenience, picketing or work stoppage. 

[Insert if applicable For each calendar day that any work remains uncompleted after the time 
allowed for completion of the work, the Contractor shall pay the County the sum of $ 500.00 not 
as a penalty but as liquidated damages, which liquidated damages the County may deduct from 
any money due the contractor. At the County's convenience and not to it prejudice the County 
may provide written notice of the commencement of the assessment of liquidated damages). 

As full compensation for the faithful performance of this Contract, the County shall pay the 
Contractor in accordance with the General Conditions and the prices stipulated in the Bid, hereto 
attached. 

It is further mutually agreed between the parties hereto that if, at any time after the execution of 
this Agreement and the Surety Bonds hereto attached for its faithful performance, the County 
shall deem the surety or sureties upon such bonds to be unsatisfactory, or, if, for any reason, 
such bonds cease to be adequate to cover the performance of the Work, the Contractor shall, at 
his expense, within five days after receipt of notice from the County so to do, furnish an additional 
bond or bonds in such form and amount, and with such surety or sureties as shall be satisfactory 
to the County. In such event no further payment to the Contractor shall be deemed to be due 
under this Agreement until such new or additional security for the faithful performance of the 
Work shall be furnished in manner and form satisfactory to the County. 

The Contractor hereby assumes the entire responsibility and liability for any and all injury to 
or death of any and all persons, including the Contractor's agents, servants, and employees, 
and in addition thereto, for any and all damages to property caused by or resulting from or 
arising out of any act or omission in connection with this contract or the prosecution of work 
hereunder, whether caused by the Contractor or the Contractor's agents, Servants, or 
employees, or by any of the Contractor's subcontractors or suppliers, and the Contractor 
shall indemnify and hold harmless the County, the Construction Manager, County's 
Commissioners, officers, employees, successors, assigns and agents, or any of their 
subcontractors from and against any and all loss and/or expense which they or any of them 
may suffer or pay as a result of claims or suits due to, because of, or arising out of any and 
all such injuries, deaths andlor damage, irrespective of County or Construction Manager 
negligence (except that no party shall be indemnified for their own sole negligence). The 
Contractor, if requested, shall assume and defend at the Contractor's own expense, any suit, 
action or other legal proceedings arising there from, and the Contractor hereby agrees to 
satisfy, pay, and cause to be discharged of record any judgment which may be rendered 
against the County and the Construction Manager arisinq there from. 

In the event of any such loss, expense, damage, or injury, or if any claim or demand for 
damages as heretofore set forth is made against the County or the Construction Manager, 
the County may withhold from any payment due or thereafter to become due to the 
Contractor under the terms of this Contract, an amount sufficient in its judgment to protect 
and indemnify it and the Construction Manager, County's Commissioners, officers, 
employees, successors, assigns and agents from any and all claims, expense, loss, 
damages, or injury; and the County, in its discretion, may require the Contractor to furnish a 
surety bond satisfactory to the County providing for such protection and indemnity, which 
bond shall be furnished by the Contractor within five (5) days after written demand has been 
made therefore. The expense of said Bond shall be borne by the Contractor. [See General 
Conditions for similar provision] 
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This Contract constitutes the full agreement between the parties, and the Contractor shall not 
sublet, assign, transfer, pledge, convey, sell or otherwise dispose of the whole or any part of this 
Contract or his right, title, or interest therein to any person, firm or corporation without the 
previous consent of the County in writing. Subject to applicable provisions of law, this Contract 
shall be in full force and effect as a Contract, from the date on which a fully executed and 
approved counterpart hereof is delivered to the Contractor and shall remain and continue in full 
force and effect until after the expiration of any guarantee period and the Contractor and his 
sureties are finally released by the County. 

This agreement was approved by the Fulton County Board of Commissioner on [Insert approval 
date and item number]. 

[SIGNATURES NEXT PAGE] 
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IN WITNESS THEREOF, the Parties hereto have caused this Contract to be executed by their 
duly authorized representatives as attested and witnessed and their corporate seals to be 
hereunto affixed as of the day and year date first above written. 

OWNER: CONTRACTOR: 

FULTON COUNTY, GEORGIA [Insert Contractor COMPANY 
NAME] 

john H. Eaves, Commission Chair 
Board of Commissioners 

[Insert Name & Title of person 
authorized to sign contract] 

ATTEST: ATTEST: 

Mark Massey 
Clerk to the Commission (Seal) 

Secretary/ 
Assistant Secretary 

(Affix Corporate Seal) 

APPROVED AS TO FORM: 

Office of the County Attorney 

APPROVED AS TO CONTENT: 

[Insert Department Head Name] 
[Insert Department Head Title] 
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END OF SECTION 
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Fulton County Justice Center Tower Roof Replacement 

Section 1 
Instructions to Bidders 

INSTRUCTIONS TO BIDDERS 

1. CONTRACT DOCUMENTS 

The Contract Documents include the Contract Agreement, Contractor's Bid 
(including all documentation accompanying the Bid and any post-Bid 
documentation required by the County prior to the Notice of Award), Bonds, all 
Special Conditions, General Conditions, Supplementary Conditions, Specifications, 
Drawings and addenda, together with written amendments, change orders, field 
orders and the Construction Manager's written interpretations and clarifications 
issued in accordance with the General Conditions on or after the date of the 
Contract Agreement. 

Shop drawing submittals reviewed in accordance with the General Conditions, 
geotechnical investigations and soils report and drawings of physical conditions in 
or relating to existing surface structures at or contiguous to the site are not 
Contract Documents. 

The Contract Documents shall define and describe the complete work to which 
they relate. 

2. BID PREPARATION 

Bidders shall SUBMIT ONE (1) ORIGINAL, SIGNED AND DATED, AND THREE 
(3) COPIES on the forms provided in the Bid Document. 

All bids must be made on the bid forms contained herein and shall be subject to all 
requirements of the Agreement Documents. All bids must be regular in every 
respect and no interlineations, excisions, or special conditions shall be made or 
included in the bid by the Bidder. 

Lump sum, unit price and extensions of unit prices must be entered in the 
appropriate spaces provided on the Bid Schedule/Bid Form. Unit prices shall 
include an appropriate allocation of overhead and other indirect costs so that the 
summation of unit price extensions and lump sum items represents the total bid 
amount. All blank spaces must be typed or hand written in blue ink on the 
"Original". All dollar amounts must be BOTH in writing and figures and represent 
prices for the published scope of work without exceptions. 

The County may, in its sole discretion, reject any bid determined as irregular, a 
conditional bid or any bid on which there is an alteration of, or departure from the 
Bid Schedule attached. 

Erasures or other changes in the bids must be explained or noted over the 
signature of the Bidder. All corrections to any entry must be lined out and initialed 
by the Bidder. Please do not use correction tapes or fluid. Failure to do so shall 
render the Bidder as non-responsive and cause rejection of the bid. 

Page 1 of 15 



151TB98691 K·JAJ 
Fulton County Justice Center Tower Roof Replacement 

Section 1 
Instructions to Bidders 

Failure to execute the Bid Schedule/Bid Form documents may result in Bidder 
being deemed non-responsive and cause rejection of the bid. 

3. RECEIPT AND OPENING OF BIDS 

Sealed bids will be received by the Fulton County Department of Purchasing & 
Contract Compliance at Fulton County Public Safety Building, 130 Peachtree 
Street, S.W., Suite 1168 Atlanta, Georgia 30303. All submitted bids shall be time 
and date stamped according to the clock at the front desk of the Fulton County 
Department of Purchasing & Contract Compliance. The original signed Bid with 
three (3) copies shall be submitted in a sealed envelope, addressed to the 
Department of Purchasing and Contract Compliance and labeled 151TB98691 K 
JAJ FULTON COUNTY JUSTICE CENTER TOWER ROOF REPLACEMENT 

REQUIRED SUBMITTALS: The bidder must complete and execute the 
following: 

1. Bid Form 
2. Acknowledgement of each Addendum 
3. Bid Bond 
4. Purchasing Forms (See Submittal Check List at end of this Section), fully 

executed 
5. Contract Compliance Forms (See Submittal Check List at end of this Section), 

fully executed 
6. Risk Management Insurance Provisions Form 

Any bids received after the stated time and date will not be considered. It shall be 
the sole responsibility of the bidder to have his/her bid delivered to the Fulton 
County Department of Purchasing and Contract Compliance for receipt on or 
before the stated time and date. If a bid is sent by U.S. Mail, the bidder shall be 
responsible for its timely delivery to the Purchasing Department. Bids delayed by 
mail will not be considered, shall not be opened, and arrangements shall be made 
for their return at the bidder's request and expense. 

Bid shall be publicly opened, with only the names and total bid price of the bidders 
disclosed at the opening. 

4. ADDENDA AND INTERPRETATIONS 

No interpretations of the meaning of the Drawings, Specifications or other pre-bid 
documents will be made to any Bidder orally. 
Bidders requiring clarification or interpretation of the Contract Documents shall 
make a request in writing, either by mail, hand delivery, e-mail or fax, to the 
Purchasing Agent at the address below. To be given consideration, requests must 
be received no later than 10:00A.M., August 21sT, 2015. The County will not 
respond to any requests, oral or written, received after this date. Telephone 
inquiries will not be accepted. 
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Section 1 
Instructions to Bidders 

Department of Purchasing 
Attn: James A. Jones, Assistant Purchasing Agent 
Fulton County Public Safety Building 
130 Peachtree Street, S.W., 1168 
Atlanta, GA 30303 
Fax: (404) 224-5287 
james.jones@fultoncountyga.gov 
Bid # 151TB98691 K-JAJ 

Only communications from firms that are in writing and signed will be recognized 
by the County as duly authorized expressions on behalf of proposers/bidders. Any 
and all such interpretations and any supplemental instructions will be in the form of 
written Addenda to the Specifications which, if any addend are issued to this 
Invitation to Bid. 

Failure of Bidders to receive or acknowledge any Addendum shall not relieve them 
of any obligation under the Bid. All Addenda shall become part of the Contract 
Documents. 

5. SITE EXAMINATION 

There will be a mandatory site visit for this project. It will be held on August 
13th, 2015 immediately following the pre-bid conference. Bidders are required 
to attend. A second site visit will be held on August 19th, 2015 at 11 :00 A.M. 
Prospective bidders should assemble in the Purchasing Department. 
Bidders are not required to attend this site visit. 

6. BIDDER'S MODIFICATION AND WITHDRAWAL OF BIDS 

A Bidder may modify or withdraw its bid by written request, provided that the 
request is received by the County prior to the bid due date and time at the address 
to which bids are to be submitted. Provided further, that in case of an electronic 
request (i.e. facsimile, e-mail, etc.) a written confirmation thereof over the 
authorized signature of the Bidder must be received by the County at the address 
to which original Bids are to be submitted within three (3) calendar days after issue 
of the electronic message. Following withdrawal of its bid, the Bidder may submit 
a new bid, providing delivery is affected prior to the established bid opening date 
and time. No bid may be withdrawn after bid due date for sixty (60) calendar 
days. 

7. BID AND CONTRACT SECURITY 

A Bid Bond for an amount equal to five percent (5%) of the bid amount must 
accompany each Proposal. The bid bond shall be submitted in a separate, sealed 
envelope marked "Bid Bond". 

Bids must be accompanied by a bid bond or certified check in an amount of 
five percent (5%) of the TOTAL AMOUNT of the base bid. The bid bond or 
certified check shall apply ONLY TO THIS BID. The bid name and contract 
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Section 1 
Instructions to Bidders 

number must appear on the security instrument. The bond must remain in full 
force and effect until the Bidder executes the final Contract. Bids not satisfying the 
bonding requirements of this project will be declared non-responsive. 

Any bid bond, performance bond, payment bond, or security deposit required for 
public works construction contract shall be approved and filed with purchasing 
agent. At the option of the County, if the surety named in the bond is other than a 
surety company authorized by law to do business in this state pursuant to a current 
certificate of authority to transact surety business by the Commissioner of 
Insurance, such bond shall not be approved and filed unless such surety is on the 
United States Department of Treasury's list of approved bond sureties. 

A Purchasing Agent shall approve as to form and as to the solvency of the surety 
any bid bond, performance bond, or payment bond required by this. In the case of 
a bid bond, such approval shall be obtained prior to acceptance of the bid or 
proposal. In the case of payment bonds and performance bonds, such approval 
shall be obtained prior to the execution of the contract. 

Whenever, in the judgment of the County: 

(1) Any surety on a bid, performance, or payment bond has become insolvent; 
(2) Any corporation surety is no longer certified or approved by the Corn missioner 

of Insurance to do business in the state; or 
(3) For any cause there are no longer proper or sufficient sureties on any or all the 

bonds 

The County may require the contractor to strengthen any or all of the bonds or to 
furnish a new or additional bond or bonds within ten days. Thereupon, if so 
ordered by the County, all work on the contract shall cease unless such new or 
additional bond or bonds are furnished. If such bond or bonds are not furnished 
within such time, the County may terminate the contract and complete the same as 
the agent of and at the expense of the contractor and his or her sureties. 

As a condition of responsiveness the bidder must contain a Bid Bond for an 
amount equal to 5% of the bid amount. The Bid Bond shall be included in a 
separate envelope marked on the outside "Bid Bond". Checks or letters of credit of 
any type will not be accepted. A certified cashier's check will be acceptable. 
Provide a completed and fully executed Bid Bond. When the bidder's package is 
opened, a purchasing agent will verify the presence of the Bid Bond and remove it 
from the Proposal Package. 

If the bidder withdraws its bid from the competition after the selection of its bid for a 
reason not authorized by Georgia law, the County will proceed on the Bid Bond, 
along with any other available remedies. 

The Surety of the Bid Bond shall be from a surety company authorized to do 
business in the State of Georgia, shall be listed in the Department of Treasury 
Circular 570, and shall have an underwriting limitation in excess of 100% of the bid 
amount. The Bonds and Surety shall be subject to approval by the County 
Attorney. 
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Section 1 
Instructions to Bidders 

Attorneys-in-fact for bidders who sign bid bonds or contract bonds must file with 
each bond a certified and effectively dated copy of their power of attorney. 

8. SURETY BONDS 

The submission of surety bonds subsequent to the Bid submission shall be: 

a. Any surety bond submitted in accordance with the Bid or Agreement 
requirements must be issued by a corporate surety company satisfactory to the 
Commission and authorized to act as such in the State of Georgia; 

b. Such bonds shall conform to the forms provided with the Bid Documents and be 
completed in accordance with the instructions thereon; and 

c. In accordance with Georgia law, and upon award of the Agreement, separate 
performance and payment bonds shall be required of the successful Bidder, 
each in an amount not less than the total amount payable under the Agreement. 
The performance bond shall remain in effect for one (1) year after final 
acceptance of the Work or the guaranty period under the Agreement, whichever 
is the larger. 

The payment bond shall remain in effect for the period required under Georgia law 
for the payment bonds on public construction agreements. Reference is made to 
the bond forms and the Agreement Documents for additional particulars of the 
terms required in the bonds. In the case of any inconsistency between the Bond 
Forms and Georgia law, the law shall control. Alterations, extension of the time 
allowed for performance, extra and additional Work, and other changes authorized 
under the Agreement may be made without notice to or consent of the surety or 
sureties. 

9. INSURANCE REQUIREMENTS 

The Contractor shall procure and maintain during the life of this Agreement, 
Workmen's Compensation, Public Liability, Property Damage, Automobile Liability 
insurance and any other insurance necessary to satisfy the requirements of the 
Agreement Documents. At the time of award, a copy of the successful Bidder's 
Certificate of Insurance must be provided through the County's online insurance 
compliance system. 

The County has implemented an online insurance compliance system designed 
to make the experience of submitting and retrieval of insurance information quick 
and easy. This system is designed to be used by insurance brokers and agents 
on behalf of their insurance clients for submittal of Certificates of Insurance 
("COl") directly to the Fulton County Department of Purchasing. Instructions will 
be provided to the successful bidder. 
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10. RIGHT TO REJECT BIDS 

The County reserves the right to reject any or all bids and to waive informalities. 
No bids will be received after the time set for opening bids. Any unauthorized 
conditions, limitations or provisions attached to the Bid, except as provided herein, 
will render it informal and may cause its rejection. Unbalanced bids will be subject 
to rejection. Any bidder may withdraw his/her bid, either personally or by 
telegraphic or written request, at any time prior to the scheduled closing time for 
receipt of bids. Telegraphic or written requests for withdrawal must be in the 
possession of the County prior to the closing time for receipt of bids. 

11. APPLICABLE LAWS 
All applicable laws and regulations of the State of Georgia and ordinances and 
regulations of Fulton County shall apply. Protestors shall seek resolution of their 
complaints in the manner provided in the Fulton County Purchasing Code §102- 
488 et. seq., which is incorporated by reference herein. 

12. EXAMINATION OF CONTRACT DOCUMENTS 
Prospective bidders shall examine the contract documents and before submitting a 
bid, shall make a written request to the County for an interpretation or correction of 
any ambiguity, in consistency or error therein which could be discovered by a 
bidder. At the bid opening each bidder shall be presumed to have read and be 
familiar with the contract documents. 

13. BID EVALUATION 

a. Each Bid timely received and in the County's hands at the time set forth for 
the Bid opening shall constitute an offer to perform the Agreement on the 
terms and conditions thereof, in strict accordance with the Agreement 
documents, and all other requirements, all for the Bid total. For good cause 
and valuable consideration, the sufficiency of which is acknowledged by 
submittal of a Bid, each Bidder promises and agrees that its Bid shall be 
irrevocable for a period of sixty calendar days after the Bid opening and 
will not be withdrawn or modified during that time. The County may accept 
any Bid by giving the Bidder Written Notice of acceptance during that time. 
If necessary, the period of time specified may be extended by written 
agreement between the County and the Bidder or Bidders concerned. 

b. After the Bids have been opened and before any award is made, the County 
will evaluate the Bid process, the Bid total, the supplements to the Bid form, 
Bidder's experience, proposed Subcontractors and equipment 
manufacturers and other data relating to Bidders' responsibility and 
qualifications to perform the Agreement satisfactorily. 

c. All extension of the unit prices shown and the subsequent addition of 
extended amounts may be verified by the County. In the event of a 
discrepancy between the unit price bid and the extension, the unit price will 
be deemed intended by the Bidder and the extension shall be adjusted. In 

Page 6 of 15 



151TB98691 K-JAJ 
Fulton County Justice Center Tower Roof Replacement 

Section 1 
Instructions to Bidders 

the event of a discrepancy between the sum of the extended amounts and 
the bid total, the sum of the extended amounts shall govern. 

d. Bidder may be required to submit, in writing, the addresses of any proposed 
Subcontractors or Equipment manufacturers listed on the Bid, and to submit 
other material information relative to proposed Subcontractors or Equipment 
manufacturers. The County reserves the right to disapprove any proposed 
Subcontractor or Equipment manufacturers whose technical or financial 
ability or resources or whose experience are deemed inadequate. 

e. The County reserves the right to reject any Bid the prices of which appear to 
be unbalanced, and to reject any or all Bids, or parts thereof, if it 
determines, in its sole discretion, that such rejection is in the best interest of 
the Commission. Where only a single responsible and responsive Bid is 
received, the County may in its sole discretion, elect to conduct a price or 
cost analysis of the Bid. Such Bidder shall cooperate with such analysis 
and provide such supplemental information as may be required. The 
determination whether to enter into an Agreement with such sole Bidder 
shall be solely within the County's discretion and not dependent upon 
performance of a price or cost analysis. 

f. Bids will be evaluated on the basis of determining the lowest Bid total of a 
Bidder, not including alternates, whose Bid is responsive to the Invitation to 
Bid and who is determined to be technically, financially and otherwise 
responsible to perform the Agreement satisfactorily, and to meet all other 
requirements of the Bidding Documents relating thereto. Any Bid may be 
rejected if it is determined by the County to be non-responsive, provided, 
however, that the Commission reserves the right to waive any irregularities 
or technicalities which it determines, within its sole discretion, to be minor in 
nature and in the interest of the public. Furthermore, any Bid may be 
rejected if it is determined by the County, in its sole discretion, that the 
Bidder is not capable of performing the Agreement satisfactorily based upon 
review of its experience and technical and financial capabilities, or the 
failure of such bidder to provide information requested relating to such 
determination. Additionally, the County reserves the right to disqualify Bids, 
before and after the bid opening, upon evidence of collusion with intent to 
defraud or other illegal practices upon the part of any Bidder(s). 

g. The County intends to award the Agreement at the earliest practicable date 
to the lowest responsive, responsible Bidder(s), provided that the Bid is 
within the funds available for the project. In addition, the Commission 
reserves the right to reject all Bids if it determines, in its sole discretion, that 
the public interest will be best served by doing so. 

h. A Pre-award Conference may be conducted with the apparent low Bidder(s) 
to review general requirements of the Bidding Documents. 

14. AWARD CRITERIA 
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Award will be made after evaluating the prices, responsiveness and responsibility 
of each Bidder. 

A. Responsiveness: The determination of responsiveness will be determined by 
the following: 

a. The completeness of all material, documents and/or information 
required by the County; 

b. Whether the bidder has submitted a complete Bid form without 
irregularities, excisions, special conditions, or alternative bids for any 
item unless specifically requested in the Bid form. 

B. Responsibility: The determination of the bidder's responsibility will be 
determined by the following 

a. The ability, capacity and skill of the Bidder to perform and/or provide 
the Work required; 

b. The County reserves the right to reject any bid if the evidence 
submitted by, or investigation of, the bidder fails to satisfy the County 
that he/she is properly qualified to carry out the obligations of the 
Contract; 

c. The character, integrity, reputation, judgment, experience and efficiency 
of the Bidder; 

d. The quality of performance of work on previous contracts or work; 
Maintains a permanent place of business individually or in conjunction 
with the prime contractor. 

e. Has the appropriate and adequate technical experience necessary to 
perform the Work; 

f. Has adequate personnel and equipment to do the Work expeditiously; 
g. Has suitable financial means to meet obligations incidental to the work. 

15. DISQUALIFICATION OF BIDDERS 

Any of the following may be considered as sufficient for disqualification of a Bidder 
and the rejection of the Bid: 

a. Submission of more than one Bid for the same work by an individual, 
firm, partnership or Corporation under the same of different name(s); 

b. Evidence of collusion among Bidders; 

c. Previous participation in collusive bidding on Work for the County; 

d. Submission of an unbalanced Bid, in which the prices quoted for same 
items are out of proportion to the prices for other items; 

e. Lack of competency of Bidder. The Agreement will be awarded only to 
a Bidder(s) rated as capable of performing the Work. 

16. BASIS OF AWARD 
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The Contract, if awarded, will be awarded to the lowest responsive and responsible 
bidder. No bid may be withdrawn for a period of sixty (60) days after the date of 
bid opening except as permitted by O.C.G.A., §36-91-41 et seq., as amended. 
Each Bid must be accompanied by a Bid Bond in accordance with the Bid Bond 
Requirements provided in the Contract Documents, on a Surety Company's 
Standard Bid Bond Form acceptable to the County in an amount no less than 5% 
of the amount bid. The successful bidder will be required to furnish a Performance 
Bond and Payment Bond, on or before the issuance of Notice to Proceed, each in 
the amount of 100% of the Contract Amount. All other required Contract 
Documents must be fully completed and executed by the Contractor and his/her 
Surety, and submitted to the Owner on or before the issuance of the Notice to 
Proceed. 

17. PROFESSIONAL LICENSES (APPLICABLE) 

The State of Georgia requires that the following professions are required by state 
law to be licensed: 

1. Electricians 
2. Plumbers 
3. Conditioned Air Contractors 
4. Low voltage Contractors 

Bidders and any sub-contractors performing any of the above described work must 
provide a copy of their license for the work they will perform on this project. 
Bidders must complete Form C3: Georgia Professional License Certification in 
Section 6, Purchasing Forms Failure to provide the required license may deem 
your bid non-responsive. 

18. WAGE CLAUSE 

Pursuant to 102-413, Each Contractor shall agree that in the performance of the 
Contract he will comply with all lawful agreements, if any, which the Contractor had 
made with any association, union, or other entity, with respect to wages, salaries, 
and working conditions, so as not to cause inconvenience, picketing, or work 
stoppage. 

19. NOTICE OF AWARD OF CONTRACT 

As soon as possible, and within sixty (60) days after receipt of bids, the County 
shall notify the successful Bidder of the Award of Contract. 

The award shall be made by the Board of Commissioners of Fulton County to the 
lowest responsive, responsible bidder(s) as soon as possible after receipt of bids, 
taking into consideration price and the responsiveness to the requirements set 
forth in the Invitation for Bid. In such case, no claim shall be made by the selected 
Contractor( s) for loss of profit if the contract is not awarded or awarded for less 
work than is indicated and for less than the amount of his bid. The total of the 
awarded contract shall not exceed the available funds allocated for this project. 
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Should the County require additional time to award the contract, the time may be 
extended by mutual agreement between the County and the successful bidder. If 
an Award of Contract has not been made within sixty (60) days from the bid date or 
within the extension mutually agreed upon, the Bidder may withdraw the Bid 
without further liability on the part of either party. 

Any award made by the Board of Commissioners as a result of this bid will begin 
from the date of the notice to proceed. The Bidder agrees hereby to commence 
work under this Contract, with adequate personnel and equipment, on a date to be 
specified in a written order from the user department. The contract shall become 
effective on the Contract Date and shall continue in effect until the end of the term 
of the contract or until the project has been closed-out unless earlier terminated 
pursuant to the termination provisions of the contract. 

20. EXECUTION OF CONTRACT DOCUMENTS 

Upon notification of Award of Contract, the County shall furnish the Contractor the 
conformed copies of Contract Documents for execution by the Contractor and 
Contractor's surety. 

Within ten (10) days after receipt the Contractor shall return all the documents 
properly executed by the Contractor and the Contractor's surety. Attached to each 
document shall be an original power-of-attorney for the person executing the 
bonds for the surety and certificates of insurance for the required insurance 
coverage. 

After receipt of the documents executed by the Contractor and his surety with the 
power-of-attorney and certificates of insurance, the County shall complete the 
execution of the documents. Distribution of the completed documents will be 
made upon completion. 

Should the contractor and/or surety fail to execute the documents within the time 
specified, the County shall have the right to proceed on the Bid Bond 
accompanying the bid. 

If the County fails to execute the documents within the time limit specified, the 
Contractor shall have the right to withdraw the Contractor's bid without penalty. 

Should an extension of any of the time limits stated above be required, this shall be 
done only by mutual agreement between both parties. 

Any agreement or contract resulting from the acceptance of a bid shall be on a 
County approved document form. The County reserves the right to reject any 
agreement that does not conform to the Invitation for Bid and any County 
requirements for agreements and contracts. The County reserves the right to 
modify the agreement resulting from this bid upon the recommendation of the 
County Attorney. 
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21. EQUAL EMPLOYMENT OPPORTUNITY ("EEO") IN PURCHASING AND 
CONTRACTING 

To be eligible for award of this Agreement, the Bidder must certify and fully comply 
with the requirements, terms, and conditions of the County's Non Discrimination in 
Contracting and Procurement. 

22. JOINT VENTURE 

Any Bidder intending to respond to this solicitation as a joint venture must submit 
an executed joint venture agreement with its offer. The agreement must designate 
those persons or entities authorized to execute documents or otherwise bind the 
joint venture in all transactions with Fulton County, or be accompanied by a 
document, binding upon the joint venture and its constituent members, making 
such designation. Offers from joint ventures that do not include these documents 
will be rejected as being non-responsive. 

23. CONTRACTORS COMPLIANCE WITH ALL ASSURANCES AND/OR 
PROMISES MADE IN RESPONSE TO PROCUREMENT 

Should any Bidder submit a response to the County promising to provide a certain 
level of service for either the scope of work, MFBE participation, or any other 
matter, including where such promise or assurance is greater than what is required 
by the procurement documents, and should this response containing the promise 
or assurance be accepted by the County and made a part of the Contract 
Documents, then this degree or level of service promised by the bidder relating to 
the scope of work, MFBE participation, or other matter shall be considered to be a 
material part of the Agreement between the bidder and the County, such that the 
bidder's failure to provide the agreed upon degree or level of service or 
participation shall be a material breach of the Agreement giving the County just 
cause to terminate the Agreement for cause, pursuant to the General Conditions of 
the Agreement. 

24. GEORGIA SECURITY AND IMMIGRATION COMPLIANCE ACT 

This Invitation to Bid is subject to the Georgia Security & Immigration Compliance 
Act. Effective July 1, 2013, bidders and proposers are notified that all 
bids/proposals for services that are to be physically performed within the State of 
Georgia must be accompanied by proof of their registration with and continuing 
and future participation in the E-Verify program established by the United States 
Department of Homeland Security. Physical performance of services means any 
performance of labor or services for a public employer using a bidding process or 
by contract wherein the labor or services exceed $2,499.99 99 (except for 
services performed by an individual who is licensed pursuant to Title 26, Title 43, 
or the State Bar of Georgia). 

A completed affidavit must be submitted on the top of the bid/proposal at the time 
of submission, prior to the time for opening bids/proposals. Under state law, the 
County cannot consider any bid/proposal which does not include a completed 
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affidavit. It is not the intent of this notice to provide detailed information or legal 
advice concerning the Georgia Security & Immigration Compliance Act. All 
bidders/proposers intending to do business with the County are responsible for 
independently apprising themselves and complying with the requirements of that 
law and its effect on County procurements and their participation in those 
procurements. For additional information on the E-Verify program or to enroll in 
the program, go to: https:/Ie-verify.uscis.gov/enroll. 

The Director of Purchasing & Contract Compliance is authorized to conduct 
random audits of a contractor's or subcontractors' compliance with the Illegal 
Immigration Reform and Enforcement Act and the rules and regulations of the 
Georgia Department of Labor. 

See Section 00420, Purchasing Forms & Instructions for declarations and 
affidavits. 

25. SUBCONTRACTING OPPORTUNITIES 

Potential prime contractors submitting a bid on this project for Fulton County and 
are seeking subcontractors and/or suppliers can advertise those subcontracting 
opportunities on the County's website, http://www.fLiltoncountyga.gov under 
"Subcontracting Bid Opportunities". 

26. TERM OF CONTRACT 

The term of the Agreement shall be for a period of six hundred forty calendar 
days, or as may be amended under the Agreement to comprise the Agreement 
Time. Contractor shall commence the Work within ten calendar days after 
receipt of Notice to Proceed and shall substantially complete the Work within two 
hundred seventy (270) calendar days from issuance of the Notice to Proceed and 
finally complete the Work within three hundred calendar (300) days of issuance 
of the Notice to Proceed. 

27. NO CONTACT PROVISION 

It is the policy of Fulton County that the evaluation and award process for County 
contracts shall be free from both actual and perceived impropriety, and that 
contacts between potential vendors and County officials, elected officials and staff 
regarding pending awards of County contracts shall be prohibited. 

A. No person, firm, or business entity, however situated or composed, obtaining a 
copy of or responding to this solicitation, shall initiate or continue any verbal or 
written communication regarding this solicitation with any County officer, 
elected official, employee, or designated County representative, between the 
date of the issuance of this solicitation and the date of the County Manager's 
recommendation to the Board of Commissioners for award of the subject 
contract, except as may otherwise be specifically authorized and permitted by 
the terms and conditions of this solicitation. 
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B. All verbal and written communications initiated by such person, firm, or entity 
regarding this solicitation, if same are authorized and permitted by the terms 
and conditions of this solicitation, shall be directed to the Purchasing Agent. 

C. Any violation of this prohibition of the initiation or continuation of verbal or 
written communications with County officers, elected officials, employees, or 
designated County representatives shall result in a written finding by the 
Purchasing Agent that the submitted Bid or proposal of the person, firm, or 
entity in violation is "non-responsive", and same shall not be considered for 
award. 

28. AUTHORIZATION TO TRANSACT BUSINESS 

If the Contractor is a corporation or corporations combined to form a joint venture, 
the corporation or members of the joint venture team, prior to Agreement execution, 
must submit documentary evidence from the Secretary of State that the corporation 
is in good standing and that the corporation is authorized to transact business in the 
State of Georgia. 

29. PRE-CONSTRUCTION CONFERENCE 

A pre-construction conference may be held with the successful Bidder and all 
known Subcontractors at a time and place set by the County. 

30. SUBSTITUTIONS 

See Special Conditions Article. 

31. RIGHT TO PROTEST 

Any actual bidder or offeror that has submitted a bid/proposal for a particular 
procurement and is aggrieved in connection with the solicitation or award of the 
contract shall protest in writing to the purchasing agent after the date that the 
specific bid or proposal is submitted. No protest will be accepted or considered 
prior to the date the specific bid or proposal is submitted; it will be considered 
untimely. All protests shall set forth in full detail the factual and legal bases for 
the protest and specific relief sought by the protestor. Protests arising from 
factual or legal bases that the protestor knew or should have known prior to the 
submission of the bid/proposal must be submitted within three business days of 
the submission of the bid/proposal. Protests arising from factual or legal bases 
that the protestor knew or should have known subsequent to the date the 
bid/proposal was submitted must be submitted within ten business days after the 
protestor knew or should have known of such bases, but in no event shall any 
protest be submitted more than ten business days after the award of the contract. 
Untimely protests will not be considered by the purchasing agent and will be 
simply denied as untimely. Decisions on timeliness by the purchasing agent are 
not appealable. An oral protest or a protest to an official, employee, User 
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Department, or other person apart from the Director of Purchasing & Contract 
Compliance does not comply. 

32. BID GENERAL CONDITIONS 

1. Proposals may be withdrawn upon receipt of a written request prior to the 
stated due date and time. If a firm seeks to withdraw a proposal after the 
due date and time, the firm must present a notarized statement indicating 
that an error was made, with an explanation of how it occurred. The 
withdrawal request must be accompanied by documentation supporting the 
claim. Prior to approving or disapproving the request, an opinion will be 
obtained from Fulton County's Legal Counsel indicating whether the firm is 
bound by its proposal. 

Proposals for projects that are solicited pursuant to the Georgia Local 
Government Public Works Construction Law (O.C.G.A. § 36-91-1 et seq.) 
may be withdrawn as follows: 

The County must advise Offerors in the request for proposals of the number 
of days that Offerors will be required to honor their proposals. If an Offeror 
is not selected within 60 days of opening the proposals, any Offeror that is 
determined by the governmental entity to be unlikely of being selected for 
contract award will be released from the proposal. 

2. Fulton County shall be the sole judge of the quality and the applicability of 
all proposals. Design, features, overall quality, local facilities, terms and 
other pertinent considerations will be taken into account in determining 
acceptability. 

3. The successful Offeror must assume full responsibility for delivery of all 
goods and services proposed. 

4. The successful Offeror must assume full responsibility for replacement of all 
defective or damaged goods and/or performance of contracted services 
within thirty (30) days' notice by the County of such defect, damage or 
deficiency. 

5. The successful Offeror must assume full responsibility for providing 
warranty service on all goods, materials, or equipment provided to the 
County with warranty coverage. Should a vendor be other than the 
manufacturer, the vendor and not the County is responsible for contacting 
the manufacturer. The Offeror is solely responsible for arranging for the 
service to be performed. 

6. The successful Offeror shall be responsible for the proper training and 
certification of personnel used in the performance of the services proposed. 

7. The successful Offeror shall not assign, transfer, convey, sublet, or 
otherwise dispose of any contract resulting from the RFP or of any of its 
rights, title or interest therein without prior written consent of the Fulton 
County Board of Commissioners. 
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8. In case of default by the successful Offeror, Fulton County may procure the 
articles or services from another source and hold the successful Vendor 
responsible for any resultant excess cost. 

9. All proposals and bids submitted to Fulton County are subject to the 
Georgia "Open Records Act", Official Code of Georgia, Annotated 
(O.C.G.A.) § 50-18-70 et seq. 

10. All proposals and bids submitted to Fulton County involving Utility 
Contracting are subject to the Georgia law governing licensing of Utility 
Contractors, O.C.G.A. §43-14-8.2(h}. 

33_ SUBMITTALS 

The following submittals must be completed and submitted with the Bid Submittal. 
This checklist is provided to ensure that the Bidder submits certain required 
information with its Bid. 

Bid Submittal Check Sheet Check 
(..J) 

1_ Georgia Security and Immigration Contractor 
Affidavit(s) 

2_ Georgia Security and lmmlqration Subcontractor 
Affidavit( s) 

3_ Bid Form 
4_ Acknowledgment of Addenda 
5_ Bid Bond 
6_ Non-Collusion Affidavit 
7_ Certificate of Acceptance of Request for Bid 
8_ Georgia Utility Contractor's License (if applicable) 
9_ Georgia General Contractors License (if applicable) 
10_ Georgia Professional License (if applicable) 
11_ Certificate Regarding Debarment 
12_ Disclosure Form and Questionnaire 
13_ Office of Contract Compliance Requirements 

(submitted in a separate envelope) 
14_ Proof of Insurance Coverage 

END OF SECTION 
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BID FORM 

Submitted To: Fulton County Government 

Submitted By: 

For: [INSERT PROJECT # AND TITLE] 

Submitted on , 20_. 

The undersigned, as Bidder, hereby declares that the only person or persons interested 
in the Bid as principal or principals is or are named herein and that no other person than 
herein mentioned has any interest in this Bid or in the Contract to be entered into; that 
this Bid is made without connection with any other person, company or parties making a 
Bid; and that it is in all respects fair and in good faith without collusion or fraud. 

The Bidder further declares that he has examined the site of the work and informed 
himself fully in regard to all conditions pertaining to the place where the work is to be 
done; that he has examined the Drawings and Specifications for the work and 
contractual documents relative thereto, and has read all instructions to Bidders and 
General Conditions furnished prior to the openings of bids; that he has satisfied himself 
relative to the work to be performed. 

The Bidder proposes and agrees, if this Bid is accepted, to contract with the Board of 
Commissioners of Fulton County, Atlanta, Georgia, in the form of contact specified, to 
furnish all necessary materials, equipment, machinery, tools, apparatus, means of 
transportation and labor necessary, and to complete the construction of the work in full 
and complete accordance with the shown, noted, and reasonably intended requirements 
of the Specifications and Contract Documents to the full and entire satisfaction of the 
Board of Commissioners of Fulton County, Atlanta, Georgia, with a definite 
understanding that no money will be allowed for extra work except as set forth in the 
attached General Conditions and Contract Documents for the following prices. 

THE BASE BID IS THE AMOUNT UPON WHICH THE BIDDER WILL BE FORMALLY 
EVALUATED AND WHICH WILL BE USED TO DETERMINE THE LOWEST 
RESPONSIBLE BIDDER. 

The base bid may not be withdrawn or modified for a period of sixty (60) days following 
the receipt of bids. 

BASE BID AMOUNT 

$----------------------------------------------------------- (Dollar Amount In Numbers) 

(Dollar Amount in Words) 
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The Bidder agrees hereby to commence work under this Contract, with adequate 
personnel and equipment, on a date to be specified in a written "Notice to Proceed" from 
the County. 

The Bidder declares that he understands that the quantities shown for the unit prices 
items are subject to either increase or decrease, and that should the quantities of any of 
the items of work be increased, the Bidder proposes to do the additional work at the unit 
prices stated herein; and should the quantities be decreased, the Bidder also 
understands that payment will be made on the basis of actual quantities at the unit price 
bid and will make no claim for anticipated profits for any decrease in quantities; and that 
actual quantities will be determined upon completion of work, at which time adjustments 
will be made to the contract amount by direct increase or decrease. 
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BASE BID AMOUNT 

ITEM DESCRIPTION ESTIMATED UNIT UNIT TOTAL 
NO. QUANTITY COST PRICE 

1. 

2. 

3. 

4. 

5. Owner Controlled Contingency $200,000 

TOTAL BASE BID AMOUNT 
(lines 1-5) 

The Bidder furthermore agrees that, in the case of a failure on his part to execute the 
Contract Agreement and Bonds within ten days after receipt of conformed contract 
documents for execution, the Bid Bond accompanying his bid and the monies payable 
thereon shall be paid into the funds of the Owner as liquidated damages for such failure. 

Enclosed is a Bid Bond in the approved form, in the sum of: 

Dollars -------------------------------------------------------- 

($----~ 
provisions 

thereof. 

The undersigned acknowledges receipt of the following addenda (list by the number and 
date appearing on each addendum) and thereby affirms that its Bid considers and 
incorporates any modifications to the originally issued Bidding Documents included 
therein. 

according to the conditions of "Instructions to Bidders" and 

ADDENDUM # DATED --------- 

ADDENDUM # DATED _ 

ADDENDUM # DATED --------- 

DATED _ ADDENDUM # 

BIDDER: ------------------------------------------------------ 
Signedby: _ 
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[Type or Print Name] 

Title: ---------------------------------------------------- 
Business Address: ----------------------------------------- 

Business Phone: 

Note: If the Bidder is a corporation, the Bid shall be signed by an officer of the 
corporation; if a partnership, it shall be signed by a partner. If signed by others, authority 
for signature shall be attached. 

The full name and addresses of persons or parties interested in the foregoing Bid, as 
principals, are as follows: 

Name Address 

END OF SECTION 
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BID BOND 

No bid for a contract in Fulton County for work to be done shall be valid for any purpose unless 
the Contractor shall give a Bid Bond with good and sufficient surety payable to, in favor of, and for 
the protection of Fulton County. The Bid Bond shall not be less than 5% of the total amount 
payable by the terms of the Contract. No bid shall be read aloud or considered if a proper bid 
bond has not been submitted. 

Surety companies executing Bonds must appear on the Treasury Department's most current list 
(Circular 570 as amended) and be authorized to transact business in the State of Georgia. 

Attestation for the corporation must be by the corporate officer; for a partnership by another 
partner; for an individual by a notary with the corporate seal. 

Page 1 of 11 
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BID BOND 
151TB98691K-JAJ JUSTICE CENTER TOWER ROOF REPLACEMENT 

FULTON COUNTY GOVERNMENT 

KNOW ALL MEN BY THESE PRESENTS, THAT WE _ 

hereinafter called the PRINCIPAL, and _ 

hereinafter call the SURETY, a corporation chartered and existing under the laws of the State of 
_______________ and duly authorized to transact Surety business in the 

State of Georgia, are held and firmly bound unto the Fulton County Government (COUNTY), in 
the penal sum of _ 

______ Dollars and Cents ($ ) good and lawful money of the 

United States of America, to be paid upon demand of the COUNTY, to which payment well and 

truly to be made we bind ourselves, our heirs, executors, and administrators and assigns, jointly 

and severally and firmly by these presents. 

WHEREAS the PRINCIPAL has submitted to the COUNTY, for 151TB98691K-JAJ Fulton 

County Justice Center Tower Roof Replacement, a Bid; 

WHEREAS the PRINCIPAL desires to file this Bond in accordance with law: 

NOW THEREFORE: The conditions of this obligation are such that if the Bid be accepted, the 

PRINCIPAL shall within ten (10) calendar days after receipt of written notification from the 

COUNTY of the award of the Contract execute the Contract in accordance with the Bid and upon 

the terms, conditions and prices set forth therein, in the form and manner required by the 

COUNTY, and execute sufficient and satisfactory Performance and Payments Bonds payable to 

the COUNTY, each in the amount of one hundred percent (100%) of the total contract price, in 

form and with security satisfactory to said COUNTY, then this obligation to be void; otherwise, to 

be and remain in full force and virtue in law; and the SURETY shall upon failure of the 
PRINCIPAL to comply with any or all of the foregoing requirements within the time specified 

above immediately pay to the COUNTY, upon demand the amount hereof in good and lawful 

money of the United States of America, not as a penalty, but as liquidated damages. 

In the event suit is brought upon this Bond by the COUNTY and judgment is recovered, the 

SURETY shall pay all costs incurred by the COUNTY in such suit, including attorney's fees to be 

fixed by the Court. 

Page 2 of 11 
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Enclosed is a Bid Bond in the approved form, in the amount of _ 
_________________________________ Dollars 

($ ) being in the amount of five percent (5%) of the Contract Sum. 

The money payable on this bond shall be paid to the COUNTY, for the failure of the Bidder to 

execute a Contract within ten (10) days after receipt of the Contract and at the same time furnish 

a Payment Bond and Performance Bond. 

(SIGNATURES ON NEXT PAGE) 

Page 3 of 11 
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IN TESTIMONY THEREOF, the PRINCIPAL and SURETY have caused these presents to be 
duly signed and sealed this day of 20_ 

ATTEST: 

PRINCIPAL 

BY ___ 

(SEAL) 

CERTIFICATE AS TO CORPORATE PRINCIPAL 

I, , certify that I am the Secretary of the 

Corporation named as principal in the within bond; that who 
signed the said bond of said corporation; that I know this signature, and his/her signature thereto 

is genuine; and that said bond was duly signed, sealed and attested for in behalf of said 

Corporation by authority of its governing body. 

SECRETARY 

(CORPORATE SEAL) 

SURETY 

BY ___ 
(SEAL) 

END OF SECTION 

Page 4 of 11 
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PAYMENT BOND 

No Contract with Fulton County for work to be done shall be valid for any purpose unless the 
Contractor provides a Payment Bond with good and sufficient surety payable to Fulton County for 
the use and protection of all sub-contractors and all persons supplying labor, materials, 
machinery, and equipment in the prosecution of the work provided for in the Contract. The 
Payment Bond shall be in the amount of 100% of the total contract amount, payable by the terms 
of the Contract, and shall be written on the following form. 

Surety companies executing Bonds must appear on the Treasury Department's most current list 
(Circular 570 as amended) and be authorized to transact business in the State of Georgia. 

Attestation for the corporation must be by the corporate officer; for a partnership by another 
partner; for an individual by a notary with the corporate seal. 
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PAYMENT BOND 

KNOW ALL MEN BY THESE PRESENTS that Unsert name of contractor' (hereinafter 
called the "Principal") and [insert name of surety' (hereinafter called the "Surety"), are held and 
firmly bound unto FULTON COUNTY, a political subdivision of the State of Georgia (hereinafter 
called the "Owner"), its successors and assigns as obligee, in the penal sum of [100% of contract 
amount], lawful money of the United States of America, for the payment of which the Principal 
and the Surety bind themselves, their administrators, executors, successors and assigns, jointly 
and severally, firmly by these presents. 

WHEREAS, the Principal has entered, or is about to enter, into a certain written contract 
with the Owner, dated [insert date of contract], which is incorporated herein by reference in its 
entirety (hereinafter called the "Contract"), for construction-type services of a project known as 
[insert name of project], as more particularly described in the Contract (hereinafter called the 
"Project"); 

NOW, THEREFORE, the condition of this obligation is such that if the Principal shall 
promptly make payment to all persons working on or supplying labor or materials under the 
Contract, and any amendments thereto, with regard to labor or materials furnished and used in 
the Project, and with regard to labor or materials furnished but not so used, then this obligation 
shall be void; but otherwise it shall remain in full force and effect. 

1. A "Claimant' shall be defined herein as any subcontractor, person, party, 
partnership, corporation or the entity furnishing labor, services or materials used, or reasonably 
required for use, in the performance of the Contract, without regard to whether such labor, 
services or materials were sold, leased or rented, and without regard to whether such Claimant is 
or is not in privity of contract with the Principal or any subcontractor performing work on the 
Project, including, but not limited to, the following labor, services, or materials: water, gas, power, 
light, heat, oil, gasoline, telephone service or rental of equipment directly applicable to the 
Contract. 

2. In the event a Claimant files a lien against the property of the Owner, and the 
Principal fails or refuses to satisfy or remove it promptly, the Surety shall satisfy or remove the 
lien promptly upon written notice from the Owner, either by bond or as otherwise provided in the 
Contract. 

3. The Surety hereby waives notice of any and all modifications, orrussrons, 
additions, changes, alterations, extensions of time, changes in the payment terms, and any other 
amendments in or about the Contract and agrees that the obligations undertaken by this Bond 
shall not be impaired in any manner by reason of any such modifications, omissions, additions, 
changes, alterations, extensions of time, changes in payment terms, and amendments. 

4. The Surety hereby agrees that this Bond shall be deemed amended 
automatically and immediately, without formal or separate amendments hereto, upon any 
amendment or modifications to the Contract, so as to bind the Principal and Surety, jointly and 
severally, to the full payment of any Claimant under the Contract, as amended or modified, 
provided only that the Surety shall not be liable for more than the penal sum of the Bond, as 
specified in the first paragraph hereof. 

5. This Bond is made for the use and benefit of all persons, firms, and corporations 
who or which may furnish any materials or perform any labor for or on account of the 
construction-type services to be performed or supplied under the Contract, and any amendments 
thereto, and they and each of them may sue hereon. 
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6. No action may be maintained on this Bond after one (1) year from the date the 
last services, labor, or materials were provided under the Contract by the Claimant prosecuting 
said action. 

7. This Bond is intended to comply with O.C.G.A. Section 13-10-1, and shall be 
interpreted so as to comply with the minimum requirements thereof. However, in the event the 
express language of this Bond extends protection to the Owner beyond that contemplated by 
O.C.G.A. Section 13-10-1, or any other statutory law applicable to this Project, then the additional 
protection shall be enforced in favor of the Owner, whether or not such protection is found in the 
applicable statutes. IN WITNESS WHEREOF, the Principal and Surety have hereunto affixed 
their corporate seals and caused this obligations to be signed by their duly authorized 
representatives this of _ 

____________ (SEAL) 
(Principal) 

By: _ 

Attest: 

Secretary 

___________ (SEAL) 
(Surety) 

By: _ 

Attest: 

Secretary 

(Address of Surety's Home Office) 

(Resident Agent of Surety) 
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PERFORMANCE BOND 

No contract with Fulton County for work to be done shall be valid for any purpose unless the 
Contractor provides a Performance Bond with good and sufficient surety payable to, in favor of, 
and for the protection of Fulton County. The Performance Bond shall be in the amount of 100% of 
the total contract amount, payable by the terms of the Contract, and shall be written on the 
following form. 

Surety companies executing Bonds must appear on the Treasury Department's most current list 
(Circular 570 as amended) and be authorized to transact business as a surety in Georgia. 

Attestation for the corporation must be by the corporate officer; for a partnership by another 
partner; for an individual by a notary with the corporate seal. 
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PERFORMANCE BOND 

KNOW ALL MEN BY THESE PRESENTS that _ 
(Insert name of Contractor) 

(hereinafter called the "Principal") and (hereinafter called the 
(Insert name of Surety) 

"Surety"), are held and firmly bound unto FULTON COUNTY, a political subdivision of the State 
of Georgia (hereinafter called the "Owner"), its successors and assigns, in the penal sum of 
________ ~100% of Contract amount], lawful money of the United States of America, for the 
payment of which the Principal and the Surety bind themselves, their administrators, executors, 
successors and assigns, jointly and severally, firmly by these presents. 

WHEREAS, the Principal has entered, or is about to enter, into a certain written contract 
with the Owner, dated , which is incorporated herein by reference in 
its entirety (hereinafter called the "Contract"), for construction-type services of a project known as 
Fulton County Justice Center Tower Roof Replacement, as more particularly described in the 
Contract (hereinafter called the "Project"); 

NOW, THEREFORE, the conditions of this obligation are as follows, that if the Principal 
shall fully and completely perform all the undertakings, covenants, terms, conditions, warranties, 
and guarantees contained in the Contract, including all modifications, amendments, changes, 
deletions, additions, and alterations thereto that may hereafter be made, then this obligation shall 
be void; otherwise it shall remain in full force and effect. 

Whenever the Principal shall be, and declared by the Owner to be, in default under the 
Construction-Type Contract, the Surety shall promptly remedy the default as follows: 

1. Complete the Contract in accordance with its terms and conditions; or, at the sole 
option of the Owner, 

2. Obtain a bid or bids for completing the Contract in accordance with its terms and 
conditions, and upon determination by the Surety and the Owner of the lowest 
responsible bidder, arrange for a contract between such bidder and Owner and make 
available as the work progresses (even though there should be a default or 
succession of defaults under the Contract or contracts of completion arranged under 
this paragraph) sufficient funds to pay the cost of completion less the balance of the 
contract price; but not exceeding, including other costs and damages for which the 
Surety may be liable hereunder, the penal sum set forth in the first paragraph hereof, 
as may be adjusted, and the Surety shall make available and pay to the Owner the 
funds required by this Paragraph prior to the payment of the Owner of the balance of 
the contract price, or any portion thereof. The term "balance of the contract price," as 
used in this paragraph, shall mean the total amount payable by the Owner to the 
Contractor under the Contract, and any amendments thereto, less the amount paid 
by the Owner to the Contractor; or, at the sole option of the Owner, 

3. Allow Owner to complete the work and reimburse the Owner for all reasonable costs 
incurred in completing the work. 

In addition to performing as required in the above paragraphs, the Surety shall indemnify 
and hold harmless the Owner from any and all losses, liability and damages, claims, judgments, 
liens, costs and fees of every description, including reasonable attorney's fees, litigation costs 
and expert witness fees, which the Owner may incur, sustain or suffer by reason of the failure or 
default on the part of the Principal in the performance of any or all of the terms, provisions, and 
requirements of the Contract, including any and all amendments and modifications thereto, or 



151TB98691 K-JAJ 
Fulton County Justice Center Tower Roof Replacement 

Section 3 
Bond Forms 

incurred by the Owner in making good any such failure of performance on the part of the 
Principal. 

The Surety shall commence performance of its obligations and undertakings under this 
Bond promptly and without delay, after written notice from the Owner to the Surety. 

The Surety hereby waives notice of any and all modifications, omissions, additions, 
changes, alterations, extensions of time, changes in payment terms, and any other amendments 
in or about the Contract, and agrees that the obligations undertaken by this Bond shall not be 
impaired in any manner by reason of any such modifications, omissions, additions, changes, 
alterations, extensions of time, change in payment terms, and amendments. 

The Surety hereby agrees that this Bond shall be deemed amended automatically and 
immediately, without formal or separate amendments hereto, upon any amendment to the 
Contract, so as to bind the Principal and the Surety to the full and faithful performance of the 
Contract as so amended or modified, and so as to increase the penal sum to the adjusted 
Contract Price of the Contract. 

No right of action shall accrue on this Bond to or for the use of any person, entity or 
corporation other than the Owner and any other obligee named herein, or their executors, 
administrators, successors or assigns. 

This Bond is intended to comply with O.C.GA Section 36-91-1 et seq., and shall be 
interpreted so; as to comply with; the minimum requirements thereof. However, in the event the 
express language of this Bond extends protection to; the Owner beyond that contemplated by 
O.C.GA Section 36-91-1 et seq. and O.C.GA Section 13-10-1, as amended, or any other 
statutory law applicable to this Project, then the additional protection shall be enforced in favor of 
the Owner, whether or not such protection is found in the applicable statutes. 
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IN WITNESS WHEREOF the undersigned have caused this instrument to be executed 
and their respective corporate seals to be affixed and attested by their duly authorized 
representatives this day of _ 

____________ (SEAL) 
(Principal) 

By __ 

Attest: 

Secretary 

____________ (SEAL) 
(Surety) 

By: _ 

Attest: 

Secretary 

(Address of Surety's Home Office) 

(Resident Agent of Surety) 

END OF SECTION 
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SUMMARY OF WORK 

1 .1 

PART 1 - GENERAL 

GENERAL NOTES 

1.2 

A. This Section includes detailed information regarding the scope of work for this Contract. 
Scopes of work for any separate contracts for the Project, if any, and other information 
relating to or affecting this Contract shall also be provided in this Section. 

B. The Contractor is responsible for performing the Work described in this Section for the 
Contract for which it has submitted a bid. The Contractor shall have taken all of the 
provisions herein into consideration when preparing its bid, and all costs associated 
with performing all Work required by the Contract Documents shall be included in the 
Contractor's Contract Sum. The Contractor is responsible for knowing what Work has 
been assigned to any preceding or succeeding separate contracts. No additional 
reimbursement or extensions of time will be allowed the Contractor due to its ignorance 
of the Work assigned to this Contract or to any separate contract which may affect its 
Work. 

C. The Contract Documents shall be construed so as to require the Contractor to perform 
all Work reasonably inferable therefrom as being necessary in order to produce the 
indicated functional, operational or finished result. 

D. The Contract Documents issued are deemed by the County to contain sufficient 
information for bidding and contracting for the Work specified. However, the Contractor 
is advised to check documents for thoroughness of information and notify the 
Construction Manager immediately in writing of any valid discrepancies. 

E. Time is of the essence for every portion of this Contract wherein a definite and certain 
length of time is fixed for performance of any act whatsoever. The Contractor shall be 
aware of the extreme importance of performing the Work and achieving all required 
milestones and completion dates within the allotted Contract Time. 

SUMMARY 

A. This Section includes the following: 

1. Work covered by the Contract Documents. 
2. Use of premises. 
3. Work restrictions. 
4. Specification formats and conventions. 

1.3 WORK COVERED BY CONTRACT DOCUMENTS 

A. Project Identification: Justice Center Tower - Roof Replacement 

1. Project Location: 185 Central Avenue, Atlanta, GA 30303 
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B. The Work consists of the following: 

The project is generally defined as a roof replacement of approximately 56,833 square 
feet. It will consist of the removal of the existing roof system and pertinent associated 
elements down to the roof deck and the installation of a new fully adhered pvc roof 
including associated pertinent elements to provide an appropriate warranted complete 
roof system. The project will also include special attention to walkway surfaces and 
maintenance traffic solutions, repair/replacement of associated vertical joints in parapet 
walls and other vertical surfaces adjacent to roof areas, removal of rust and corrosion and 
recoating steel structures supporting mechanical equipment (i.e. chiller supports, ladders, 
etc). 

C. The Contractor's services shall include all construction and equipment installation required 
to complete the Work as indicated in the Contract Documents. The Contractor shall provide 
or cause to be provided and shall pay for all testing services, labor, materials, equipment, 
tools, construction equipment and machinery, temporary utilities, transportation and all 
other facilities and services necessary for proper execution and completion of the Work, 
whether temporary or permanent, and whether or not incorporated or to be incorporated 
in the Work. The above shall be provided such that the facility is turned over to 
the County in a complete, finished, and fully functional and operating manner. 

1.4 SCOPE OF WORK 

A. Work includes, but is not limited to, construction for demolition, exterior envelope, 
waterproofing, sealants and insulation (roof replacement). 

B. The Contractor shall be responsible for securing and paying for all permits, fees, taps, 
meters,inspections and bonds required to complete the Work. The Contractor shall also be 
responsible for paying for and coordinating all the required Work with all utility companies 
required for services to the Project. Additionally, any disruption in service must be 
coordinated to the satisfaction of the Owner so as not to disrupt any ongoing activities and 
requirements of the Owner. 

1.5 REGULATORY REQUIREMENTS AND STANDARDS 

A. Permitting: The Contractor assumes responsibility for securing all land disturbance 
permits, demolition permits and building permits; providing meters and paying all utility tie 
in fees; restoring of roads and right-of-ways; maintaining siltation control; and securing all 
final releases from regulating bodies. Minimum permits required for this Project: 

1. Demolition Permit: from City of Atlanta Bureau of Buildings. 

2. Building Permit: from City of Atlanta Bureau of Buildings. 

The Contractor is responsible for payment of fees associated with the permits and 
inspections per the following schedule. ANY FEE FOR REQUIRED PERMITS OR 
INSPECTIONS NOT SPECIFICALLY NOTED BELOW AS WAIVED IS THE 
RESPONSIBILITY OF THE DESIGN/BUILDER. 
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a. Land Disturbance Permitting-Fee Waived 
b. Fulton County Building Permit-Fee Waived 

B. Codes: It is the Contractor's responsibility to comply with all applicable laws, statutes, 
and ordinances, building codes, rules and regulations applicable to the Work. 

1.6 USE OF PREMISES 

A. General: Contractor shall have limited use of premises for construction operations as 
indicated by representative of Fulton County General Services Department. 

B. Use of Site: Limit use of premises to work in areas indicated. Do not disturb portions of 
Project site beyond areas in which the Work is indicated. 

1. Confine storage of materials to area designated by Owner. 

2. Driveways and Entrances: Keep areas and entrances serving premises clear and 
available to Fulton County, Fulton County employees, and emergency vehicles at 
all times. Do not use these areas for parking or storage of materials. 

a. Schedule deliveries to minimize use of driveways and entrances. 
b. Schedule deliveries to minimize space and time requirements for storage of 

materials and equipment on-site. 

3. Hauling Restrictions: Comply with all legal load restrictions in the hauling of 
materials. A special permit will not relieve Contractor of liability for damage which 
may result from moving of equipment. 

C. Use of Existing Building: Maintain existing building in a weather tight condition 
throughout construction period. Repair damage caused by construction operations. 
Protect building and its occupants during construction period. 

1.7 WORK RESTRICTIONS 

A. On-Site Work Hours: Work shall be generally performed during business hours of 7:00 
a.m. to 7:00 p.m., Monday through Friday, except where otherwise indicated. 

1. Weekend Hours: 6 a.m. Friday to 6 pm. Monday 
2. Special Events: As indicated by Fulton County and the City of Atlanta. 

B. Existing Utility Interruptions: Do not interrupt utilities serving facilities occupied by Fulton 
County government or others unless permitted under the following conditions and then 
only after arranging to provide temporary utility services according to requirements 
indicated: 

1. Notify Owner not less than five days in advance of proposed utility interruptions. 
2. Do not proceed with utility interruptions without Owner's written permission. 

1.8 FIELD VERIFICATION 

A. Field verify all new and existing dimensions affecting the work of this contract before 
ordering products or commencing work. 

1.9 SPECIFICATION FORMATS AND CONVENTIONS 
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A. Specification Format: The Specifications are organized into Divisions and Sections 
using the 50-division format and CSI/CSC's "Master Format" numbering system. 

1. Section Identification: The Specifications use Section numbers and titles to help 
cross referencing in the Contract Documents. Sections in the Project Manual are in 
numeric sequence; however, the sequence is incomplete because all available 
Section numbers are not used. Consult the table of contents at the beginning of the 
Project Manual to determine numbers and names of Sections in the Contract 
Documents. 

2. Division 01: Sections in Division 01 govern the execution of the Work of all Sections 
in the Specifications. 

B. Specification Content: The Specifications use certain conventions for the style of 
language and the intended meaning of certain terms, words, and phrases when used in 
particular situations. These conventions are as follows: 

1. Abbreviated Language: Language used in the Specifications and other Contract 
Documents is abbreviated. Words and meanings shall be interpreted as 
appropriate. Words implied, but not stated, shall be inferred as the sense requires. 
Singular words shall be interpreted as plural and plural words shall be interpreted 
as singular where applicable as the context of the Contract Documents indicates. 

2. Imperative mood and streamlined language are generally used in the Specifications. 
Requirements expressed in the imperative mood are to be performed by Contractor. 
Occasionally, the indicative or subjunctive mood may be used in the Section Text 
for clarity to describe responsibilities that must be fulfilled indirectly by Contractor or 
by others when so noted. 

a. The words "shall," "shall be," or "shall comply with," depending on the 
context, are implied where a colon (:) is used within a sentence or phrase. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 01 1000 



151TB98691 K-JAJ 
Fulton County Justice Center Tower Roof Replacement 

Section 4 
Scope of Work and Technical Specifications 

SECTION 01 21 00 

ALLOWANCES 

PART 1 - GENERAL 

1.1 DEFINITIONS / GENERAL 
A. Allowances: Allowances are defined as sums of monies within the Contract Sum which 

may, at Owner's option and under terms established in the Contract, be utilized at the 
Owner's discretion to supplement corresponding basic requirements of Contract 
Documents. 

B. Owner allowances are exclusively for the cost of materials, delivery to the site and 
associated installation. The total allowance amount is exclusively for Owner use. 

1.2 SCHEDULE OF ALLOWANCES 

A. OWNER-PROVIDED ALLOWANCES 

1. Division 01 Owners Allowance 

a. Allowance amount: $ 200,000.00 

b. Scope of Work: As determined by the Owner, through the Construction 
Manager. 

c. Procurement Procedure: By the Contractor, and coordinated by the 
Construction Manager. 

d. Schedule Conditions: As required. 

e. Coordination Responsibility: As determined by the Construction 
Manager. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 01 21 00 
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SECTION 01 29 73 

SCHEDULE OF VALUES 

PART 1 - GENERAL 

1.1 GENERAL SUMMARY 

A. The Contractor shall submit to the Construction Manager a Schedule of Values for the entire 
Contract, either within ten (10) days of Contract award or fifteen (15) days prior to the first 
Application for Payment deadline, whichever comes first. 

B. Breakdown and Content 

The Schedule of Values will be submitted in a format as prescribed by and to the level of detail 
specified by the Construction Manager. 

1. The sum of the parts of the Schedule of Values shall aggregate to the total Contract Sum. 

2. The minimum level of breakdown will normally be: 

a. General Conditions line item(s) as required 

b. Construction costs, by CSI Division or major trade, and broken down into labor and 
material line items for specific areas of the facility 

c. Stored material projections 

3. Schedule of Values items shall have a direct and understandable relation to the Project 
CPM Schedule. 

1.2 SCHEDULE OF VALUES UTILIZATION 

A. Applications for Payment 

The Schedule of Values, unless objected to by the Construction Manager or the Architect, shall 
be the basis for the Contractor's Applications for Payment. 

B. Changes to the Schedule of Values 

The Construction Manager shall have the right to require the Contractor to alter the value or 
add/delete categories listed on the Schedule of Values at any time for the following reasons: 

1. The Schedule of Values appears to be incorrect or unbalanced. 

2. A revision to the segregation of values is required due to the Contractor revismq the 
sequence of construction or assembly of building components, which in turn invalidates the 
Schedule of Values. 

3. Change Orders are issued to the Contractor and require incorporation into the Schedule of 
Values. 

C. Stored Materials 
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The Contractor is required to correlate the documentation for payment of stored materials 
requested in the Application for Payment against the agreed upon breakdown of the 
Schedule of Values. The Construction Manager reserves the right to not process the 
Application for Payment if this correlation has not been submitted in conjunction with the 
Application. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 01 29 73 
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SECTION 01 31 13 

PROJECT COORDINATION 

PART 1 - GENERAL 

1.1 GENERAL SUMMARY 

A. The Contractor shall become thoroughly familiar with the requirements of the Contract 
Documents, as well as jobsite conditions and the work of separate contractors (if any), 
and shall make any adjustments necessary to maintain the Project schedule. 

B. Close coordination will be required by the Contractor with the County, Construction 
Manager, other authorities having jurisdiction, separate contractors (if any), and others 
having an interest in the Project to assure that all work on the site, access to and from 
the site, and the general conduct of the operations is maintained in a safe and efficient 
manner, and that disruption and inconvenience to existing streets and property are 
minimized. 

C. The Contractor and its subcontractors of all tiers shall be subject to such rules and 
regulations for the conduct of the Work as the County, Construction Manager, or other 
authority having jurisdiction may establish. 

1.2 COORDINATION OF THE WORK 

A. The Contractor shall be completely responsible for the coordination of its Work, 
including the Work performed by its subcontractors of all tiers. 

B. Observation of the Work by the Construction Manager or others shall not be interpreted 
as relieving the Contractor of its responsibility for the coordination of all Work, 
superintendence of the Work, or scheduling and direction of the Work. 

C. The Contractor shall coordinate its Work with the work of any separate contractors 
through the Construction Manager for proper function and sequence, coordinating 
material deliveries and staging of same, all to avoid construction delays. 

D. The Contractor shall review material and equipment staging requirements with the 
Construction Manager prior to placing such materials or equipment on the site. 

E. The Contractor shall conduct the Work so as to provide the least possible interference 
to the activities of adjacent properties and traffic patterns. Confine operations only to 
areas where construction or support functions are required. Portions of the site beyond 
areas in which construction or support functions are required are not to be disturbed. 

F. Conceal pipes, ducts, and wiring in floor, wall, and ceiling construction of finished areas 
wherever possible. If doubt arises as to the means of concealment or the intent of the 
Contract Documents, request clarification from the Construction Manager prior to 
proceeding. Mechanical, plumbing, and electrical work shall be tested and inspected in 
advance of concealment. 
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1.3 ACCESS AND TRAFFIC CONTROL 

A. The Contractor shall maintain free access to all buildings and areas of the site for 
emergency vehicles, service vehicles, and firefighting equipment and at no time shall 
block off or close roadways or designated fire lanes without providing auxiliary roadways 
and means of entrance acceptable to the County, the Construction Manager, and any 
other authority having jurisdiction. Fire hydrants shall remain accessible at all times. 
The Contractor shall provide at least forty-eight (48) hours notice of any changes to 
such routes. 

B. The Contractor shall be responsible for security of the site and building(s) until 
acceptance of the Project by the County. The Contractor shall cooperate with the 
County, the Construction Manager, and any separate contractors with respect to entry 
into the Project when requested during non-standard working hours. 

C. The Contractor shall coordinate its operations to minimize the impact on vehicular and 
pedestrian traffic around the site. Operations and traffic control measures shall comply 
with the requirements of the authority having jurisdiction. 

D. The Contractor shall protect all street pavements, curbs, sidewalks, and other existing 
infrastructure not intended for demolition or alteration during the course of the Work, 
and shall repair all parts of same which become damaged. 

E. The Contractor shall be responsible for the cleaning of adjacent and surrounding streets 
and sidewalks from debris, dirt, mud, or other deleterious materials resulting from 
operations under this Contract. The Contractor shall immediately clean any such areas 
as directed by the Construction Manager. 

1.4 WORKING HOURS 

A. The Contractor hours of work operation are 6:00 pm until 5:00 am Monday through 
Thursday. Weekend hours begin 6:00 pm Friday and end 5:00 am Monday and are to 
be planned in coordination with and approved by the Construction Manager. 

B. The Contractor shall work whenever conditions permit (regardless of anticipated or 
orderly procedure, the operations of the County or other contractors, or conditions 
encountered) to proceed without delay and to maintain schedule dates. All operations 
shall be conducted so as to comply with all applicable laws, ordinances, and regulations 
regarding allowable hours of work. 

C. The Contractor shall notify the Construction Manager at least forty-eight (48) hours in 
advance of planned late night or weekend work. Failure to provide such notice may be 
cause for the Construction Manager to require the removal or uncovering of Work 
performed without the knowledge of the Construction Manager. 

1.5 EXISTING UTILITIES AND OTHER SERVICES 

A. Utilities and/or other services which are shown, or not shown but encountered, shall be 
protected by the Contractor from any damage from any work operations of the Contract, 
unless or until they are abandoned. If the utilities or services are not abandoned at the 
time of damage, the Contractor shall immediately repair any damage from its work 
operations and restore the utilities or services to an equal or better condition than that 
which existed prior to the damage. 
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B. The Contractor and its subcontractors of all tiers shall be responsible for all damage to 
the Project including any existing buildings and grounds due to its operations under this 
Contract. Repair or replacement of damaged items shall be to the satisfaction of the 
County and the Construction Manager. 

1.6 PROTECTION OF FINISHED WORK 

A. The Contractor shall be responsible for protecting its finished Work and materials from 
damage from any source, and shall maintain such protection until acceptance of the 
Work by the County. Any damage to finished Work caused by the work operations of 
this Contract shall be repaired, or such damaged Work replaced, by the Contractor at 
no additional cost to the County. No exceptions to this policy will be allowed. 

B. The Contractor shall coordinate the proper means by which materials and/or equipment 
are moved through the construction, ensuring that no structural overloading is allowed 
and that existing construction is protected from physical damage. 

C. Protect existing trees on the site to be saved, and those on adjacent properties where 
in close proximity to the Work. Carefully wrap trees adjacent to the construction work, 
material storage area, and trucking lanes in burlap and encase with protective 
framework. Protect roots during excavation and grading to minimize disturbance and 
damage. 

D. Keep concrete floors free of oils, grease, and other materials to prevent discoloring if to 
be left exposed, or to prevent adverse bonding affects if a finished floor is to be applied. 
Where work is performed over finished floors, the Contractor shall provide an 
acceptable cover to protect the finished surface against damage, paint, or stains. 

E. Load no part of the structure during construction with a load greater than calculated to 
bear safely when completed. Make temporary supports as strong as permanent 
supports. Place no load on a concrete slab until it has cured and achieved sufficient 
strength. 

F. Take strict precautions against unnecessary traffic on finished roofing surfaces. 

G. Protect all glass surfaces during construction. Prior to Substantial Completion, replace 
any broken, scratched, or otherwise damaged glass with glass of the same type, size, 
and quality as the original. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 01 31 13 
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SECTION 01 31 19 

PROJECT MEETINGS 

PART 1 - GENERAL 

1.1 GENERAL 

A. The Construction Manager will determine the agenda for and chair the meetings 
described below and also shall prescribe the format for the documentation of the 
meetings to be produced by the Contractor. 

B. Representatives of the Contractor and its subcontractors and suppliers in attendance at 
any project meeting shall be qualified and authorized to act on behalf of the entity each 
represents. 

C. The Contractor shall schedule and administer project meetings throughout progress of 
Work where specified or required, and shall have the following specific responsibilities: 

1. Distribute Construction Manager's agenda for meetings 

2. Distribute written notice of each meeting a minimum of four days in advance of 
meeting date 

3. Make physical arrangements for meetings 

4. Record minutes, in the format to be provided by the Construction Manager, to 
include significant proceedings and decisions 

5. Reproduce and submit word processed minutes, within four working days after 
each meeting, to the Construction Manager for approval before further distribution. 
After approval, distribute copies as follows: 

a. to all participants in the meeting 
b. to all parties affected by decisions made at meeting 
c. to all other parties as may be designated by the County or Construction 

Manager 

D. The County's user department(s) will be active participants in the design and 
construction process for this project, and their representative(s) shall be invited to all 
project meetings for which their presence and/or participation is appropriate. 

1.2 PRE-CONSTRUCTION MEETING 

A. Scheduling: Meetings shall be held at least two weeks prior to any Work commencing 
on the site. 

B. Location: Designated by Construction Manager. 

C. Attendance: 

1. Owner/user group representative(s), as appropriate 
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2. Construction Manager' representative 

3. Architect's representative (at its option) 

4. Contractor's Project Manager, Superintendent, and other representative(s) as 
appropriate 

5. Major subcontractors and suppliers 

6. Others as appropriate 

D. Suggested Minimum Agenda: 

1. Discussion of major subcontractors and suppliers 

2. Projected construction schedules 

3. Critical work sequencing 

4. Major equipment deliveries and priorities 

5. Project coordination and designation of responsible personnel 

6. Procedures and processing of: 

a. Design issues and decisions 
b. Field decisions 
c. Proposal requests 
d. Submittals 
e. Change orders 
f. Applications for payment 

7. Adequacy of distribution of Construction Documents 

8. Procedures for maintaining record documents 

9. Use of premises: 

a. Office, work and storage areas 
b. County's, Architect's, and Construction Manager's requirements 

10. Construction facilities, controls and construction aids 

11. Temporary utilities 

12. Safety and first-aid procedures 

13. Security procedures and site access controls 

14. Housekeeping procedures 

15. Traffic and parking procedures 

16. Other administrative procedures 
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1.3 CONSTRUCTION PROGRESS MEETINGS 

A. Scheduling: Meetings shall be conducted at least bi-weekly throughout the construction 
phase. 

B. Location of the Meetings: Project field office of Contractor or other location designated 
by Construction Manager. 

C. Attendance: 

1. Owner/user group representative(s), as appropriate 

2. Construction Manager' representative 

3. Architect's representative (at its option) 

4. Contractor's Project Manager, Superintendent, and other representative(s) as 
appropriate 

5. Subcontractors and suppliers as appropriate to the agenda 

6. Others as appropriate 

D. Suggested Minimum Agenda: 

1. Actual vs. scheduled progress since previous meeting 

2. Planned construction activities for the next four weeks 

3. Problems with and revisions to construction schedule 

4. Review of off-site fabrication and delivery schedules 

5. Corrective measures and procedures to regain projected schedule 

6. Submittal schedules and expediting 

7. Construction Document clarifications 

8. Field observations, problems, conflicts 

9. Quality control 

10. Actual and potential changes and their impacts 

11 . Safety issues 

1.4 PRE-INSTALLATION MEETINGS 

A. Scheduling: Schedule pre-installation meetings for installation of various aspects of the 
Work prior to the start of installation, or as otherwise specified in the Project Manual. 
Do not schedule pre-installation meetings until required submittals have been 
approved. 

B. Location: At job site. Meeting Requirements: 

1. Prior to installation of work, conduct pre-installation meeting at project site with 
Contractor's superintendent and foreman, primary materials installer, installer of 
each component of associated work, representative(s) of materials manufacturer(s), 
inspection and testing agency representative (if any), installers of other work 
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requiring coordination, Construction Manager, Architect, and Owner's representative 
for the purpose of reviewing job mock-up (if any), job conditions, project 
requirements and procedures to be followed in performing work. 

2. At pre-installation meeting, examine areas and conditions under which work is to be 
performed. Report in writing of conditions detrimental to proper and timely 
completion of work. Do not proceed with work until unsatisfactory conditions have 
been corrected. Commencement of work shall constitute acceptance of substrate 
conditions. 

3. At pre-installation meeting, the manufacturer's authorized representative shall 
inspect storage of job site materials, establish scheduling of initial and final 
installation of products, and establish the method of preparing written progress 
reports to Contractor (with copy to Construction Manager) of job conditions and 
installation. 

4. At pre-installation meeting, review manufacturer's product data publications and 
other published instructions for material installation compliance including shop 
drawings. Shop drawings and submittals shall be reviewed and approved prior to 
pre-installation meetings. Contractor shall provide a set of approved shop drawings 
and submittals for meeting use. 

5. Where manufacturer's representative offers recommendations on material use, such 
recommendations shall be submitted in writing and substantiated by dated, printed, 
published product data or material use statement which is complete, definite, and 
clear, and signed by authorized company official. 

6. Meeting Report: Submit copy of pre-installation job meeting report. Include copy of 
manufacturer's inspection report, manufacturer's recommendations, and any 
statement of non-compliance as applicable. 

7. Pre-Installation meetings shall include, but not be exclusive of the following portions 
of the Work: 

a. Roof System 
b. Brick/Masonry 
c. Glazing & Skylights 
d. Applied Wall Systems & Products 
e. Equipment & Systems 
f. Combined Mechanical/Electrical/Plumbing & Control Systems 

1.5 INSPECTION TOURS 

A. Formal inspection tours shall be made of the job progress for the Owner and any other 
officials as the occasion warrants and as scheduled by the Construction Manager. 

B. If requested by the Construction Manager, the Contractor shall be prepared to show and 
explain work completed and in progress throughout the Project to the inspection parties. 
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PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 01 31 19 
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SECTION 01 32 13 

SCHEDULING OF THE WORK 

PART I -GENERAL 

1.1 INTRODUCTION 

A. This Section describes the construction scheduling and progress reporting requirements of 
the Contract. The primary objectives of the requirements of this Section are: 

1. to insure adequate planning and execution of the Work by the Contractor; 
2. to assist the County and Construction Manager in evaluating the progress of the Work; 
3. to provide for optimum coordination by Contractor of its trades, subcontractors and 

suppliers, and of its Work with the work or services provided by the County or any 
separate contractors; and 

4. to permit the timely prediction or detection of events or occurrences this may affect the 
timely prosecution of the Work. 

1.2 GENERAL SCHEDULING REQUIREMENTS 

A. The Work of this Contract shall be planned, scheduled, executed, and reported using 
the critical path method (CPM). The Contractor shall use one of the following software 
programs to develop its Detailed Construction Schedule: 

1. Primavera Project Planner, latest version 
2. Microsoft Project, latest version (MPX file) 

B. The Detailed Construction Schedule, as defined herein, shall represent the Contractor's 
commitment and intended plan for completion of the Work in compliance with the 
Contract completion date and interim milestone dates specified. The Detailed 
Construction Schedule shall take into account all foreseeable activities to be 
accomplished by any separate contractors or the County, and interface dates with utility 
companies, the County's operations, and others. The Detailed Construction Schedule 
shall anticipate all necessary manpower and resources to complete the Work within the 
dates set forth. 

C. Once approved by the Construction Manager, the Detailed Construction Schedule will 
become the Schedule of Record, and will be the basis for coordinating the Work, 
scheduling the Work, monitoring the Work, reviewing progress payment requests, 
evaluating time extension requests, and all other objectives listed above. No other 
schedule will be recognized for this Contract. 

D. The Contractor is responsible for determining the sequence of activities, the time 
estimates of the detailed construction activities and the means, methods, techniques 
and procedures to be employed. The Detailed Construction Schedule shall represent the 
Contractor's best judgment of how it will prosecute the Work in compliance with the 
Contract requirements. The Contractor shall ensure that Detailed Construction Schedule 
is current and accurate and is properly and timely monitored, updated and revised as 
Project conditions and the Contract Documents may require. 
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E. When there are separate contractors working concurrently on the Project whose work 
must interface or be coordinated with the Work of the Contractor, the Contractor shall 
coordinate its activities with the activities of the separate contractors, and the Detailed 
Construction Schedule shall take into account and reflect such work by others. 

F. The Contractor shall be solely responsible for expediting the delivery of all materials and 
equipment to be furnished by it so that the progress of construction shall be maintained 
according to the currently approved construction schedule for the Work. The Contractor 
shall notify the Construction Manager in writing, and in a timely and reasonable manner, 
whenever the Contractor determines or anticipates that the delivery date of any material 
or equipment to be furnished by the Contractor will be later than the delivery date 
indicated by the currently approved construction schedule, or required consistent with the 
completion requirements of this Contract, subject to schedule updates as herein 
provided. 

1.3 DETAILED CONSTRUCTION SCHEDULE 

A. Within two (2) weeks after the Notice to Proceed, the Contractor shall submit a Detailed 
Construction Schedule according to the requirements established herein. 

B. The Detailed Construction Schedule shall consist of a time-scaled, detailed network 
graphic representation of all activities which are part of the Contractor's construction plan 
and an accompanying listing of activity's dependencies and interrelationships. The 
Detailed Construction Schedule submission shall include, but not be limited to, the 
following information: 

1. Project name 
2. Distinct, logical and identifiable subdivisions of Work 
3. Activities for all aspects of the Work, with durations not exceeding fourteen (14) 

calendar days for all activities for which the Contractor will perform actual 
construction work. Material procurement, submittals, concrete curing and other 
similar activities may exceed fourteen (14) calendar days if approved by the 
Construction Manager. Related activities, each of duration of five (5) calendar days 
or less, may be shown as one activity together, if not on the critical path of timely job 
completion. 

4. Outage schedules for existing utility services that will be interrupted during the 
performance of the Work 

5. Acquisition and installation of equipment and materials supplied and/or installed by 
the County or separate contractors 

6. All start dates, milestones, float and completion dates 
7. An accounting of the number of workdays anticipated to be lost due to weather. This 

accounting shall be in accordance with allowable days per month provided in Article 
8 of the Owner-Contractor Agreement (Section 00 500). 

8. A tabular report listing all predecessor and successor activities for each activity 
9. A legible time scaled network diagram showing the critical path. 
10. A listing of the project calendar, indicating the anticipated days of work performance 
11. A floppy computer disk, in a form and format acceptable to the Construction 

Manager, of the Detailed Construction Schedule including all required submission 
information resident in the computer system and containing all of the files associated 
with the schedule. 

C. Activities and milestones to appear on the Detailed Construction Schedule shall include, 
but not be limited to, site-work, structure erection, roof close-in, exterior wall systems, 
paving, major material fabrication and delivery, shop drawings submittals, bi-weekly 
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progress meetings, furniture delivery and installation, equipment delivery and 
installation, coordination requirements, mock-up installations and inspections, dates of 
Substantial and Final Completion, Certificate of Occupancy inspection, systems testing 
and instruction, and special County reviews and decision points that impact the Work. 

D. Schedule Reports: Schedule submissions will contain the following minimum 
information for each activity: 

1. Activity number, description and estimated duration 
2. Anticipated start and finish dates 
3. Responsibility for activity 
4. The cost loading values for each activity. 

E. For all major equipment and materials to be fabricated or supplied for the Project, the 
Detailed Construction Schedule shall show a sequence of activities including: 

1. Preparation of shop drawings and sample submissions 
2. A reasonable time for review of shop drawings and samples or such time as 

specified in the Contract Documents 
3. Shop fabrication, delivery and storage 
4. Erection or installation 
5. Testing of equipment and materials. 

F. The Contractor shall submit, as a part of the data submitted to the Construction 
Manager, a narrative report indicating the anticipated allocation by the Contractor of 
the following resources and work shifts for each activity which he proposes to be 
utilized on the Project: 

1. labor resources; 
2. equipment resources; and 
3. whether it proposes the Work to be performed on single, double or triple shifts, 

and whether it is to be done on a 5, 6 or 7 day work week basis. 

G. The Construction Manager shall have the right to require the Contractor to modify any 
portion of the Contractor's Detailed Construction Schedule, or Recovery Schedule, as 
herein required, (including cost loading) with the Contractor bearing the expense 
thereof, which the Construction Manager reasonably determines to be: 

1. impractical or unreasonable; 
2. based upon erroneous calculations or estimates; 
3. not in compliance with other provisions of the Contract Documents; 
4. required in order to ensure proper coordination by the Contractor of the Work of its 

subcontractors and with the work or services being provided by any separate 
contractors; 

5. necessary to avoid undue interference with the County's operations or those of any 
utility companies or adjoining property owners; 

6. necessary to ensure completion of the Work by the milestone and completion 
dates set forth in the Contract Documents; 

7. required in order for the Contractor to comply with the requirements of this Section 
or any other requirements of the Contract Documents; or 

8. not in accordance with the Contractor's actual operations. 



151TB98691 K-JAJ 
Fulton County Justice Center Tower Roof Replacement 

Section 4 
Scope of Work and Technical Specifications 

1.4 COST LOADING 

A. As part of the submission of the Detailed Construction Schedule, the Contractor shall 
submit a breakdown of the expected value of each of the schedule activities for which 
payment is required. 

B. The cost breakdown of the Detailed Construction Schedule shall have a direct 
correlation to the Schedule of Values to be used as the basis for Applications for 
Payment. 

1.5 UPDATING OF CONSTRUCTION SCHEDULE/PROGRESS REPORTS 

A. Not less than seven (7) calendar days before the subm ission of the monthly progress 
payment request, or on a date specified by the Construction Manager, the Contractor 
shall arrange for its Project Manager, Superintendent and necessary subcontractors and 
suppliers to attend a monthly schedule meeting with the Construction Manager to review 
the Contractor's report of actual progress. Said report shall set forth up-to-date and 
accurate progress data, and shall be prepared by the Contractor in consultation with all 
principal subcontractors and suppliers. 

B. The progress report of the Contractor shall show the activities, or portions of activities, 
completed during the reporting period, the actual start and finish dates for these 
activities, remaining duration and/or estimated completion dates for activities currently in 
progress, and quantities of material installed during the reporting period. 

C. The Construction Manager will produce a computerized update worksheet for the 
Contractor to complete as a part of this process. 

D. At the monthly schedule meeting a total review of the Project will take place including 
but not limited to, the following: 

1. Current update of the Detailed Construction Schedule 
2. Anticipated detailed construction activities for the subsequent report period 
3. Critical items pending 
4. Contractor requested changes to the Detailed Construction Schedule. 

E. The Contractor shall submit a narrative with the progress report which shall include, but 
not be limited to, a description of problem areas, current and anticipated delaying factors 
and their impact, explanations of corrective actions taken or planned, any proposed 
newly planned activities or changes in sequence, and proposed logic for a Recovery 
Schedule, if required, as further described herein. The report shall also include: 

1. A narrative describing actual Work accomplished during the reporting period 
2. A list of major construction equipment used on the Project during the reporting 

period 
3. The total number of men by craft actually engaged in the Work during the reporting 

period, with such total stated separately as to office, supervisory, and field personnel 
4. A manpower and equipment forecast for the succeeding thirty (30) days, stating the 

total num ber of men by craft, and separately stating such total as to office, 
supervisory and field personnel 

5. A list of Contractor supplied materials and equipment, indicating current availability 
and anticipated job site delivery dates 

6. Anticipated changes or additions to Contractor's supervisory personnel. 
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F. As part of the updating process, the Construction Manager will calculate, based upon 
progress data provided by the Contractor and agreed to by the Construction Manager, 
the value of Work completed based on the sum of the cost loading amounts for all 
activities, including activities specifically defined for stored materials, less the amount 
previously paid. Summation of all values of each activity less the appropriate percent of 
retainage shall be the maximum amount payable to the Contractor, provided that the 
Contractor has complied with all requirements of the Contract Documents. 

G. No invoice for payment shall be submitted and no payment whatsoever will be made 
to the Contractor until the required narrative reports, as defined herein, have been 
submitted and the Detailed Construction Schedule has been updated. 

1.6 RECOVERY SCHEDULE 

A. Should the updated Detailed Construction Schedule, at any time during the 
Contractor's performance, show, in the sole opinion of the Construction Manager, that 
the Contractor is behind schedule for any milestone or completion date for any 
location or category of work, the Contractor, at the request of the Construction 
Manager, shall prepare a Recovery Schedule within five (5) days, at no additional cost 
to the County (unless the County is solely responsible for the event or occurrence 
which has caused the schedule slippage), explaining and displaying how the 
Contractor intends to reschedule its Work in order to regain compliance with the 
Detailed Construction Schedule within thirty (30) calendar days. 

B. If the Contractor believes that all of the time can be recovered within thirty (30) 
calendar days, the Contractor will be permitted to prepare a Recovery Schedule as 
set forth below. However, if the Contractor believes it will take more than thirty (30) 
days to recover all of the lost time, it shall prepare and submit a request for revision to 
the Detailed Construction Schedule and comply with all of the requirements of a 
Schedule Revision as set forth in Paragraph 8 below. 

C. The Contractor shall prepare and submit to the Construction Manager a one month 
maximum duration Recovery Schedule, incorporating the best available information 
from sub consultants, subcontractors and others which will permit a return to the 
Detailed Construction Schedule at the earliest possible time. The Contractor shall 
prepare a Recovery Schedule to the same level of detail as the Detailed Construction 
Schedule. The Recovery Schedule shall be prepared in coordination with other 
separate contractors on the Project. 

D. Within two (2) days after submission of the Recovery Schedule to the Construction 
Manager, the Contractor and any of the necessary subcontractors, suppliers, 
vendors, manufacturers, etc. shall participate in a conference with the Construction 
Manager to review and evaluate the Recovery Schedule. Within two (2) days of the 
conference, the Contractor shall submit the revisions necessitated by the review for the 
Construction Manager's review and approval. The Contractor shall use the approved 
Recovery Schedule as its plan for returning to the Detailed Construction Schedule. 

E. The Contractor shall confer continuously with the Construction Manager to assess the 
effectiveness of the Recovery Schedule. As a result of these conferences, the 
Construction Manager will direct the Contractor as follows: 

1. If the Construction Manager determines the Contractor continues behind schedule, 
the Construction Manager will direct the Contractor to prepare a Schedule Revision 
and comply with all of the requirements of a Schedule Revision as stated herein 
and the other requirements of the Contract Documents; provided, however, that 
nothing herein shall limit in any way the rights and remedies of the County and 
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Construction Manager as provided elsewhere in the Contract Documents; or 

2. If the Construction Manager determines the Contractor has successfully complied 
with provisions of the Recovery Schedule, the Construction Manager will direct the 
Contractor to return to the use of the approved Detailed Construction Schedule. 

F. In carrying out any approved Recovery Schedule, or whenever it becomes apparent 
that any critical activity completion date may not be met, the Contractor shall take any 
or all of the following minimum actions, as may be required, at no additional cost to 
the County: 

1. Increase manpower to put the Work back on schedule. 
2. Increase the number of working hours per shift, shifts per working day, working 

days per week, amount of construction equipment, or any combination which will 
place the Work back on schedule. 

3. Reschedule activities to achieve maximum practical concurrence and place the 
Work back on schedule. 

G. If the Contractor fails to take appropriate action as required by this Paragraph 7 to 
recover delays in the schedule, the Construction Manager may take action to attempt to 
put the Work back on schedule and deduct the cost of such action from monies due or 
to become due the Contractor in accordance with the Contract Documents. 

1.7 SCHEDULE REVISIONS 

A. Should the Contractor desire to or be otherwise required under the Contract 
Documents to make modifications or changes in its method of operation, its sequence 
of Work or the duration of the activities in its Construction Schedule, it shall do so in 
accordance with the requirements of this Paragraph and the Contract Documents. The 
approved Detailed Construction Schedule may only be revised by written approval of 
the Construction Manager as provided herein. 

B. The Contractor shall submit requests for revisions to the Detailed Construction 
Schedule to the Construction Manager, using a Schedule Revision Form provided by 
the Construction Manager, together with written rationale for revisions and description 
of logic for rescheduling work, substantiating that the milestone and completion dates 
will be met as listed in the Contract Documents. Proposed revisions acceptable to the 
Construction Manager and County will be approved in writing and incorporated into 
the Detailed Construction Schedule. 

C. Requests for revision will be accompanied by evidence acceptable to the 
Construction Manager that the Contractor's suppliers, subcontractors and sub 
subcontractors are in agreement with the proposed revisions. 

D. If there are separate contractors on the Project, the approval of the separate 
contractors shallbe obtained to make the proposed schedule revisions. If accepted by 
the Construction Manager and County, the revisions shall be binding upon the 
Contractor and all separate contractors on the Project. 

E. The impact of all change orders to this Contract shall be included in the Detailed 
Construction Schedule. 
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1.8 FLOAT TIME 

A. Float or slack time associated with one chain of activities is defined as the amount of 
time between earliest start date and latest start date or between earliest finish date and 
latest finish date for such activities, as calculated as part of the currently approved 
construction schedule. Float or slack time shown on the currently approved 
construction schedule is not for exclusive use or benefit of either the County or the 
Contractor and is available for use by either of them according to whichever first 
needs the benefit of the float to facilitate the effective use of available resources and 
to minimize the impact of Project problems, delays, impact, acceleration or changes 
in the Work which may arise during performance. The Contractor specifically agrees 
that float time may be used by the County or Construction Manager in conjunction 
with their review activities or to resolve Project problems. The Contractor agrees that 
there will be no basis for any modification of the milestone or completion dates or an 
extension of the Contract Time, or a claim for additional compensation as a result of 
any Project problem, delay, impact, acceleration, or change order which only results in 
the loss of available float on the currently approved construction schedule. 

B. Float time shown on any construction schedule shall not be used arbitrarily by the 
Contractor in a manner which, in the opinion of the Construction Manager, 
unnecessarily delays separate contractors from proceeding with their work in a way 
which is detrimental to the interests of the County. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

END OF SECTION 01 32 13 
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SECTION 01 32 20 

CONSTRUCTION PROGRESS REPORTING 

PART I - GENERAL 

1.1 DAILY REPORTS 

A. The Contractor's Superintendent shall prepare and submit Daily Reports throughout 
the construction phase of the Work. Daily Reports shall be kept in an orderly manner at 
the site, available for inspection or review when requested by the Construction 
Manager or the Architect. Copies of Daily Reports shall be accumulated and submitted 
to the Construction Manager on a weekly basis, on a regular day and time to be 
determined by the Construction Manager. Failure to submit Daily Reports or to comply 
with the format requirements below is cause for the Construction Manager to retain 
additional monies due the Contractor from the monthly Application(s) for Payment until 
such time as the reports have been brought up to date by the Contractor. 

B. Each Daily Report shall include the following information at a minimum: 

1. Manpower by subcontractor, trade, and skill level 
2. Weather and temperatures (AM and PM) 
3. List of visitors to the jobsite 
4. Specific work performed with locations 
5. Situations or circumstances which could delay the Work or give cause for a time 

extension or additional cost 
6. Instructions requested (and of whom) 
7. Materials received 
8. Major equipment arrival/departure 
9. Total days accrued under the terms of the Contract Documents 
10. Accidents and incidents 
11. Safety issues 
12. Meetings 
13. Other significant events at the jobsite 

C. The Contractor shall take the necessary action required to specifically alert the 
Construction Manager to items which could result in impacts to the progress of the 
Work. Such items shall be clearly highlighted in the report. 

D. All Daily Reports shall be clearly handwritten or typed. Poor copies, reports in sloppy 
or illegible hand writing or on wrinkled paper will not be accepted. 

1.2 FIELD CONDITION REPORTS 

A. Field condition reports: Immediately on discovery of a difference between field 
conditions and the contract documents, prepare a detailed report. Submit with a 
request for information (RFI). Include a detailed description of the differing conditions, 
together with recommendations for changing the contract documents. 

1.3 SPECIAL REPORTS 

A. General: Submit special reports to Construction Manager and Architect within one 
day of an occurrence. Distribute copies of report to parties affected by the 
occurrence. 
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B. Reporting unusual events: When an event of an unusual and significant nature occurs 
at project site, whether or not related directly to the work, prepare and submit a 
special report. List chain of events, persons participating, response by Contractor's 
personnel, evaluation of results or effects, and similar pertinent information. Advise 
Construction Manager and Architect in advance when these events are known or 
predictable. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

END OF SECTION 01 32 20 
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SECTION 01 32 33 

PHOTOGRAPHIC DOCUMENTATION 

PART I - GENERAL 

1.1 CONSTRUCTION PHOTOGRAPHS, GENERAL 

A. Take color photographs on a weekly basis to show progress of the work. Submit 
photographs with contractor's monthly application for payment. 

B. Take photographs beginning at first month of construction activity and terminating at date of 
final acceptance. 

C. Take photographs on same day each week, weather permitting, and at same time of day. 

D. Take photographs of same standard locations each week, unless otherwise directed by 
Owner. Assign a letter to each of the standard photograph locations, for comparison 
with previous and future submittals. 

1.2 SUBMITTAL OF PHOTOGRAPHS 

A. Submit photographs in duplicate with contractor's application for payment. Format may 
be Print or Digital. 

B. Print 
1. 
2. 
3. 

Size: 8" x 10" 
Paper: Glossy 
Label back of each photograph with project name, date, description and 
photograph number of location or element of the work and contractor's name. 

C. Digital 
1. Resolution: 5 megapixel 
2. Format: jpeg 
3. Time and date stamp each photograph 
4. File name to include Project Name, letter of photograph location. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

END OF SECTION 01 32 33 
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SECTION 01 33 00 

SUBMITTAL PROCEDURES 

PART 1 - GENERAL 

1.1 GENERAL INFORMATION 

A. This Section covers mandatory provisions for requests for product substitution during 
the bid period, and submission of product information and for submission of product 
information and for substitution procedures, after Contract award. 

B. Definitions: 

1. "Products" are defined to include purchased items for incorporation into the 
Work, regardless of whether specifically purchased for this Project or taken from 
the Contractor's stock of previously purchased products. 

2. "Materials" are defined as products which must be substantially cut, shaped, 
worked, mixed, finished, refined or otherwise fabricated, processed, installed or 
applied to form units of the Work. 

3. "Equipment" is defined as a product with operational parts, regardless of 
whether motorized manually operated and particularly including products with 
service connections (wiring, piping, etc.). 

4. Definitions in this paragraph are not intended to negate the meaning of other 
terms used in the Contract Documents, including specialties, systems, finishes, 
accessories, furnishings, special construction and similar terms which are self 
explanatory and have recognized meanings in the construction industry. 

1.2 PRODUCT SUBSTITUTION APPROVAL (BID PERIOD) 

A. As part of the bidding process, contractors, subcontractors or manufacturers may 
request approval for product substitutions for items that are specified allowing "or 
equal". 

B. Only products submitted following the proper procedure, detailed in this section, and 
submitted by the deadline for the last Request for Information, will be reviewed and 
considered. 

1.3 INITIAL PRODUCT SUBMISSION (AFTER CONTRACT AWARD) 

A. As part of the Submittal Register specified in Section 01 33 23 of the General 
Requirements, provide a list showing names of products together with the names of 
manufacturer of each and, where applicable, the name of the installing subcontractor. 

B. Only specified products will be reviewed, except as herein below provided for 
substitutions. 

1.4 PRODUCTS 

A. General Product Compliances 
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1. The compliance requirements for individual products as indicated by the Contract 
Documents are multiple in nature and may include generic, descriptive, 
proprietary, performance, prescriptive, compliance with standards, compliance 
with codes, conformance with graphic details and other similar forms and 
methods of indicating requirements, compliance with all of same being a 
requirement. 

2. The Contractor's options for selection of products are limited by the Contract 
Document requirements and by governing regulations, and are NOT controlled 
by industry traditions or procedures experienced by the Contractor on previous 
construction projects. Required procedures for the selection of product options 
include, but are not limited to, the following: 

a. If material specified in the Contract Documents is not available on the 
current market, alternate materials may be proposed by the Contractor 
through the Construction Manager for Architect and County approval. 

b. In the Contract Documents where a specific brand, make, or manufacturer is 
denoted, the intent is that it be considered the standard for establishing the 
style, type, character and quality level of the article desired, but not as a 
restriction in the selection process to the specific brand, make or 
manufacturer named. 

c. Alternate brands, make of material, device or equipment which, in the 
opinion of the Architect, are recognized as the equal of that specified on the 
basis of quality, workmanship and economy of operation considerations and 
are suitable for the purpose intended may qualify for acceptance. 

d. Standards, Codes and Regulations: Where only compliance with an imposed 
standard, code or regulation is required, selection from among products 
which comply with requirements including those standards, codes and 
regulations shall be at the Contractor's option. 

e. Performance Requirements: Provide products which comply with the specific 
performances specified, and which are recommended by the manufacturer 
(in published product literature or by individual certification) for the 
application indicated. Overall performance of a product is implied where the 
product is specified with only certain performance requirements. 

f. Prescriptive Requirements: Provide products which have been produced in 
accordance with prescriptive requirements, using specified ingredients and 
components, and complying with specified requirements for mixing, 
fabricating, curing, finishing, testing and similar operations during the 
manufacturing process. 

3. Visual Matching: Where matching with an established sample is required, final 
judgment of whether a product proposed by the Contractor matches the sample 
satisfactorily lies with the Architect. Where no product within the specified cost 
range is available for a satisfactory match that complies with requirements, 
comply with the provisions in the Contract Documents related to "Substitutions" 
and "Change Orders" for the selection of a matching product outside the 
established cost category or of a product not complying with requirements. 

4. Visual Selection: Except as otherwise indicated, where specified product 
requirements include " ... as selected from manufacturer's standard colors, 
patterns, textures ... " or words of similar effect, the selection of manufacturer and 
basic product (complying with the requirements) is at the option of the Contractor 
with the subsequent selection of color, pattern and texture to be by the Architect. 

B. Quality Assurance 
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1. Source Limitation: To the greatest extent possible for each unit of work, provide 
products, materials or equipment of a singular generic kind and from a single 
source. 

2. Compatibility of Options: Where more than one choice is available as options 
for Contractor's selection of a product or material, select an option which is 
compatible with other products and materials already selected. Total 
compatibility among options is not assured by limitations within the Contract 
Documents, but must be provided by the Contractor. Compatibility is a 
basic general requirement of product and material selections. 

3. Provide products and materials which are undamaged and unused at the time of 
installation, and which are complete with accessories, trim, finishes, safety 
guards and labels, maintenance instructions and other devices and details 
required for a complete installation and for the intended use and effect. 

4. Standard Products: Where available, provide standard products of types which 
have been produced and used previously and successfully in similar 
applications on other projects. 

5. Continued Availability: Where additional amounts of a product, by the nature of 
its application, are likely to be needed by the County at a later date for 
maintenance and repair or replacement work, provide a standard, domestically 
produced product which is likely to be available to the County at such later date. 

6. Warranties and Guarantees: Warranties are in several categories including 
those indicated in the General Requirements and in the Technical 
Specifications. 

C. Certification 

1. Certification of compliance with specification performance standards and 
manufacturers' specifications and directions shall be furnished for any portion of 
the Work for which specific performance requirements and/or manufacturers' 
specifications are listed. The Contractor shall be responsible for securing two (2) 
copies of each certification as required and transmitting same to the 
Construction Manager. 

2. Each item requiring certification shall be so noted and an affidavit must be filed 
singly to cover each specified material, installation, application and the like. 

D. Certification of Compatibility: If requested, the material and equipment manufacturers 
shall certify in writing that: 

1. Other manufacturers' materials and/or equipment coming in contact with their 
product are compatible with their product in every way and that the intended 
performance of the system in which their product is incorporated will not be 
affected as a result of such contact. Also, that a physical breakdown of their 
product by chem ical reaction or otherwise will not occur as a result of such 
contact. 

2. The combination of products by one manufacturer to make up the manufacturers 
specified system will contribute to the performance of the system as intended, 
and will remain operational, reliable and durable. The manufacturer will be the 
source of routine maintenance and replacement parts. 

E. Nameplates: Except as otherwise indicated for required approval labels, and 
operating data, do not permanently attach or imprint manufacturer's or producer's 
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nameplates or trademarks on exposed surfaces of products which will be exposed to 
view either in occupied spaces or on the exterior of the Work. 

1. Labels: Locate required labels and stamps on a concealed surface or, where 
required for observation after installation, on an accessible surface which, in 
occupied spaces, is not conspicuous. 

2. Equipment Nameplates: Provide permanent nameplate on each item of service- 
connected or power operated equipment. Indicate manufacturer, product name, 
model number, serial number, capacity, speed, ratings and similar essential 
operating data. Locate nameplates on an easily accessed surface which, in 
occupied spaces, is not conspicuous. 

F. Reuse of Existing Material 

1. Except where specified or approved in writing, materials and equipment 
removed from an existing structure shall not be used in the Work. 

2. Where use of existing materials and/or equipment is specified or approved in 
writing, use special care in removing, handling, storing and reinstallation to 
assure proper function of same in the completed Work. 

1.5 CONSIDERATION OF SUBSTITUTIONS 

A. The requirements for substitutions do not apply to specified Contractor options on 
products and construction methods. Revisions to Contract Documents, where requested 
by the County or the Architect, are "changes" and not "substitutions." The Contractor's 
determination of and compliance with governing regulations and orders issued by 
governing authorities do not constitute "substitutions", nor do they constitute a basis for 
change orders, except as provided for in the Contract Documents. Otherwise, the 
Contractor's requests for changes in products, materials and methods of 
construction required by the Contract Documents are considered requests for 
"substitutions", and are subject to the requirements herein. 

B. Substitutions for a specified product, after contract award, will be considered only if 
the specified product is not obtainable, or if delivery date of all such specified 
products is such that the scheduled date of Substantial Completion of the Work will be 
delayed if the specified product remains a requirement. The latter cause shall only be 
considered if the Construction Manager is notified of this condition within thirty (30) 
days of the Notice to Proceed for the Contract, or if after order has been placed, 
circumstances beyond the Contractor's control, such as labor disputes affecting 
manufacture or delivery of product cause such a delay. Under no circumstances will a 
substitution be allowed for reasons of potential delay due to Contractor's failure to 
execute timely purchase orders with the vendor or subcontractor, or due to 
Contractor's failure to submit product data or shop drawings in adequate time to allow 
for review and possible re-submittal prior to the required delivery date. 

C. Qualifications (during Bid Period): Substitutions will only be considered if the 
specifications denote "or equal" acceptance, and based upon the Contractor's, 
Subcontractor's or Manufacturer's representation that by submitting any Request for 
Substitution, they: 
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1. have researched the proposed substitution and has determined that it is 
equivalent to or superior in all respects to that specified. 

2. confirm that the same warranties or bonds apply for the substitution as for the 
specified product, material, system and/or construction method. 

3. identify all coordination issues resulting from the installation of any accepted 
substitution into the Work. 

D. Qualifications (After Contract Award): Substitutions will only be considered for the 
reasons noted above, based upon the Contractor's representation that by submitting 
any Request for Substitution, the Contractor: 

1. has researched the proposed substitution and has determined that it is 
equivalent to or superior in all respects to that specified. 

2. confirms that the same warranties or bonds apply for the substitution as for the 
specified product, material, system and/or construction method. 

3. has determined by its best judgment and experience that the proposed 
substitution is either necessary or in the County's best interest. 

4. will coordinate the installation of any accepted substitution into the Work, and 
will make such changes as may be required for the Work to be complete in all 
respects. 

5. waives claims for additional costs caused by the substitution which may 
subsequently become apparent. 

6. has submitted complete cost data which includes all related costs under its 
Contract. 

E. Disqualifications: No consideration will be given to proposed substitutions when: 

1. they are indicated or implied on shop drawing submittals without having been 
formally requested in accord with provisions specified herein. 

2. for their implementation they require a major revision in the Work in order that 
their use may be accommodated. 

3. they materially alter the design concept including color or function originally 
intended by the specified product. 

1.6 SUBMITTAL PROCEDURES ON SUBSTITUTIONS 

A. Substitution Request Form: The attached form must be filled out in its entirety and 
submitted in addition to the submittal information and data noted below. Submit a 
separate Substitution Request Form for each proposed substitution. 

B. Submittals: Submit three (3) copies of each Substitution Request Form and of each of 
the following related support items: 

1. Identify product for which substitution is proposed by description, brand name 
and catalog number, giving specification section number where specified. 
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2. Identify in similar manner the proposed substitution and include the manufacturer's 
name, address and telephone number. 

3. Itemize differences between products specified and proposed substitution, 
including but not limited to physical, color, function and guarantee considerations. 

4. Itemize changes in adjacent work occasioned by proposed substitutions. 

5. Accompany request with test data from independent laboratory substantiating 
quality and performance of proposed substitution. 

6. Attach manufacturer's complete instructions on storage, handling and installation. 

7. Provide list of three projects giving names, addresses and phone numbers of 
owners, general contractors, and architects where proposed product has been 
used. 

8. State proposed change to the Contract Sum and proposed change to the Contract 
Time if substitution is accepted and confirmed by Change Order. If the proposed 
substitution involves a change to the Contract Sum, any change in cost of adjacent 
or related Work shall be included also. 

9. State the number of days (not less than 15) during which the substitution as 
submitted is subjected to acceptance. 

10 Include any cost savings to the County which might result from this 
substitution. 

1.7 ACCEPTANCE OR REJECTION 

A. The Architect and/or the Construction Manager have the authority to reject any 
substitution submittals due to incompleteness or for other good reason. 

B. The Architect will be the sole judge of the acceptability of the proposed substitution. 

C. Only the Architect, with the County's approval, will have the authority to change the 
specified standards of quality. However, neither this authority to act under this 
provision, or any decision made in good faith either to exercise or not to exercise this 
authority, shall give rise to any duty or responsibility of the Architect to the Contractor, 
subcontractor of any tier, any or their agents or employees or other persons 
performing the Work or offering to perform the Work. 

D. The Construction Manager will attain a prompt review from the Architect of the 
Request for Substitution which complies with the above provisions. 

E. If no exceptions are taken, approval will be granted in writing. If the substitution 
represents a change to the Contract Documents, the substitution will be confirmed by 
Change Order. 

F. If accepted, the Contractor explicitly assumes all liability for the fit and function of all 
surrounding assemblies, and all interfacing devices. 

G. If rejected, the Contractor will be prom ptly notified, and the Contractor shall proceed 
with the Work in accordance with the Contract Documents. 
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PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

END OF SECTION 01 3300 
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SUBSTITUTION REQUEST FORM (For use by Architect) 

For Use After Contract Award 
Accepted 
Accepted as Noted 
Not Accepted 
Received Too Late 

From: __ 

To: Wiley/Wilson 

Project: Contract No. ___;, _ 

We hereby submit for your consideration the following proposed substitution in lieu of the specified 
item for the above-named project: 

Proposed Substitution: 

Specified Item: 

Reference Drawing No(s). Reference Specification Section/Paragraph 

1. Attach complete information and technical data on any changes to the program, drawings, 
specifications, or other Contract Documents which the proposed substitution will necessitate 
for its proper incorporation. 

2. Accompany this request with all samples and substantiating data necessary to prove 
equal quality and performance levels of the proposed substitution to those of the specified 
item. Clearly mark manufacturer's literature to highlight the indicated equality in 
performance. 

3. Respond to each of the following questions (use additional sheets if necessary): 

A. What is the quality level of the proposed substitution versus that of the specified 
item? 

B. What are significant variations between the proposed substitution and the specified 
item? 

C. What affects would the proposed substitution have on the operation and maintenance 
of the completed facility? 
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SUBSTITUTION REQUEST FORM (continued) 
For Use After Contract Award 

D. Are manufacturer's warranties for the proposed substitution and the specified item the 
same? 

Yes No 

If no, explain: 

E. What effect would the proposed substitution have on other trades? 

F. How would the proposed substitution affect the project schedule? 

G. What are accurate comparative cost figures between the proposed 
substitution and the specified item? 

H. What reason(s) justifies this request for a substitution? 

The undersigned states and certifies that the function, appearance, and quality of the proposed 
substitution are equivalent or superior to those of the specified item and assumes the liability for 
the provision of equal performance of same as a minimum. THIS FORM MUST BE SIGNED. 

SIGNATURE: _ DATE: _ 

NAME (type or print): _ 

COMPANY: __ 

ADDRESS: ___ 

TELEPHONE: _ 

NOTE: Signature shall be by a person having authority to legally bind his/her firm to the above 
terms. Failure to provide a legally binding signature will result in the retraction of any approval of 
this proposed substitution. 

SECTION 01 33 23 



151TB98691 K-JAJ 
Fulton County Justice Center Tower Roof Replacement 

Section 4 
Scope of Work and Technical Specifications 

SHOP DRAWINGS, PRODUCT DATA AND SAMPLES 

PART 1 - GENERAL 

1.1 GENERAL 

A. This Section covers provisions for the submittal of shop drawings, product data, and 
samples prior to construction, and supplements the Owner-Contractor Agreement. 

B. The Contractor is required to make all submittals in accordance with the Contract 
Documents. Refer to the individual Technical Specifications for identification of 
equipment and materials for which submittals are required. 

C. Provisions in this Section are mandatory procedures for preparing and submitting 
shop drawings, product data, and samples. 

D. Required shop drawings, product data, and samples shall be coordinated, prepared, 
and submitted so as not to impact the project schedule. Submittals for interfacing units 
of work, and different categories of submittals for the same work, shall be 
coordinated and sequenced so that one will not be delayed by another. Adequate 
time shall be allowed for review by the Architect, and for possible re-subrnittal. 
Delays or impacts due to the Contractor's failure to make or process submittals in a 
timely fashion are solely the responsibility of the Contractor. The Contractor has an 
obligation to notify the Construction Manager in a timely manner if the submittal 
review process, with respect to reviews by the Architect might cause a schedule 
im pact on the required delivery of any materials or fabricated assemblies required to 
execute the Work. 

E. Project delays or delays in the purchasing of materials or equipment occasioned by 
the requirement for resubmission of shop drawings, product data, and samples not 
in 
accordance with the Contract Documents are the Contractor's sole responsibility 
and will not be considered valid justification for time extensions. 

F. No portion of the Work requiring the submittal of shop drawings, product data, or 
samples shall be commenced until each such submittal has been reviewed by the 
Architect, and the action required on the returned submittal does not require a 
correction and re-submittal (i.e., "No Exceptions Taken" or "Make Corrections Noted," 
or similar notation); and further, each installer shall have possession of such final 
reviewed submittal prior to commencing its portion of the Work. 

G. The Contractor shall be responsible for distribution of all copies of initial and 
approved submittals required for coordination with others concerned with the Work. 

H. Submittals requiring review by the Architect shall be delivered to the Construction 
Manager's office, unless directed otherwise by the Construction Manager. 
Submittals are to be scheduled and submitted to allow adequate time for review. 

1.2 DEFINITIONS 

A. "Shop Drawings" are drawings, diagrams, illustrations, schedules, performance 
charts, manufacturer's data sheets, brochures and other data which are prepared 
and submitted by the Contractor and its subcontractors to illustrate in detail some 
portion of the Work. The Architect's drawings are not acceptable as shop drawings. 

B. "Product Data" are illustrations, standard schedules, performance charts, 
instructions,brochures, diagrams and other information furnished by the Contractor 
and its subcontractors to illustrate a material, product, or system for some portion of 
the Work. 
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C. "Samples" are physical examples prepared for submission by the Contractor and its 
subcontractors to illustrate materials, equipment, or workmanship, and to establish 
standards by which the work will be judged as complying with the Contract 
Documents. Mock-ups are a special form of samples, too large or otherwise 
inconvenient for transmittal in the manner specified. Mock-up requirements are 
specified elsewhere in the Contract Documents. 

1.3 SUBMITTAL REGISTER 

A. Within ten (10) days of the Contractor's receipt of the Notice of Award, the 
Contractor shall submit a comprehensive Submittal Register to the Construction 
Manager, showing all items requiring submission as defined in the General 
Requirements and the Technical Specifications. 

B. No submittals will be accepted or reviewed until the Submittal Register has been 
subm itted, reviewed, and approved by the Architect and the Construction Manager 
as to content and format. 

C. The Submittal Register shall be updated by the Contractor and resubmitted on a 
monthly basis, or as otherwise required by the Construction Manager. 

D. The initial format of the Submittal Register shall be determined by the Contractor. If 
any aspect is lacking, the Submittal Register shall be reworked and resubmitted in a 
format as prescribed by and to the level of detail required by the Construction 
Manager. 

E. The Submittal Register shall be organized by Specification Section, and shall be 
further broken down as submittals from subcontractors will be structured. 

F. The Submittal Register shall include all required submittals for test procedures, 
training programs, operation and maintenance manuals, and any other submittals 
required by the General Requirements. 

G. The Submittal Register shall include the following information at a minimum: 

1. Submittal breakdown by Specification Section and Paragraph number. 
2. Scheduled date for initial submittal of each item. 

3. Number of calendar days required after review to fabricate and deliver the 
specified item to the jobsite (if applicable). 

1.4 PREPARATION OF SUBMITTALS 

A. General Identification: All shop drawings, product data, and samples submitted for 
review shall have the following identification data, as applicable, contained thereon 
or permanently affixed thereto. 

1. Date of submission and the dates of any previous submissions 
2. Project title and location 
3. Job number 
4. Contract identification 
5. Names of the Contractor, subcontractor, installer, supplier, and manufacturer 
6. Identification of product (brand name, model number), use, and location 
7. For each shop drawing: drawing number, drawing title, revision number, and 

date of drawing and all subsequent revisions 
8. Corresponding Specification Section and Paragraph reference from Contract 

Documents 
9. Field dimensions, clearly identified as such 
10. Relation to adjacent or critical features of Work or materials 
11. Applicable standards, such as ASTM or Federal Specification numbers 
12. Identification of deviations from the Contract Documents 
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13. Identification of revisions from previous submittals (if are-submittal) 
14. Contractor's stamp, initialed or signed, and dated 

B. Shop Drawing Preparation 

1. Provide newly-prepared information with graphics at accurate scale (except as 
otherwise indicated). 

2. Number all sheets consecutively. 
3. Indicate all working and erection dimensions. Identify all dimensions based on 

field measurement. 
4. Show arrangements and sectional views. 
5. Indicate kinds of materials and finishes, anchoring and fastening details, 

including information for making connections to other Work. Furnish installation 
instructions to be followed in the field to achieve manufacturer's designed and 
planned intentions. 

6. Indicate corresponding detail numbers from Contract Drawings in addition to 
numbering systems used on shop drawings. 

7. Form: 

a. Up to 11" x 17" in size may be either prints on opaque paper, or 
reproducible transparency. The use of 8-1/2" x 14" size shall not be 
acceptable. 

b. Prepare submissions larger than above on reproducible, correctable 
transparent sheets between 18" x 24" (minimum) and 30" x 45" (maximum) 
in size. 

8. Number of copies to be submitted: 

a. The Contractor shall submit one (1) reproducible copy and five (5) print 
copies for review. 

b. Copies shall be grouped together such that one set of all copies can be 
removed immediately without the necessity to remove and re-sequence the 
remaining copies. 

9. Associated drawings relating to a complete assembly shall be submitted 
simultaneously to the greatest extent possible, so that each may be checked in 
relation to each other and the total assembly. 

10. Composite Coordination Shop Drawings: 

a. The locations and routing of all mechanical and electrical systems shall be 
delineated on coordinated composite layout drawings, to be submitted by 
the Contractor and reviewed by the Architect and the Construction Manager 
according to the procedures above. Such coordination shall consider all 
other building systems, including structural members and their elevations. 

b. The composite drawings shall accommodate layering of ductwork, plumbing 
supply, waste, roof drainage and vent piping, fire protection piping, HVAC 
piping, electrical conduit, control systems conduit, light fixture locations, 
sprinkler head locations, HVAC ceiling-mounted and wall-mounted air 
devices, and life-safety system device locations. 

c. Provide plan views of all ceiling plenum spaces, duct and pipe shafts, and 
mechanical and electrical rooms. Show all ceiling grid patterns and walls. 
Clearly indicate top and bottom elevations of work, including elevations of 
wall mounted devices. 

d. Clearly indicate all penetrations of smoke and fire-rated walls and ceilings. 
Indicate recommended smoke stop or fire stop method, cross-referenced to 
Division 7 Specification requirements. 

e. Composite drawings shall be 1/4" = 1 '-0" minimum scale. 

C. Product Data Preparation 
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1. Product data submittals shall be made by Specification Section. All items within 
a Specification Section requiring submissions shall be submitted together. If 
two or more Sections require inter-coordination (e.g. Air Handling Unit and 
Vibration Isolation, or Emergency Generator and Transfer Switch), they shall 
be submitted at the same time. Each individual submittal item shall be marked 
to show the Specification Paragraph number which pertains to that item. 

2. Include manufacturer's standard printed recommendations for application and 
use, compliance with standards, application of labels and seals, notation of 
field measurements which have been checked, and coordination requirements. 

3. Clearly mark each copy to identify pertinent products, brand names, or models, 
and to indicate which choices and options are applicable to the Work. 

4. Modify each copy to delete information which is not applicable to the Work. 
Supplement standard information to provide information specifically applicable 
to the Work and to job conditions. 

5. Include performance characteristics and capacities. 
6. Include dimensions and clearances required. 
7. Include wiring or piping diagrams and controls. 
8. Form: 

a. Submit all items within a Specification Section in a tabbed binder, with an 
index. 

b. Submittals for multiple but related Specification Sections may be grouped 
in the same binder, if adequately indexed and tabbed for easy reference. 

c. If product submittals bound together exceed the capacity of one binder, two 
or more binders shall be used, and notations shall be made on the covers of 
each indicating the number of binders in the set and the number of each 
binder (i.e., 2 of 3). 

9. Number of copies to be submitted: five (5). 

D. Sample Preparation 

1. Provide samples which are identical with the final condition of proposed 
materials or products for the Work. 

2. Provide "range" samples (not less than three (3) units) where unavoidable 
variations must be expected, and describe or identify variations between units 
of each set. 

3. Provide a full set of optional samples where selection is required. 
4. Provide information with each sample to show generic description, source or 

product name and manufacturer, limitations, and compliance with standards. 
5. Number of samples to be submitted: three (3). 
6. Maintain one set of all approved samples at the jobsite, in suitable condition, 

for quality control comparisons by the Construction Manager. Jobsite quality 
control samples shall become the property of the County. 

7. Returned submittals which are intended or permitted to be incorporated into the 
Work shall be so indicated in the individual Specification Sections, and shall be 
In a suitable in a suitable and undamaged condition at the time of 
incorporation. 

E. Other Submittals 

1 Inspection and Test Reports: Classify each as either a "shop drawing" or 
"product data," depending on whether report is uniquely prepared for the Project 
or a standard publication of workmanship control testing at point of production, 
and process accordingly. 

2. Letters of Material Certification: Submit for specified materials, items, or 
equipment, and when requested. Letters of certification shall certify that 
material or equipment submitted complies with the Contract Documents and 
shall be submitted with substantiating supporting data (i.e., test reports from 
approved independent testing laboratory or other approved source). Classify 
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as "product data." 
3. Fire Rating and Acoustical Rating Certifications: Submit notarized 

certifications with shop drawings and material samples which are required to 
show or have a fire or acoustical rating. 

1.5 TRANSMITTAL 

A. Transmit all shop drawings, product data, and samples to the Construction Manager 
for transmittal to the Architect. 

B. Accompany each submittal to the Construction Manager with a transmittal letter, in 
duplicate, containing the Project name, Contractor's name, contract number and 
description, and brief description of submittal, including the number of drawing sets, 
data sets, and/or samples included. Include an outline of deviations, if any, from the 
requirements of the Contract Documents, and itemize proposed changes in the 
Contract Sum or Contract Time, if any. Where no change in the Contract Sum or 
Contract Time is indicated by the Contractor, it shall be concluded that no such 
change is involved for making the change. 

1.6 CONTRACTOR'S RESPONSIBILITIES 

A. The Contractor shall prepare and submit all submittals with promptness and in 
accordance with the project schedule. 

B. The Contractor shall determine and verify prior to submittal of any shop drawing, 
product data, or sample, the following: 

1.Field measurements 
2.Field construction criteria and job conditions 
3.Catalog numbers and similar data 
4.Conformance with Specifications 
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C. Any deviation in a submittal from the requirements of the Contract Documents shall 
be called to the attention of the reviewing party in writing at the time of the 
submittal. 

D. The Contractor shall affix its stamp, with initials or signature, and date, prior to 
submittal to the Construction Manager, indicating its review and concurrence that 
the submittal conforms to the Contract Documents. 

E. All copies of submittals shall include the stamp indicated above, and previous 
revisions, if any, shall be clouded and noted. Failure to adhere to these 
requirements will result in the return of the un-reviewed submittal to the Contractor 
for re-submittal, with the Contractor responsible for any impact to the project 
schedule resulting there from. 

F. If re-submittals are necessary, they shall be made as specified above for initial 
submittals. Re-submittals shall highlight all revisions made and the cover shall 
include the phrase, "Re-submittal No. 

G. All re-submittals shall carry the same submittal number but shall have a suffix 
designation which is designed to signify that the package is a re-submittal. This 
suffix designation shall be changed for each subsequent re-submittal. 

1.7 CONSTRUCTION MANAGER'S RESPONSIBILITIES 

A. The Construction Manager will provide a general review of all submittals for 
completeness and compliance with submittal procedures as outlined herein. 

B. The Construction Manager will return to the Contractor, without review, all 
submittals not bearing the Contractor's review stamp or not indicating that the 
submittal has been reviewed by the Contractor. All costs resulting from unnecessary 
delays of this type will be the responsibility of the Contractor. 

C. The Construction Manager will forward acceptable submittals to the Architect for 
review. 

D. After the Architect review, the Construction Manager will forward reviewed 
submittals to the Contractor and retain one copy for the County. The Contractor will 
provide additional distribution copies to the Construction Manager of any submittals 
in a "No Exceptions Taken" status as directed by the Construction Manager at any 
time during execution of the contract. 

1.8 ARCHITECT'S RESPONSIBILITIES 

A. Shop drawings, product data, and samples will be examined by the Architect with 
reasonable promptness and returned to the Construction Manager. Allow a 
reasonable time for processing by the Architect and the Construction Manager in 
addition to transit time. 

B. Shop drawings, product data, and samples will be returned to the Contractor noted 
for action as follows: 
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Action Meaning 

Reviewed: Architect finds no contract deviations on/of the submittal. 
Contractor may incorporate the submittal into the work. 
Contractor in doing so has full responsibility for complying with 
the contract. Architect will endeavor to identify any deficiencies 
with submittal but takes no responsibility for oversight. 

Reviewed and Noted: Architect finds minor deficiencies with submittal and so notes on 
the submittal. Contractor may incorporate corrected work into the 
project and provide corrected submittal for project record. 

Resubmit: Architect finds submittal in non-conformance or there are 
sufficient deviations from the contract documents that require 
revisions and re-submittals prior to incorporation into the work. 

Reviewed for Information only: Architect reviewed the document only to further understand the 
Contractor's intent. 

C. The Architect will apply its document review stamp, with signature or initials, on all reviewed 
copies of submittals. Through the Construction Manager, one copy of all reviewed 
submittals will be returned to the Contractor; for shop drawings where reproducible copies 
are submitted, one print and one reproducible copy will be returned. 

D. The Technical Specifications for structural, mechanical and electrical work may modify the 
above requirements and shall govern in the event of conflict. 

E. If the Contractor has a complaint with either the time required or the information provided by 
the Architect's review, it shall be expressed in writing at the time the submittal is returned. 
Failure by the Contractor to file such complaints at that time will prevent attempting to allege 
delays or impacts resulting there from at a later date. Such complaints must be fully 
detailed, and if additional information is requested by the Construction Manager, it shall be 
provided as soon as becomes available, but in no case later than ten (10) days from the 
return of the submittal in question. 

F. The Architect's review of a submittal shall not be construed as an indication that it is correct 
or suitable, nor that Work represented by a submittal complies with the Contract 
Documents, except as to matters of finish, color, and other aesthetic matters left to the 
Architect's decision by the Contract Documents. Further, reviews by the Architect of 
submittals of details for any material, apparatus, device, etc., will not relieve the Contractor 
from responsibility for furnishing same of proper dimension, size, quantity, and quality to 
efficiently perform the Work and carry out the requirements and intent of the Contract 
Documents. 

1.9 RECORD SUBMITTALS 

A. At Substantial Completion of the Work, the Contractor shall deliver to the Construction 
Manager one copy of all final, approved submittals for the County's record. 

B. Record submittals not in the form of drawing rolls shall be neatly labeled and 
organized by Specification Section and boxed in a "Banker's Box" or equivalent. Rolls 
of shop drawings shall be labeled appropriately for easy reference. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 
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END OF SECTION 01 3323 
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SECTION 01 35 00 

SPECIAL PROCEDURES 

PART I - GENERAL 

1.1 ONGOING CONSTRUCTION MANAGER OPERATIONS/SITE ACCESS 

A. Construction Parking: Area available for construction parking is limited to within the 
limits of construction shown on the drawings. No parking is allowed on areas 
adjacent to the construction limits or on any of the permanent spaces available for 
the Construction Manager's employees or visitors. Contractor shall be responsible 
for providing off-site parking and worker transportation to the site as required 
meeting this condition. 

B. Normal Business Hours: The County Government's normal business hours are 8 AM 
to 5 PM on Monday through Friday. 

C. Construction Manager Notifications: Contractor shall coordinate with Construction 
Manager prior to any construction operations that interfere, alter or otherwise impact 
ongoing business operations. Such notice shall be provided in writing and, unless 
otherwise specified, with not less than seven (7) days advance notice. Examples 
requiring notification include work in existing buildings, high noise levels, shut down of 
existing buildings, temporary interruption of utilities, and work outside of normal 
business hours. 

D. Access to Existing Buildings: Access shall be coordinated with the Construction 
Manager. All work in the existing buildings shall be performed during the hours 
specified by Construction Manager. Construction Manager notification shall be 
provided in writing not less than seven (7) days prior to commencing work in existing 
buildings. Contractor shall comply with any reasonable Construction Manager security 
procedures for work in existing buildings. 

E. Temporary Offices and Storage for the Contractor shall be located within the zone 
designated by Construction Manager and Facilities Management. 

1.2 LIMITS OF CONSTRUCTION 

A. Maintaining the site in its existing condition is of the highest priority to the 
Construction Manager. This includes retaining existing sidewalk, curb and landscape. 
Strict limits of construction for work on the site must be observed. The limits of 
construction define an area for site access, staging, parking, building access and all 
other construction related activities. These limits shall be clearly defined on the site 
through temporary fencing or other means acceptable to the Construction Manager 
and shall be strictly enforced by the Contractor. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

END OF SECTION 01 3500 
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SECTION 01 35 29 

HEALTH, SAFETY, AND EMERGENCY RESPONSE PROCEDURES 

PART 1 GENERAL 

1.1 DESCRIPTION 

A. The work of this section consists of establishing an effective accident prevention 
program and providing a safe environment for all personnel and visitors. 

1.2 SUBMITTALS 

A. Accident Prevention Program: Before on-site work begins, submit for approval an 
accident prevention program. The Project Manager will review the proposed program 
for compliance with OSHA and project requirements. If the program requires any 
revisions or corrections, the Contractor shall resubmit the program within 10 days. No 
progress payments will be made until the program is approved. The program 
shall include: 
1. Name of responsible supervisor to carry out the program. 
2. Weekly and monthly safety meetings. 
3. First aid procedures. 
4. Outline of each phase of the work, the hazards associated with each major 

phase, and the methods proposed to ensure property protection and safety of the 
public, National Park Service personnel, and Contractor's employees. Identify the 
work included under each phase by reference to specification section or division 
numbers. 

5. Training, both initial and continuing. 
6. Planning for possible emergency situations, such as floods, fires, cave-ins, slides, 

explosions, power outages, and wind storms. Such planning shall take into 
consideration the nature of construction, site conditions, and degree of exposure of 
persons and property. 

7. Cleaning. 
8. Fire Protection. 

B. Submit a copy of test reports, as required by OSHA, for personnel working with 
hazardous materials. 

C. Submit a report of safety meetings and of inspections. 

D. Upon request, submit proof of employees' qualifications to perform assigned duties 
in a safe manner. 

1.3 QUALITY ASSURANCE 

A. Clauses entitled "Accident Prevention" and "Permits and Responsibilities" of the 
contract. In case of conflicts between Federal, state, and local safety and health 
requirements, the most stringent shall apply. Equipment or tools not meeting OSHA 
requirements will not be allowed on the project sites. Failure to comply with the 
requirements of this section and related sections may result in suspension of work. 

B. Qualifications of Employees: 
1. Ensure that employees are physically qualified to perform their assigned duties in 

a safe manner. 
2 Do not allow employees to work whose ability or alertness is impaired because 

of drugs, fatigue, illness, intoxication, or other conditions that may expose 
themselves or others to injury. 

3. Operators of vehicles, mobile equipment, hoisting equipment, and hazardous 
plant equipment shall be able to understand signs, signals, and operating 
instructions, and be capable of operating such equipment. Provide operating 
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instructions for all equipment. Newly hired operators shall be individually tested 
by an experienced operator or supervisor to determine if they are capable of 
safely operating equipment. 

1.4 ACCIDENT REPORTING 

A. Reportable Accidents: A reportable accident is defined as death, occupational disease, 
traumatic injury to employees or the public, property damage by accident in excess of 
$100, and fires. Notify Project Manager immediately in the event of a reportable 
accident. Within 7 days of a reportable accident, fill out and forward to Project 
Manager an Accident/Property Damage Report. 

B. All Other Accidents: The Contractor shall report all other accidents to the Project 
Manager as soon as possible and assist the Project Manager and other officials as 
required in the investigation of the accident. 

PART 2 PRODUCTS 

2.1 FIRST AID FACILITIES 

A. Provide adequate facilities for the number of employees and the type of construction 
at the site. 

2.2 PERSONNEL PROTECTIVE EQUIPMENT 

A. Meet requirements of NIOSH and MSHA. 

PART 3 EXECUTION 

3.1 EMERGENCY INSTRUCTIONS 

A. Post telephone numbers and reporting instructions for ambulance, physician, 
hospital, fire department, and police in conspicuous locations at the work site. 

3.2 FIRE AND LIFE SAFETY 

A. Provide and maintain the fire and life safety requirements in NFPA 241 
(Standard for Safeguarding Construction, Alteration, and Demolition 
Operations). 

B. Contractor shall have a Hazard Communications Plan; store hazardous materials in 
accordance with manufacturer's and OSHA recommendations; immediately report all 
spills of hazardous materials to the park; and maintain a spill emergency response 
kit. 

3.3 PROTECTIVE EQUIPMENT 

A. Inspect personal protective equipment daily and maintain in a serviceable 
condition. Clean, sanitize, and repair, as appropriate, personal items before 
issuing them to another individual. 

B. Inspect and maintain other protective equipment and devices before use and on 
a periodic basis to ensure safe operation. 

3.4 SAFETY MEETINGS 

A. As a minimum, conduct weekly 15-minute "toolbox" safety meetings. These 
meetings shall be conducted by a foreman and attended by all construction 
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personnel at the worksite. 

B. Conduct monthly safety meetings for all levels of supervision. Notify the Project 
Manager of meeting dates and times. These meetings shall be used to review the 
effectiveness of the Contractor's safety effort, to resolve current health and safety 
problems, to provide a forum for planning safe construction activities, and for 
updating the accident prevention program. The Project Manager will attend the 
meeting and enter the results of the meetings into the daily log. 

3.5 HARD HATS AND PROTECTIVE EQUIPMENT AREAS 

A. A hard hat area will be designated by the Project Manager. The hard hat area shall 
be posted by the Contractor in a manner satisfactory to the Project Manager. 

B. It is the Contractor's responsibility to require all those working on or visiting the site to 
wear hard hats and other necessary protective equipment at all times. As a minimum, 
provide six hard hats for use by visitors. Change liners before reissuing hats. 

3.6 TRAINING 

A. First Aid: Provide adequate training to ensure prompt and efficient first aid. 

B. Hazardous Material: Train and instruct each employee exposed to hazardous material 
in safe and approved methods of handling and storage. Hazardous materials are 
defined as explosive, flammable, poisonous, corrosive, oxidizing, irritating, or otherwise 
harmful substances that could cause death or injury. 

END OF SECTION 01 3529 
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SECTION 01 42 19 

REFERENCE STANDARDS 

PART I -GENERAL 

1.1 APPLICABILITY OF STANDARDS 

A. Where reference is made to standards or specifications published by various 
organizations ("standards"), the Work shall conform to latest edition of such 
standards as amended and revised in effect at the date of Contract, unless a 
specific date is indicated. 

B. Where material is designated for certain applications, material shall conform to 
standards designated in the applicable building code governing the Work. Similarly, 
unless otherwise specified, installation methods and standards of workmanship shall 
also conform to standards required by such code. Where no particular material is 
specified for a certain use, the Contractor shall select from choices offered in the 
governing code. 

C. Where a standard does not provide all information necessary for the complete 
installation of an item, comply with manufacturer's instructions for installation and 
workmanship. 

D. Where specific articles, sections, divisions or headings for standards are not given, 
such standards shall apply as appropriate. Standards when included in the Contract 
Documents by abbreviations or otherwise shall form a part of Contract Documents. 
In the event of conflicts between cited standards and/or the Contract Documents, 
the more stringent shall govern. 

1.2 ABBREVIATIONS AND ACRONYMS 

A. Abbreviations and acronyms used throughout the Contract Documents refer to 
associations, institutes, societies and other public bodies who publish 
standards which are readily available to the public, and to the titles of the standards 
which they publish. Where such abbreviations or acronyms are used in the Contract 
Documents, they shall mean the recognized name of the trade association, 
standards-generating organization, authority having jurisdiction, or other entity 
applicable to the context of the text provision. Refer to the "Encyclopedia of 
Associations," published by Gale Research Co., available in most libraries. 

B. Whenever initials representing such a body are shown, followed by a number or a 
combination of numerals and letters, reference is to a particular standard to which 
Contractor shall conform. The number or combination of numerals and letters 
following abbreviation designates the particular standard to be followed. 

1.3 CONTRACTOR'S DUTIES AND RESPONSIBILITIES 

A. The Contractor shall be responsible when required by Contract Documents, or upon 
written request from the Construction Manager, to deliver required proof that 
materials or workmanship, or both, meet or exceed the requirements of a reference 
standard. 

1.4 CONFLICTING STANDARDS 

A. Where compliance with two or more standards is specified and where the standards 
may establish different or conflicting requirements for minimum quantities 
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or quality levels, refer requirements that are different but apparently equal and other 
uncertainties to the Architect, through the Construction Manager, for a decision 
before proceeding. 

1.5 COPIES OF STANDARDS 

A. Each entity engaged in construction on the Project is required to be familiar with 
industry standards applicable to its construction activity. Copies of applicable 
standards are not bound with the Contract Documents. Where copies of standards are 
needed to perform a required construction activity, the Contractor shall obtain copies 
directly from the publication source. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

END OF SECTION 01 42 19 
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SECTION 01 45 00 

QUALITY REQUIREMENTS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Refer to the Technical Specifications for specific quality control activities to be 
performed, and for the inspection and testing required by public authorities having 
jurisdiction. 

B. The Contractor shall furnish all labor, materials, tools, equipment and services for 
quality control of materials, components and systems incorporated or to be incorporated 
the Work, so as to adequately and acceptably perform the Work as required by the 
Contract Documents. All testing and inspection, whether required by the Contract 
Documents; by laws, ordinances, rules, regulations, codes or orders of any public 
authority having jurisdiction; or whether performed by the Contractor for qualification of 
materials or its convenience, shall be at the Contractor's expense unless otherwise 
indicated in the Contract Documents. 

C. The Contractor shall be fully responsible for quality control. The Contractor shall employ 
an individual on its staff who shall be primarily responsible for ensuring an acceptable 
level of quality on the Project. This individual shall not be the Contractor's Project 
Superintendent. 

D. The Contractor shall completely coordinate its Work internally and with the work of any 
separate contractors. Although such Work may not be specifically indicated in the 
Contract Documents, the Contractor shall furnish and install all supplementary or 
miscellaneous items, appurtenances, and devices incidental to or necessary for a sound, 
secure, and complete installation. 

E. At any time during the execution of the Contract, the Construction Manager may notify 
the Contractor that some aspect of quality control is not being correctly performed. If the 
Contractor fails to respond to a request for quality control surveys or reports, or to a 
second request for proper preparatory work in an area for the purpose of a test or 
inspection, including a punch list inspection, the Construction Manager or the County 
may provide this work and deduct the cost of such work from the value of the Contract. 

1.2 SPECIAL INSPECTIONS TESTING 

A. Special Inspections for the Justice Center Tower project will be performed by a 
consultant to Fulton County. 

B. The Special Inspections consultant will provide a Schedule of Special Inspections and a 
stamped and dated Statement of Special Inspections for this project, per the Standard 
Building Code requirement for Special Inspections for this project. 

C. Services shall include, at a minimum: 
1. Concrete work (subgrade preparation, reinforcement and concrete) 
2. Masonry/reinforced masonry 
3. Structural steel connections (bolts and welds) 

D. The contractor will be required to submit a Statement of Contractor's responsibility, per 
IBC 1705.3, to Fulton County Department of Environment and Community Development, 
to include: 
1. Acknowledgement of awareness of the special requirements contained in the 

quality assurance plan. 
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2. Acknowledgement that control will be exercised to obtain conformance with the 
construction documents approved by the building official. 

3. Procedures for exercising control within the contractor's organization, the method 
and frequency of reporting, and the distribution of the reports. 

4. Identification and qualifications of the person (s) exercising such control and their 
position (s) in the organization. 

1.3 OTHER REQUIRED TESTING AND INSPECTION 

A. The Contractor shall be responsible for all other tests and inspections which may be 
required, including, but not limited to testing and certification of conveyances, 
mechanical systems (including balancing), electrical systems, fire alarm and security 
systems, and other special systems, any of which mayor may not require the use of an 
independent testing and inspection agency. 

1.4 JOB CONDITIONS 

A. Employment of an independent testing and inspection agency shall not relieve the 
Contractor of its obligation to comply with the Contract Documents. 

B. Where operating tests are specified, the Contractor shall test its Work as it progresses, at 
its own expense, and shall make satisfactory preliminary tests in all cases prior to 
applying for official tests. Tests shall be in the manner specified for the appropriate type 
of Work. 

C. Each test shall be made on the entire system for which such test is required wherever 
practical. In case it is necessary to test portions of the Work independently, the 
Contractor shall do so without additional compensation. Should defects appear, they 
shall be corrected by the Contractor and the test repeated until the installation is 
acceptable to the Architect and the Construction Manager. No Work of any kind shall be 
covered or enclosed before it has been tested and approved. 

1.5 PROCEDURES AND REPORTS 

A. Prior to the start of construction, submit to the Construction Manager a complete list of 
proposed tests and inspections according to specification section and Schedule of 
Special Inspections. 

B. Perform, or cause to be performed, all required inspections, sampling and testing of 
materials and methods of construction, utilizing methods required by the specifications 
and applicable standards. The Contractor's quality assurance specialist shall observe 
all sampling and testing and shall review all test results. 
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C. Test procedures: 
1. Each test to be performed shall have a test procedure which shall include a 

detailed description of the specific steps which will be taken by the testing 
technician. 

2. Each test procedure shall be submitted to the Construction Manager for review at 
least four (4) weeks prior to the time that the Contractor wishes or is required to 
perform the test. 

3. No formal acceptance test will be performed without an approved test procedure 
being utilized. 

D. Report each test/inspection/sampling in the form specified below. All reports shall be 
submitted promptly after completion of the test. 

E. Retest all failed materials, components, and systems. 

F. Record all test and inspection results and maintain a complete log of the testing and 
inspection program. This log shall be submitted for the Architect's or the Construction 
Manager's review upon request. 

G. Equipment testing: 
1. All pieces of rotating mechanical equipment and electrical equipment shall be 

formally tested prior to acceptance by the Architect, the Construction Manager and 
the County. This requirement will not be waived by temporary or permanent 
occupancy of some or all parts of the finished construction. 

2. The Construction Manager shall have the final determination as to whether or not 
a piece of equipment shall require a formal acceptance test. 

3. No equipment warranty period shall be started until a formal acceptance test has 
been successfully completed. 

4. No final payment for any such equipment shall be made until a formal acceptance 
test has been successfully com pleted. 

H. Test / inspection procedures and reports shall include the following information at a 
minimum: 

1. Project name and number 
2. Project location 
3. Applicable specification section and paragraph 
4. Type of test or inspection 
5. Name of testing/inspecting agency (if used) 
6. Name(s) of testinglinspecting personnel 
7. Date of test/inspection 
8. Record of field conditions encountered, including weather 
9. Observations regarding compliance 
10. Test method used 
11. Results of test/inspection 
12. Date of report 
13. Signature of testing/inspecting personnel 

I. Where test/inspection reports indicate non-compliance, provide report on colored bond 
paper. 
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J. All testing/inspection reports produced by an independent testing and inspection agency 
shall be submitted to the Construction Manager directly from the independent testing 
and inspection agency, with copies to the Contractor. 

1.6 SPECIAL INSPECTION TESTING AGENCY DUTIES AND LIMITATIONS OF 
AUTHORITY 

A. Provide qualified personnel at site after due notice; cooperate with the Contractor, the 
Architect, and the Construction Manager in performance of services. 

B. Promptly notify the Construction Manager of irregularities or non-conformance of Work 
which are observed during performance of services. 

C. Attend preconstruction conferences and progress meetings if an as requested by the 
Construction Manager. 

D. An independent testing and inspection agency is not authorized to: 
1. Release, revoke, alter, or enlarge on requirements of the Contract Documents. 
2. Approve or accept any portion of the Work. 
3. Assume any duties of the Contractor. 
4. Stop the Work. 

1.7 CONTRACTOR'S DUTIES TO SPECIAL INSPECTION OR INDEPENDENT TESTING 
AND AGENCY 

A. The Contractor shall be responsible to coordinate all work of the testing and inspection 
agency including notifications, coordination on and off site and distribution of test 
reports. 

B. The Contractor shall cooperate with testing and inspection agency personnel, and 
provide access to Work. 

C. The Contractor shall provide incidental labor and facilities to provide access to work to 
be tested, to obtain and handle samples at the site or at source of products to be tested, 
to facilitate tests and inspections, and for storage and curing of test samples. 

D. The Contractor shall notify the testing and inspection agency and the Construction 
Manager of any test or inspection 48 hours in advance to allow for proper coordination, 

E. Unless noted otherwise, field testing procedures shall be performed by the Contractor 
under the direction and observation of the independent testing and inspection agency. 

1.8 MOCK-UPS 

A. Provide mock-ups and testing for Work as required by the Contract Documents. 

B. Build mock-ups to be used as specimens for visual inspection or testing. Use the same 
materials, finishes, details, methods and anchorage system proposed for the respective 
installations. Simulate actual construction conditions. Provide extra materials as may be 
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required to replace any which fail during tests, except intentional failure tests beyond 
specified performance requirements. 

C. Schedule erection and approval inspections of mockups in the construction schedule. 

D. For waterproof or watertight assemblies, assemble and erect complete, with specified 
attachment and anchorage devices, flashings, seals, and finishes. 

E. Correct any deficiencies and repeat tests as may be required to show compliance with 
the Contract Documents. Incorporate corrective measures into the final system 
assembly. 

F. Remove mock-up and clear area when work of that section is complete, when approved 
by the Architect, County and/or Construction Manager. 

1.9 PUNCH LIST INSPECTIONS 

A. The preparation of the Work or a portion thereof prior to a punch list inspection shall be 
solely the Contractor's responsibility. The Contractor shall first verify, and then certify 
that the Work for which a punch list inspection is being requested is in such a state that 
it may be easily punched out for acceptance by the Architect, the Construction Manager 
and/or the County. Failure to properly prepare the Work for a punch list inspection shall 
constitute a failure to perform a quality control duty, and the Construction Manager may 
take appropriate action as defined in Paragraph 1.1 E above. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

END OF SECTION 01 4500 
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SECTION 01 50 00 

CONSTRUCTION FACILITIES & TEMPORARY CONTROLS 

PART I - GENERAL 

1.1 INTRODUCTION 

A. The Contractor shall provide all construction facilities and temporary controls throughout 
the construction period unless otherwise indicated in the Contract Documents. 

B. The Contractor shall pay all costs for providing, maintaining, and removing all 
construction facilities and temporary controls unless otherwise indicated in the Contract 
Documents. 

1.2 QUALITY ASSURANCE 

A. All work specified herein shall be performed in a workmanlike manner and shall be in 
accordance with applicable codes, OSHA regulations, utility company rules and 
regulations, and other rules and regulations of any other authorities having jurisdiction. 

1.3 JOB CONDITIONS 

A. The Contractor shall establish and initiate use of each construction facility or temporary 
controlat the time first reasonably required for proper performance of Work. Terminate 
use and remove facilities and controls at earliest reasonable time, when no longer 
needed or when permanent facilities have, with authorized use, replaced the need. 

B. The Contractor shall install, operate, maintain and protect construction facilities and 
temporary controls in a manner and at locations which will be safe, non-hazardous, 
sanitary and protective of persons and property, and free of deleterious effects. 

C. Conservation: In compliance with County policy on energy/materials conservation, install 
and operate construction facilities and temporary controls and perform construction 
activities in a manner which reasonably will be conservative and avoid waste of energy 
and materials, including water and electric power. 

1.4 TEMPORARY UTILITIES - GENERAL 

A. The Contractor shall provide and pay all costs for temporary utilities, including 
consumption costs. Do not use utilities of any existing, permanent operations at site. 

B. Make all temporary connections to utilities and services in locations acceptable to the 
local authorities having jurisdiction. Furnish all necessary labor and materials, and make 
all installations in a manner subject to the acceptance of such authorities. 

C. Maintain all temporary utility installations connections and remove them when no longer 
required. Restore the services and sources of supply to proper operating condition. 

D. The Contractor may extend and use permanent utilities installed for the Project for 
temporary facilities. Prior to Substantial Completion, remove temporary connections, 
replace lamps, filters, etc., and restore permanent utilities to specified condition. 
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E. Metering: Comply with requirements of local utilities for installation of meters for water 
and electrical power services. 

PART 2 - PRODUCTS 

2.1 TEMPORARY POWER DISTRIBUTION 

A. Temporary electrical power service shall be installed and maintained such that power 
can be secured at any desired point with no more than a 60 foot extension cord. 

B. Service shall be sufficient for the following items: 

1. Power centers for miscellaneous tools and equipment used in the construction 
work, each with a minimum of four 20-amp, 120 volt grounding type outlets. Each 
outlet shall be provided with ground fault detecting circuit breaker protection. 

2. Adequate lighting for safe working conditions provided and maintained on a 24- 
hour basis, throughout the building including stairways. At least 0.25 watts of 
incandescent lighting per square foot for general use must be installed and 
maintained in all areas where work is in progress. Each lamp must be rated at least 
100 watts. Voltage of each socket must be at least 110 volts. 

3. Power for any equipment used for temporary heating and ventilation, and for start 
up testing of any permanent electric-powered equipment prior to its connection to 
permanent electrical system. 

C. Power for electric welding shall be provided via the temporary electrical system or 
engine driven power generator sets. Coordinate all connections for welding equipment 
with the Construction Manager. 

D. Regulatory Agency Requirements: 

1. The Contractor shall obtain any and all permits required by local authorities having 
jurisdiction, as applicable to any temporary power work performed. 

2. The temporary electrical service shall comply with the National Electrical Code as 
currently adapted by local authorities, and all other applicable local codes and 
utility regulations. 

E. Materials: 
1. The materials may be new or used, but must be adequate in capacity for the 

purposes intended and must not create unsafe conditions or violate the 
requirements of applicable codes. 

2. Use wire, cable, or busses of appropriate type, sized in accordance with the 
National Electrical Code for the applied loads. Use only UL-Iabeled wire and 
devices. 

F. Equipment: Provide appropriate enclosures for the environment in which equipment is 
placed and used, in compliance with NEMA standards. 

2.2 TEMPORARY LIGHTING 

A. Provide task lighting of sufficient level for installation of the Work. If the Construction 
Manager does not deem the amount of task lighting to be adequate in a given area, the 
Contractor shall immediately increase the amount of task lighting at no additional cost. 
Verbal direction for the Construction Manager shall be adequate in this situation. 

B. Lighting at all interior areas receiving final finishes shall be at uniform levels and 
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generated from the same type and color lamps. 

C. Lighting for field offices, storage trailers, shops and outdoor work areas shall be provided 
by the Contractor as necessary. 

D. Outdoor area lighting, in excess of any existing streetlight levels, of any site staging areas 
shall be provided by the Contractor. This lighting shall be in the form 
of dusk-to-dawn mercury vapor fixtures. Lighting shall be of sufficient levels to permit 
security checks of the areas and provide for minimal access, but not sufficient by itself for 
work activity. If the Construction Manager does not deem the amount of area lighting to be 
adequate in a given area, the Contractor shall immediately increase the amount of area 
lighting at no additional cost. 

2.3 TEMPORARY WATER 

A. Water for Construction: Construction water may be provided from available existing water 
mains or by use of temporary tanks. When connecting to existing water service lines, 
perform all work according to the requirements of, and obtain any and all permits required 
by, local authorities having jurisdiction. Remove all temporary installations and equipment 
upon completion of construction. 

B. Drinking Water: Provide drinking water adequate in quantity, quality and locations for all 
personnel at the project site. Furnish paper drinking cups and waste receptacles 

at each drinking water dispensing location. 

2.4 TEMPORARY HEAT AND VENTILATION 

A. The Contractor shall be responsible for providing heating and ventilation where required 
for satisfactory execution of the Work. Specifically, tem porary heating and ventilation is 
required to: 

1. facilitate progress of the Work 
2. protect materials from dampness and the adverse effects of low ambient 

temperatures 
3. prevent moisture condensation on surfaces 
4. provide suitable temperature and humidity levels for installation and curing of materials 

B. Temperature Requirements: 

1. Generally, in semi-finished areas, a minimum of 50 degrees F shall be maintained 
24 hours per day. 

2. During placing, setting, and curing of cementitious materials, temperatures shall 
be maintained as required by the Technical Specifications and applicable 
standards. 

3. Seven (7) days prior to, and during, the installation of interior finishes, the 
minimum temperature shall be 50 degrees F, 24 hours per day, unless noted 
otherwise in specific sections of the Technical Specifications. 

4. After application of interior finishes and until the permanent HVAC system is 
operable, the minimum temperature shall be 50 degrees F, 24 hours per 
day, otherwise noted in the specific sections of the Technical Specifications and 
unless higher temperatures are required for specific activities; then the temperature 
shall be maintained as per the specific material manufacturer's day, except as 
otherwise recommendations. 

5. Concrete Work: During the winter months (November through April), the 
Contractor shall provide winter weather protection for all concrete work if required. 
The heating may be accomplished by use of approved types of portable heaters. 
Review applicable sections of the Technical Specifications for specific cold 
weather requirements for concrete placement and curing. 
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C. Use steam or hot water for temporary heating if and when available. If steam or hot 
water is not available, use gas from a piped distribution system if and when available. If 
none of the above sources are available, portable self-contained LP gas or fuel oil 
heaters may be used, equipped with individual space thermostatic controls. 

D. The Contractor shall provide heat as required for any work area outside the building 
confines. 

E. Safe Practices for Portable Heaters: 

1. Locate heating units so as not to create a hazard to personnel, stored materials, of 
work of other contractors. 

2. Avoid locating heaters in the vicinity of volatile, combustible, or explosive 
materials. 

3. Ventilate areas occupied by personnel to avoid dangerous levels of exhaust gases 
and consumption of oxygen. 

4. Use heating units bearing UL, FM or other approved label(s) appropriate for 
application. 

F. Install all temporary heating and ventilation work in a workmanlike manner, and ensure 
all work complies with rules and recommendations of involved local utility company, if 
applicable, as well as OSHA requirements. 

2.5 TEMPORARY FIRE PROTECTION 

A. Specific administrative and procedural minimum actions are specified in this Paragraph, 
as extensions of provisions in the Owner-Contractor Agreement and other Contract 
Documents. These requirements have been included for special purposes as indicated. 
Nothing in this Paragraph is intended to limit types and amounts of fire protection 
required, and no omission from this Paragraph will be recognized as an indication by the 
County or Construction Manager that such temporary activity is not required for successful 
completion of the Work and compliance with requirements of Contract Documents. 

B. Quality Assurance 

1. NFPA Code: Comply with NFPA Code 241 "Building Construction and 
Demolition Operations." 

2. The Contractor shall also comply with all applicable state, city and local fire codes. 

C. The Contractor shall take all necessary precautions to guard against all possible fire 
hazards and to prevent damage to any construction Work, building materials, equipment, 
field offices, storage sheds and all other property, both public and private, in accordance 
with all fire protection and prevention laws and codes. The Contractor will assume full 
responsibility for damage caused by fire to construction and building, building materials, 
equipment and all property, both public and private. 

D. The location of the nearest corporation or public fire alarm box and the number of the 
local fire department shall be conspicuously posted by the Contractor in its field office 
and in the construction area. 

E. The Contractor's superintendent in charge of the Work shall review the Project at least 
once a week to make certain that it adheres to the conditions and requirements set forth 
herein. 

F. No open fires shall be permitted. The Contractor and its subcontractors will not be 
allowed to start fires with gasoline, kerosene or other flammable materials. The bulk 
storage of all flammable liquids shall be located at least 75 feet from any inhabited trailer 
or office and from the yard storage of flammable building materials. All flammable liquids 
having a flash point of 100 degrees F or below, which must be brought into any building, 
shall be confined to the Underwriter's Laboratories' labeled safety cans. Drums 
containing flammable liquids are to be equipped with approved vent pumps and located 
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per direction of the Construction Manager. Drums with spigots are prohibited for the 
storage of flammable liquids on the project site. 

G. Welding, flame cutting or other operations involving the use of flame, arcs or sparking 
devices will not be allowed without adequate protection and shielding. All combustible and 
flammable material shall be removed from the immediate working area. If removal is 
impossible, all flammable or combustible material shall be protected with a fire blanket 
or suitable noncombustible shields to prevent spark, flames or hot metal from reaching 
the flammable or combustible materials. The Contractor shall provide the necessary 
personnel and fire fighting equipment to effectively control incipient fires resulting from 
welding, flame cutting or other operations involving the use of flame, arcs or sparking 
devices. 

H. Only fire resistant tarpaulins with UL label and flame spread of 15 or less shall be used 
on this project. 

I. Use of only Underwriters Laboratory approved heaters and/or stoves are permitted in 
field offices or storage sheds and they shall have fire resistive material underneath and 
at the sides near partitions and walls. Pipe sleeves and covering shall be used where 
stove pipe runs through wall or roof. 

J. Smoking shall be prohibited around concentrations of combustibles and in particularly 
hazardous areas. Restricted areas must be plainly marked, with signs posted. No 
smoking rules must be strictly enforced. 

K. Fire Extinguishers 

1. The Contractor shall provide and maintain in working order during construction, an 
adequate number of fire extinguishers for use by all trades in each area of work. Two 
(2) fire extinguishers shall also be placed in the vicinity of Contractor's construction 
office. 

2. In areas of flammable liquids, asphalt or electrical hazards, extinguishers of the 15 
lb. carbon dioxide type or 20 lb. dry chemical type shall be provided. 

3. The Contractor shall maintain and inspect all fire extinguishers periodically. 
Fire extinguishers must be mounted in plain view and sealed, so that operation 
of the fire extinguisher will break the seal. In the event a fire extinguisher is 
discharged or damaged, it shall be removed from service and be replaced with 
a charged unit. 

4. The Contractor shall post warnings and quick instructions at each extinguisher 
location. The Contractor and all of its subcontractors shall instruct their personnel 
at the project site, at the time of their first arrival, on proper use of extinguishers 
and other available facilities at the project site. 

2.6 TEMPORARY ENCLOSURES 

A. Provide temporary enclosures reasonably required to ensure adequate workmanship and 
protection from the weather and unsatisfactory ambient conditions for the Work, including 
those enclosures inside which tem porary heat is used. 

B. Provide fire-retardant treated lumber and plywood where used for temporary 
enclosures. 

2.7 TEMPORARY SANITARY FACILITIES 

A. Provide and maintain sanitary toilet facilities for use of all personnel at the project site. 
Either piped (wet) toilet facilities or self-contained chemical toilet units may be used. 

B. The number of sanitary facilities required shall be based on the total number of workers 
employed on the site and shall be in accordance with the provisions of the applicable 
code. Separate toilet facilities for men and women shall be provided when both sexes are 
working in any capacity on the project site. 



151TB98691 K-JAJ 
Fulton County Justice Center Tower Roof Replacement 

Section 4 
Scope of Work and Technical Specifications 

C. All sanitary facilities shall be maintained by the Contractor in a safe, clean, and sanitary 
condition at all times. 

2.8 TEMPORARY SIGNAGE 

A. Project Sign: The Contractor shall construct, erect and maintain one (1) 4 foot by 8 foot 
project sign of 3/4 inch (minimum) exterior grade plywood, given two coats of paint and 
mounted securely on two 4 inch by 4 inch posts set 30 inches (minimum) into the ground. 
The sign shall be clearly lettered by one skilled in the sign trade with the facility name, 
address, County logo, names of County Commissioners, the County Manager and other 
County representatives, Contractor name, major subcontractors' names, and the jobsite 
telephone number. Locate the project sign as designated by the Construction Manager. 
Avoid a placement that may inhibit safe entry or exit from the site. Verify sign content 
with County, through the Construction Manager, .l2I.iQLto procuring and erecting the sign. 

B. No other signs or advertising shall be displayed on the premises without the approval of 
the Construction Manager, other than the posting of required notices and cautionary 
signage by the Contractor, and signage on equipment and trailers to designate 
ownership. 

2.9 TEMPORARY FIELD OFFICE AND TOOL STORAGE FACILITIES 

A. The Contractor shall provide a trailer or other suitable temporary building for a field 
office, which shall contain office space required for the Contractor's operations, a 
conference room of suitable size for regular progress meetings, toilet facilities, and a 
separate spare office for a County, Architect, or Construction Manager representative to 
use when onsite. Ample space shall be provided for storage of all construction 
documentation. The trailer shall have telephone service for use by the Contractor and its 
subcontractors, and shall also have a working intrusion alarm system. One sign with the 
Contractor's name may be placed on the trailer. 

B. The Contractor may provide other temporary trailers or buildings for storage and 
maintenance as required and as space permits. 

C. All field office and storage structures shall be placed or constructed in accordance with 
the regulations of the local Fire Marshal having jurisdiction. 

D. Field offices and sheds shall be of suitable design, maintenance, and appearance. 

E. The Contractor shall provide power and heat to its field office and to storage sheds if 
storing climate-sensitive materials or equipment. 

F. The Contractor shall adequately maintain the designated space designated for its field 
office and storage sheds, including the removal of weeds, debris, and trash. 

G. Temporary field offices and sheds shall not be used for living quarters. 

H. If the Construction Manager, for good reason, directs that any or all field offices or 
storage sheds on the site must be removed, the Contractor shall do so within ten (10) 
days of written notice of same. Structures not removed in a timely manner will be 
removed by the Construction Manager at the Contractor's expense. 

2.10 FIRST AID STATION 

A. The Contractor shall provide and maintain at least one unmanned first aid station for its 
personnel and subcontractors. 

PART 3 - EXECUTION 
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3.1 TEMPORARY SYSTEMS INSTALLATION 

A. Install all work with a neat and orderly appearance. 

B. Make the work structurally sound throughout. 

C. Maintain the system to give continuous service and to provide safe working conditions. 

D. Modify temporary power and lighting installation as job progress requires. 

E. Locate work such that interference with storage areas, traffic areas and other work is 
avoided. 

F. Remove all temporary equipment and materials completely upon completion of 
construction. 

G. Repair all damage caused by the installation and restore to satisfactory 
condition. 

3.2 DEWATERING 

A. Maintain the Project site and all Work free of water accumulation. Dewatering activities 
shall not infringe upon adjacent properties. Comply with all rules and regulations of 
authorities having jurisdiction and secure any and all permits required. 

3.3 CONSTRUCTION TRAFFIC INGRESS TO AND EGRESS FROM SITE 

A. Routes to Construction Site: The Contractor shall inform and insure compliance of its 
subcontractors and suppliers regarding the recommended traffic route(s) from major 
highways to the jobsite. For all traffic off of the jobsite, the Contractor shall coordinate 
with, and obtain any necessary permits from, appropriate authorities having jurisdiction. 

B. Construction Site Access: All construction traffic, including deliveries of materials and 
equipment, shall enter and exit the site only by the routes prescribed on a site access and 
parking plan submitted by the Contractor and approved by the Construction Manager prior 
to start of construction (see Subparagraph 14.1 below). 

C. Cleaning: The Contractor shall take all precautions necessary to prevent the tracking of 
mud and debris onto paved roads adjacent to the jobsite. The Contractor shall immediately 
clean any affected area if directed by the Construction Manager. The utilization of wheel 
wash areas located at all site entrance/exit points is mandatory for all vehicles leaving the 
site if the tracking of mud or debris onto adjacent streets would result otherwise. 

3.4 SITE ACCESS ROADS AND PARKING AREAS 

A. Provide and maintain vehicular access to and within the site for use by all persons and 
equipment involved in construction of the Project. 

B. New temporary access roads shall be constructed across desiqnated easements from 
public thoroughfares only as allowable by local authority having jurisdiction. 

C. Provide adequate access for emergency vehicles. 

D. Provide and maintain temporary parking areas for use by construction personnel. Do 
not use any existing parking lots which may exist at existing facilities on the site unless 
specific authorization is given by the County. If parking needs exceed onsite capacity, 
provide offsite parking as necessary, as well as transportation to and from the site if 
distance dictates. 
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E. All traffic and parking areas shall be filled, compacted, and graded as necessary to 
provide suitable support for vehicular traffic under anticipated loadings. 

F. Maintain all onsite traffic and parking areas free of excavated materials, construction 
equipment, construction materials, debris, snow and ice. Provide for surface drainage 
for all traffic and parking areas, and implement and maintain dewatering if and as 
necessary. 

G. Keep fire hydrants, water control valves, and all other utilities requiring possible access 
free from obstructions. 

H. Provide temporary directional signage as necessary. 

I. Prior to the start of construction, submit to the Construction Manager for approval a 
complete site access/utilization and parking plan, incorporating the requirements 
described above. 

3.5 STORAGE AREAS 

A. The Contractor shall be responsible for all onsite and offsite storage of materials and 
equipment required for the Project. Onsite storage is subject to the review and approval 
of the Construction Manager. 

B. All combustible or flammable materials shall be safely stored in a secured area in strict 
accordance with regulations, codes, and laws enforced by local, State, or Federal 
agencies, whatsoever is the most stringent. 

C. If the Construction Manager, for good reason, directs that any or all materials stored on 
the site must be removed, the Contractor shall do so within ten (10) days of written 
notice of same. Stored materials not removed in a timely manner will be removed by the 
Construction Manager at the Contractor's expense. 

3.6 SECURITY 

A. Neither the County or any of its agents assumes any responsibility for loss, theft or 
damage to the Work, tools, equipment and/or construction. In the instance of any such 
loss, theft or damage, the Contractor shall be responsible to renew, restore or remedy 
the Work, tools, equipment and construction in accordance with requirements of the 
Contract Documents without additional cost to the County. 

1. The Contractor shall immediately advise the Construction Manager of any theft or 
damage which may delay the execution of the Work. 

2. The Contractor shall furnish the Construction Manager with a copy of any theft 
report filed with appropriate law enforcement agencies. 

B. Site parked equipment, operable machinery and hazardous parts of the new 
construction subject to mischief and accidental operation shall be inaccessible, locked 
or otherwise made inoperable when left unattended. 

C. The Contractor shall utilize specific entrances for material deliveries, equipment 
deliveries, and worker access to the construction site as indicated on its site 
access/utilization plan and approved by the Construction Manager. 

D. The County or Construction Manager, as the Project progresses, may establish 
additionalsecurity policies and procedures. The Contractor shall cooperate with the 
County and/or Construction Manager in implementing such additional procedures. 

3.7 TRASH / DEBRIS DISPOSAL 

A. The Contractor shall provide dum psters sufficient to hold site waste from its operations 
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and that of its subcontractors, and shall remove same from the jobsite on a regular 
basis. 

B. Debris such as soil waste, concrete, steel, or other bulky items from excavation and/or 
demolition work not disposed of in dumpsters shall be removed and disposed off-site by 
appropriate means. Methods of debris removal and disposal shall be reviewed with the 
Construction Manager. 

3.8 SITE CLEANING 

A. The Contractor shall be responsible for the maintenance of a clean, neat and safe project 
site. The Construction Manager is hereby placing the Contractor on notice that failure to 
clean up on a weekly basis will immediately result in the Construction Manager bringing in 
labor to perform this task and deducting the cost of such measures from the Contract 
Sum. The Construction Manager shall be the sole authority which shall determine the 
amounts to be deducted from the Contractor's contract for this type of cleaning. 

B. The Contractor shall assign at least five (5) percent of his own and his subcontractors' 
work forces to clean-up activities for at least four (4) hours per week, or as deemed 
necessary by the Construction Manager. 

C. No exceptions to these rules will be allowed. Failure to immediately adhere to all of the 
Construction Manager's directions in this regard will result in the holdup of Contractor's 
progress payments until compliance with these rules are obtained. 

3.9 MISCELLANEOUS CONSTRUCTION FACILITIES 

A. The Contractor shall be responsible for providing and maintaining its own scaffolding 
and for conforming with all safety regulations related thereto. 

B. The Construction Manager retains the right to inspect all erected scaffolding, and to 
request written verification from an inspection agency as to the soundness of erected 
scaffolding to perform its intended function. However, the Construction Manager 
assumes no responsibility to do so, or of the results of such inspections. 

C. Except as otherwise provided, the Contractor shall provide and maintain all necessary 
temporary stairs, ladders, ramps and runways to facilitate conveyance of men, materials, 
tools, and equipment for proper execution of the Work. 

D. All protection and safety barricades, devices, covers, etc., shall be provided by the 
Contractor as it relates to the safe conduct of his work in accordance with OSHA 
requirements. 

E. The Contractor shall maintain safe temporary access to the work as construction 
progresses. 

F. All barriers and barricades shall comply with OSHA or other applicable safety 
requirements of the Project. All barriers and barricades shall be installed in a manner 
that will allow for the continued progress of the Work. Installation and removal of 
barriers, barricades and railings will be monitored by the Construction Manager. 

G. If the Contractor or any subcontractor, who in the course of its work, creates a hazard, it 
is responsible for providing, at its own expense, all required protection, including all 
safety barriers, barricades and perimeter protection as necessary. 

H. If any safety protection is required to be temporarily removed during the progress of the 
Work, it shall be reinstalled at the completion of the specific activity requiring such 
removal, and in a manner that provides a level of compliance equal to the initial 
installation. 

J. The Contractor shall enclose all construction areas in such a manner so as to protect 
the public from injury and in accordance with authorities having jurisdiction 

K. Provide any other types of construction facilities as may be reasonably required for 
performance of the Work and accommodation of personnel at the project site, including 
the County's and Construction Manager's personnel. 
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END OF SECTION 01 5000 
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SECTION 01 57 19 

PART 1 - GENERAL 

ENVIRONMENTAL PROTECTION 

1.1 SUMMARY 

1.2 

A. 

B. 

C. 

D. 

E. 

A. Provide all facilities, establish procedures, and conduct construction activities in a 
manner which will ensure compliance with the County's environmental requirements and 
other regulations controlling construction activities at the Project site. 

DEFINITIONS 

Sediment: Soil that has been eroded and transported by runoff water. 

Degradable Debris: Debris which can undergo biodegradation or combustion, or which 
can be dissolved in or suspended by water. 

Non-degradable Debris: Inorganic debris which will not disintegrate nor dissolve when 
exposed to moisture or water. 

Chemicals: Petroleum or cementitious products, bituminous materials, salts, acids, 
solvents, alkalis, herbicides and pesticides. 

Waste: Sewage, including domestic sanitary sewage, garbage and trash resulting from 
food and food packaging. 

PART 2 - PRODUCTS 

2.1 General: Products, devices and materials shall be approved by authorities having 
jurisdiction. 

PART 3 - EXECUTION 

3.1 ENVIRONMENTAL PROTECTION PROCEDURES 

A. General 
1. In the means and methods of construction, and in the coordination and control of 

the Work at the site, establish and enforce ecological preservation standards 
which avoid pollution of the atmosphere, waterways and vegetation. 

2. Conform to laws, ordinances, restrictions, and rules of governmental bodies 
having enforcement power in regard to site preservation and erosion control. 

3. Prevent droppings of petroleum products, cementitious waste and chemical 
substances on the ground or into storm, sanitary drains or waterways. 

4. This Section may be supplemented by notes on drawings relative to environmental 
protection. 
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5. In performing sitework, provide and maintain protection during sitework for all 
existing lawns, trees, curbs, gutters, hydrants, light standards, drives, walks, street 
signs and buildings not noted for removal. Damaged items shall be repaired or 
replaced. 

6. The Contractor shall designate one person, the Superintendent or other, to enforce 
strict discipline on activities related to generation of wastes, pollution of air/water, 
generation of noise and similar harmful or deleterious effects which might violate 
regulations or reasonably irritate persons at or in vicinity of the Project site. 

7. Take special precautions when working on floors directly above or below any 
occupied floors and adjacent to circulation or vehicular circulation. Minimize noise, 
dust, or other environmental hazards to spaces. 

B. Noise Control 
1. Provide mufflers on combustion engine powered equipment to minimize noise. 
2. Blasting is strictly prohibited without written permission from first the Construction 

Manager and then all applicable State and Local regulatory agencies. 

C. Air Quality Control: Maintain acceptable air quality at all times. Acceptable air quality shall 
also be maintained in any existing, operating buildings or structures during construction 
operations that require physical connection to such buildings or structures so as to not interfere 
with any existing operations. 

D. Water Control 
1. All pumping, bailing, or well point equipment necessary to keep excavations free 

from the accumulation of water during the entire progress of the Work shall be the 
responsibility of the Contractor. 

2. Keep the building or portions thereof free from water ingress due to construction 
operations at all times until Final Completion of the Work. 

3. Provide all pumping necessary to keep site utility lines, sewers, manholes and meter 
pit excavations and mass excavation free from water. 

4. Dispose of water in such a manner as will not endanger public health or cause 
damage or expense to public or private property. Abide by the requirements of all 
public authorities having jurisdiction. 

E. Dust Control 
1. Effectively confine dust, dirt and noise to the actual construction area(s) until 

Substantial Completion of the Work. 
2. Clean up operations shall be by vacuuming, wet mopping, wet sweeping, or wet 

power brooming. In sandblasting operations, if any, confine the dust. 
3. Use wet-cutting methods for cutting concrete, asphalt, and masonry. Do not shake 

out bags containing cement, lime, and other dust-causing substances. 
4. Do not leave areas of disturbed earth unworked for long periods of time. As the 

earth is disturbed, continue the work to achieve temporary or permanent earth 
stabilization promptly. 

5. Keep dust down at all times, including non-working days, weekends and holidays. 
Temporary methods consisting of water sprinkling or similar methods will be 
permitted to control dust. Use of water will not be permitted when it will result in, or 
create, hazardous or objectionable conditions such as ice, flooding and pollution. 

6. Dust control shall be performed as the work proceeds and whenever a dust 
nuisance or hazard occurs. 

F. Snow and Ice Removal 
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1. Arrange for removal of snow and ice in and about the premises, as necessary to 
conform with local regulations on public sidewalks adjacent to the site, and as 
necessary on and about the site and the Work to permit safe access to continue 
or perform work. When performing work under exposed conditions, remove snow 
and ice for the protection and execution of the Work. 

G. Vermin Control: Control vermin during the construction period. If vermin are 
encountered, provide extermination arrangements as necessary. 

H. Disposal of Debris, Chemicals and Waste 
1. Dispose of debris, chemicals, and waste off the site in compliance with Federal, 

State and local laws and regulations. 
2. Collect and contain materials before disposal in an orderly fashion and by means 

which prevent contamination of air, water and soil. 
3. Store chemicals in watertight containers. 
4. Degradable debris, not contaminated by chemicals, e.g., leaves, tree limbs, 

twigs and logs, may be shredded on site and used as mulch. Exclude 
paper, cementitious waste, and material which could cause contamination 
of waterways. Non-degradable and degradable debris in excess of the 
above shall be disposed of off the site 

5. Do not bum materials on the site. 

I. Clean-Up and Restoration of the Site 
1. Maintain the site in good order through periodic pick up and clean-up of 

construction waste and wind-borne trash. Dispose of all waste and trash in tightly 
covered containers and schedule regular removal of trash and waste from the 
site. 

2. Existing sitework damaged during construction shall be restored to good and 
acceptable cond ition. 

J. Damage from Storms: Secure the site to avoid damage to the Work and stored 
materials, as well as damage to adjacent property. 

END OF SECTION 01 57 19 
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SECTION 01 66 00 

PRODUCT STORAGE AND HANDLING REQUIREMENTS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Deliver, handle and store materials and equipment in accordance with manufacturer's 
recommendations and by methods and means which will prevent damage, deterioration 
and loss, including theft. Provide delivery/installation coordination to ensure minimum 
holding or storage times for products recognized to be flammable, hazardous, easily 
damaged or sensitive to deterioration, theft and other sources of loss. 

B. Prior to starting work, the Contractor shall meet with the Construction Manager to 
determine the use of available areas for site offices and storage. 
1. The Contractor shall confine his equipment, the storage of material and the 

operations of his workmen to limits indicated by the Contract Documents, laws, 
ordinances, permits or directions of the Construction Manager. 

2. Neat and orderly stockpiling of all materials shall be maintained. 
3. Materials which require significant amounts of storage space, as determined by 

the Construction Manager, shall be brought to the site in quantities no greater 
than required for two (2) weeks work. 

4. Delivery of materials shall be scheduled so as not to encumber the site with items 
which will not be required for a significant length of time. 

C. If at any time it becomes necessary to move material or equipment which has been 
stored during construction, the Contractor, when directed by the Construction Manager, 
shall move them to another location without charge. 

D. The Contractor shall not load or permit any part of the site or structures to be loaded 
with a weight that will endanger its safety. 

E. Storage of materials outside the limits of construction, but on the County's property, is 
strictly prohibited without written permission from the County through the Construction 
Manager. 

F. All costs relating to temporary storage and protection shall be borne by the Contractor or 
subcontractor requiring such storage and protection. The Contractor shall retain full 
responsibility for any form of damage or deterioration to stored materials and any form of 
damage or deterioration caused by materials to surrounding surfaces. 

1.2 MATERIALS HANDLING PLAN 

A. The Contractor shall develop and submit to the Construction Manager for approval, at 
least ten (10) days prior to the start of construction on the site, a comprehensive 
materials handling plan. This plan shall take into consideration the following: 
1. Control delivery of materials to maintain the construction schedule. 
2. Coordination with any separate contractors. 
3. The County's operation of adjacent facilities, if any. 
4. Provisions for both vertical and horizontal transportation and utilization of 

material and personnel hoists, if required. 
5. Limitations on space available for storage. 
6. Requirements for handling and installation of large equipment. 

1.3 VERTICAL TRANSPORTATION 

A. The Contractor shall be responsible for providing vertical transportation for materials, 
equipment, and personnel if and as required for multi-story buildings or significant 



15ITB98691 K-JAJ 
Fulton County Justice Center Tower Roof Replacement 

Section 4 
Scope of Work and Technical Specifications 

heights. Cranes, hoists, conveyors, and other equipment used for this purpose shall be 
placed/installed and maintained according to applicable codes and regulations of 
authorities having jurisd iction. 

B. Temporary hoists and permanent elevators used as construction lifts shall be provided 
with an operator at all times such equipment is in use. 

C. The Contractor shall cooperate with the County, the Construction Manager and any 
separate contractors in the event that hoists or elevators are required for use by such 
entities during the course of the Project. 

1.4 MATERIAL AND EQUIPMENT REMOVAL 

A. Any required cranes, hoists, conveyors and other equipment mobilized and utilized by 
the Contractor shall be removed from the site within ten (10) days after completion of 
the Work. 

B. Upon completion of the Work, or sooner if directed by the Construction Manager, the 
Contractor shall remove his temporary structures and sheds and place the areas in a 
clean and orderly condition. 

C. No materials or equipment shall be removed from the site without the permission of the 
Construction Manager. 

1.5 PASSAGE OF MATERIALS AND EQUIPMENT 

A. Establish passage clearances required to deliver and install materials and equipment. 

B. In case of insufficient clearance for passage of materials and equipment, deliver and 
protect such equipment before confining construction is installed. 

C. If existing structures, equipment and systems must be removed or altered to provide 
access for new materials and equipment, engage those skilled in the respective trade to 
restore structures, equipment and systems to their original condition at no additional 
cost. Do not alter structure, equipment or systems without written approval of the 
Construction Manager. 

D. In lieu of altering structures to provide passage of materials and equipment, provide 
materials and equipment that can be disassembled, brought into the building, and 
reassembled. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 01 66 00 
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SECTION 01 71 23 

CONSTRUCTION LAYOUT 

PART 1 - GENERAL 

1.1 PROJECT LAYOUT REQUIREMENTS 

A. The Contractor shall be responsible to accurately establish and maintain all principal lines, 
grades, and levels for the Work. 

B. Establish a minimum of two permanent bench marks on the site, referenced to data 
established by survey control points. 

C. Establish lines and levels, and locate and layout by instrumentation and similar 
appropriate means, the following: 
1. Site improvements, including, but not limited to, pavement; stakes for grading, fill 

and topsoil placement; and utility slopes and invert elevations 
2. Grid and axes for structures 
3. Building foundations, column locations, and floor elevations 
4. Controlling lines and levels required for mechanical, electrical, and other trades 

D. Protect and preserve the established control points, monuments, stakes, bench marks, or 
other datum points. The Contractor shall not make any change in location without the 
written approval of the Construction Manager. Any control points lost or displaced through 
the neglect of the Contractor shall be replaced at no additional cost to the County. 

E. Verify the overall and critical dimensions and elevations for the Work prior to 
commencement of construction. Submit a written statement to the Construction Manager 
of the acceptance of the location of all existing conditions and previously completed 
construction, if any, as it relates to the Work of this Contract. 

F. Verify all drawing dimensions and existing measurements as the Work progresses at the 
site. No extra charges shall be allowed for differences between actual field measurements 
and any dimensions shown on the Contract Documents. Do not provide filler pieces or 
closures without approval from the Construction Manager. 

G. Verify and maintain layouts during construction operations, using the same methods as 
were used to establish original layouts. 

H. All Work, and in particular piping, ducts, conduit, and similar items, shall be neatly and 
carefully laid out to provide the most useful space utilization and the most orderly 
appearance. Except as otherwise indicated or directed, piping and similar work shall be 
installed as close to ceilings and walls as conditions reasonably permit. These items shall 
be located to prevent interference with other work and with the use of the spaces in the 
manner required by the functions of the space and the County. Valves shall be located in 
inconspicuous but accessible locations. Before proceeding with any work exposed to view, 
the Contractor shall carefully plan the layout and review any questionable installations with 
the Construction Manager. 

I. Maintain a complete and accurate log of control and survey work as it progresses. 
Indicate all control point locations, with horizontal and vertical data, on the record 
drawings submitted at Substantial Completion. 

1.2 QUALITY ASSURANCE / QUALITY CONTROL 
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A. The Contractor shall employ qualified personnel to stake out/locate the reference points 
as needed to properly locate the Work of the Contractor and all subcontractors. Land 
surveyors and engineers utilized in layout work shall be registered professionals, 
licensed in the State of Georgia, and acceptable to the Construction Manager. 

B. Provide certification by a registered land surveyor or engineer that elevations and 
locations of improvements are in conformance with the requirements of the Contract 
Documents. 

C. The Contractor shall be responsible for transferring all required measurements from the 
control points to the required locations throughout the Project. If, at any time, the 
Construction 
Manager questions the transference of such dimensions, the Contractor shall, at no 
additionalcost to the County, verify the transference of questionable dimensions to the 
Construction Manager. 

1.3 COORDINATION 

A. Upon Notice to Proceed, and again prior to commencement of construction, examine the 
site and the conditions under which the Work is to be installed, and notify the Construction 
Manager in writing of any discrepancies or conditions detrimental to the proper 
performance of the Work. The Contractor is not to proceed until any such discrepancies 
or detrimental conditions are corrected. 

B. Obtain accurate field dimensions in ample time to permit fabrication of items requiring 
same, and allow for delivery and installation in time to maintain the project schedule. 
The Contractor and all subcontractors shall cooperate and coordinate in completing the 
work phases to accommodate the schedule for obtaining dimensions and to prevent 
fabrication delay. In the event it is impractical to have work in place to permit field 
dimensions to be taken, the Contractor shall guarantee necessary dimensions to 
fabricators and be responsible to ensure those dimensions will be accurate. 

C. The Contractor shall furnish approved copies of all relevant information (shop drawings, 
diagrams, templates, technical data, etc.) to the County or to separate contractors, as 
required for coordination with any work of the Project by others. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 01 71 23 
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SECTION 01 73 29 

CUTTING, CORING AND PATCHING 

PART 1 - GENERAL 

1.1 SUMMARY 

A. "Cutting, Coring and Patching" is hereby defined to include, but not necessarily be limited 
to, removal, cutting (including excavation), coring, fitting and patching of nominally 
completed and previously existing Work, as shown or required in order to accommodate 
the coordination of Work, installation of new Work, to uncover other Work for access or 
inspection, remove and replace defective Work or Work not conforming to the Contract 
Documents, or to obtain samples for testing or for similar purposes. 

B. For existing buildings, the sizes, dimensions, and elevations shown on the drawings 
represent measurements which should be regarded as typical dimensions; actual 
dimensions may and will vary due to prevailing building practices at the time of 
construction, and building settlement over time. 

C. The requirements of this section apply generally to all aspects of the Work, including 
mechanical, electrical and special systems work, unless otherwise indicated. The 
Technical Specifications may include additional or more specific requirements or 
limitations applicable to individual units of work. 

D. The Contractor shall note that it is its responsibility to coordinate the locations and sizes 
and to cut or core all openings and penetrations for all trades involved in the Work of this 
Contract. Any openings and penetrations which may be shown on drawings provided by 
the County are intended only to assist the Contractor in coordinating the major openings 
and penetrations and are not representative of all openings which will be required to 
complete the work. 

1.2 QUALITY ASSURANCE 

A. The Contractor shall not cut, core and patch structural work in a manner resulting in a 
reduction of load-carrying capacity or load/deflection ratio. Prior to cutting, coring and 
patching structural work, obtain Architect's approval to proceed with cutting and patching 
as proposed in a written subm ittal by the Contractor. 

B. The Contractor's submittal requesting consent to proceed with cutting, coring and 
patching structural work must include: 

1. Identification of the Project 
2. Description of the affected Work 
3. Necessity for cutting or coring 
4. Affects on other Work, and on the structural integrity of the Work 
5. Description of the proposed Work, which designates: 

a. Scope of cutting, coring and patching 
b. Subcontractor who will execute the work 
c. Products proposed to be used 
d. Extent of refinishing required 
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6. Alternates to cutting, coring and patching 
7. Designation of the responsibility for the costs associated with the cutting, coring 

and patching 

C. Prior to performing any cutting, coring and patching as extra work, the Contractor shall 
have submitted a written cost proposal and received written direction from the 
Construction Manager. 

D. The Contractor shall be responsible for providing, locating, and installing all embeds 
necessary for the completion of the Work, so as to avoid unnecessary cutting and 
patching. 

1.3 OPERATIONAL AND SAFETY LIMITATIONS 

A. The Contractor shall not cut and patch operational elements and safety-related 
components in a manner resulting in a reduction of capacities to perform in the manner 
intended including energy performances, or resulting in decreased operational life, 
increased maintenance, or decreased safety. 

B. The Contractor shall not cut, core drill or otherwise penetrate any post-tensioned cast-in- 
place concrete elements. 

1.4 VISUAL REQUIREMENTS 

A. The Contractor shall not cut and patch work which is exposed on the exterior, or exposed 
on the interior in occupied spaces of the building, in a manner resulting in a reduction of 
visual qualities, or resulting in substantial evidence of cut and patch work, as judged solely 
by the Architect. The Contractor shall remove and replace work judged by the Architect to 
be cut and patched in a visually unsatisfactory manner. 

PART 2 - PRODUCTS 

2.1 MATERIALS 

A. The Contractor shall provide materials for cutting and patching which will result in equal or 
better work than work being cut and patched, in terms of performance characteristics and 
including visual effect where applicable. The Contractor shall comply with requirements, 
and use materials identical with original materials where feasible and where recognized 
that satisfactory results can be produced thereby. 

PART 3 - EXECUTION 

3.1 PREPARATION 

A. Inspection of Concealed Conditions (for construction existing prior to this Contract, if 
applicable) - Prior to beginning installation or preparation of shop drawings for each unit of 
work involving exposure of existing concealed construction, the Contractor shall remove 
the minimum of finishes, substrates and other existing construction as necessary to 
expose existing conditions where work is required behind existing surfaces. The 
Contractor shall verify that work can proceed in accordance with the requirements of the 
Contract Documents. The Contractor shall prepare detailed drawings of any existing 
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conditions which differ substantially from conditions indicated or implied by the Contract 
Documents and the existing construction visible prior to exposure of concealed 
conditions. Submit drawings and a cost proposal to the Construction Manager for 
transmittal to the Architect a minimum of fourteen (14) calendar days prior to the 
scheduled installation of work in that area or the preparation of any required submittals 
relating to the area in question. 

B. Inspection of Concealed Conditions (for Work installed under this Contract) - In the 
event work is required behind existing surfaces previously installed under this Contract, 
the Contractor shall remove the minimum of finishes, substrates and other existing 
construction as necessary to expose existing conditions where work is required behind 
existing surfaces. Inspect and assess all conditions affecting the continued performance 
of the Work, and immediately report any circumstances which could have an adverse 
effect on the performance of the Work to the Construction Manager. 

C. Temporary Support - The Contractor shall provide shoring and protection and/or 
tem porary support for work to be cut, to prevent failure. Do not endanger other work. 

D. Protection - The Contractor shall provide protection of other work during cutting and 
patching, to prevent damage and provide protection of the Work from adverse weather 
conditions. The Contractor shall not cut or alter work of another contractor without 
written consent of the Construction Manager. 

3.2 CUTTING AND PATCHING 

A. The Contractor shall employ skilled tradesmen to perform all cutting, coring and patching 
and who have experience working with the materials involved. Except as otherwise 
indicated or approved by the Construction Manager or the Architect, the Contractor shall 
proceed with cutting and patching at earliest feasible time in each instance, and complete 
work without delay. 

B. The Contractor shall cut work by methods least likely to damage work to be retained and 
work adjoining. Employ the original installing subcontractor to perform cutting and 
patching for weather-exposed or moisture-resistant elements, and for exterior or interior 
surfaces exposed to view. 

C. In general, where physical cutting action is required, the Contractor shall cut work with 
sawing and grinding tools, not with hammering and chopping tools. Make cuttings to 
neat, straight 

lines and only to the size required to accommodate the construction to be 
installed. Core drill openings through finished concrete work. 

D. The Contractor shall patch with seams which are durable and as invisible as possible. 
Comply with specified tolerances for the work. Where feasible, inspect and test patched 
areas to demonstrate integrity of work. 

E. The Contractor shall restore exposed finishes of patched areas and extend finish 
restoration onto retained work adjoining, in a manner which will eliminate evidence of 
patching and refinishing. Where a patch occurs in a smooth painted surface, the 
Contractor shall extend the final paint coat over entire unbroken surface containing 
patch, after patched area has received prime and base coats. 
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F. Wherever existing concrete floors are required to be patched or leveled, and where 
slabs are chopped out to provide for installation of new concrete floors, and where 
existing concrete is to be extended, the Contractor shall apply concrete bonding agent 
before placing new concrete. Apply such bonding agent in accordance with the 
manufacturer's specifications. 

END OF SECTION 01 73 29 
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SECTION 01 7423 

FINAL CLEANING 

PART I - GENERAL 

1.1 RELATED WORK SPECIFIED ELSEWHERE 

A. Periodic clean-up during construction - See General Requirements Section 01 5000 for 
additional details of these requirements. 

B. Refer to appropriate sections of the Technical Specifications for special cleaning 
instructions for specific work. Lacking such specific instructions, provide final cleaning 
on all delivered materials and equipment as specified herein. 

PART 2 - PRODUCTS 

2.1 MATERIALS 

A. The Contractor is to use only cleaning materials as recommended by manufacturer of 
surface to be cleaned. 

B. The Contractor is to use cleaning materials only on surfaces as recommended by the 
manufacturer of the cleaning material. 

PART 3 - EXECUTION 

3.1 FINAL CLEANING WORK 

A. At the completion of the Work, the Contractor will remove all trash and debris and clean 
all surfaces associated with his work, and leave the project ready for occupancy by the 
County. 

B. Experienced workmen or professional cleaners only are to be employed for final 
cleaning. 

C. Paved surfaces are to be broom clean. Other porous surfaces are to be raked clean. All 
stone and non-porous surfaces shall be wiped clean. 

D. All surfaces shall have all stains removed. 

E. Electrical work, including lighting fixtures, is to be thoroughly cleaned. 

F. Prior to acceptance of any area of the project by the County, the Contractor is to notify 
the Construction Manager as each area becomes ready for inspection. The final clean 
up will be inspected by the Construction Manager with the Architect and the County as 
required. 

G. The Construction Manager will notify the Contractor in writing if any clean-up is 
unacceptable. If the Contractor fails to comply after receiving written notice from the 
Construction Manager, the Construction Manager will perform whatever corrective 
action is necessary, with the resultant costs to be borne by the Contractor. 
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H. The Contractor will maintain cleaning services until the Project or portion thereof is 
accepted by County. 

END OF SECTION 01 7423 



151T898691 K-JAJ 
Fulton County Justice Center Tower Roof Replacement 

Section 4 
Scope of Work and Technical Specifications 

SECTION 01 77 00 

CLOSEOUT PROCEDURES 

PART 1 - GENERAL 

1.1 GENERAL REQUIREMENTS 

A. Comply with requirements for administrative procedures stated in this and other sections 
of the Project Manual in closing out the Work. Closeout procedures are summarized in 
this Section. 

B. Contract requirements shall be met when construction activities have successfully 
produced, in order, com pletion of these three closeout stages: 
1. Substantial Completion 
2. Final Completion 
3. Final Payment 

C. The Contractor shall provide all written notices and supporting documentation as 
described in Paragraphs 2 and 3 below when requesting Substantial Completion and 
Final Completion, respectively. Partial submittals of the required documents shall not 
represent a valid request, and the County, Architect, and Construction Manager shall not 
be liable for any delays in the Substantial and Final Completion dates arising there from. 

1.2 SUBSTANTIAL COMPLETION 

A. When the Work is substantially complete, the Contractor shall submit to the Construction 
Manager: 

1. a written notice that the Work, or designated portion thereof, is substantially 
complete. 

2. an original Certificate of Occupancy for the Project. 
3. a list of items to be completed or corrected (hereinafter referred to as a "Punch 

List"). 
4. a request for a Substantial Completion inspection on a date acceptable to the 

Architect and the Construction Manager. 
5. Project record documents, operation & maintenance manuals, warranties, and 

certificates for review and approval. 

B. Within sixty (60) days after receipt of such notice, the Architect, the Construction 
Manager the Contractor, and the County will make a joint inspection to determine the 
status of completion. County representatives for this inspection shall include, but not be 
limited to, the user department(s). The Punch List submitted by the Contractor will be 
reviewed in detail during the inspection, with items added or deleted to indicate Work 
to be corrected or completed. 
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C. After completion of the joint inspection described in Paragraph 1.2-A above, the 
Architect will consolidate all Punch List comments and transmit them to the County's 
General Services Division. 

D. The County, the Architect, and/or the Construction Manager reserve the right to issue a 
revised Punch List based on the inspections described in 1.2-A and 1.2-8 above. The 
Construction Manager will reproduce and distribute copies of any revised Punch List to 
the Contractor and see that the items requiring correction or completion are given 
prompt attention by the Contractor. Depending on the number and type of items on the 
Punch List, the Construction Manager may withhold the issuance of the 
Certificate of Substantial Completion until corrections required by said Punch List are 
made or all parties are satisfied that they will be made. 

E. Should the Architect and/or the Construction Manager determine that the Work is not 
substantially complete: 

1. The Construction Manager will promptly notify the Contractor in writing, on behalf 
of the Architect, giving the reasons therefore. 

2. The Contractor shall remedy the deficiencies in the Work, and then send a 
second written notice of Substantial Completion to the Construction Manager. 

F. Paragraphs 1.2-A through 1.2-8 will be repeated. 

G. Should it become necessary to perform more than one (1) reinspection due to the 
inaccurate claims of the status of completion made by the Contractor, the Construction 
Manager may deduct the costs of such reinspections from the final payment, including 
but not limited to costs incurred by the Construction Manager and the Architect, and 
costs incurred by the Owner for payment of compensation to the Construction Manager 
and the Architect, for services performed for the reinspection(s). Also refer to General 
Requirements Section 01 45 00, Quality Requirements 

H. When the Architect and the Construction Manager concur that the Work is substantially 
complete, the Construction Manager will: 

1. Prepare a Certificate of Substantial Completion accompanied by the Contractor's 
Punch List of items to be completed or corrected, as verified and amended by the 
Architect, the Construction Manager, and the County. 
a. Contract responsibilities are not altered by inclusion or omission of required 

Work for the Punch List. 
b. The Construction Manager will coordinate with both the County and the 

Contractor to establish each parties' responsibilities with respect to security, 
maintenance, heat, utilities, damage to the Work, and insurance, all of which 
shall be clearly delineated on the Certificate of Substantial Completion. 

2. Sign the Certificate of Substantial Completion and submit it to the County, the 
Architect, and the Contractor for their written acceptance of the responsibilities 
assigned to them in the Certificate. 

1.3 FINAL COMPLETION 

A. Reference the General Conditions definitions, Section 00700-3 regarding Final 
Completion. 
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B. Prerequisites - 
1. The following must be complete prior to Final Completion, unless approved in 

writing by the Owner's Project Manager. Exceptions to this are the planned control 
system training performed after occupancy and any required seasonal or approved 
deferred testing. This includes for all systems, but is not limited to: 
a. Completed and signed start-up and prefunctional checklist documentation 
b. Requested trend log data 
c. Completion of all functional testing 
d. Required training of Owner personnel completed and approved 
e. Submission of the approved O&M manuals 
f. All identified deficiencies have been corrected or are approved by the 

Owner to be exceptions from this milestone 
2. The Owner's Project Manager will determine the date of Final Completion after 

reviewing the Commissioning Agent's recommendation. 
3. Commissioning activities are non-compensable and cannot be a cause for delay 

claims. 

C. To attain Final Completion, the Contractor shall complete the activities pertaining to 
Substantial Completion Certificate and complete work on all Punch List items. Only then 
shall a written request to the Construction Manager for final inspection be submitted. 

D. When the Work is complete, the Contractor shall submit to the Construction Manager 
written certification that: 
1. the Contract Documents have been complied with in their entirety. 
2. the Work has been inspected for compliance with Contract Documents. 
3. the Work has been completed in accordance with Contract Documents. 
4. the Work is completed and ready for final inspection. 

E. The Construction Manager, Architect, Contractor and County will make an inspection to 
verify the status of completion with reasonable promptness after receipt of such 
certification. 

F. Should the Architect and/or Construction Manager determine that the Work is 
incomplete or defective: 
1. The Construction Manager will promptly notify the Contractor in writing, listing the 

incomplete or defective Work. 
2. The Contractor shall take immediate steps to remedy the stated deficiencies, and 

send a second written certification to the Construction Manager that the Work is 
complete. 

G. Paragraphs 1.3-8 through 1.3-D will be repeated. 

H. Should it become necessary to perform more than one (1) reinspection due to failure of 
the Work to comply with the claims of status of completion made by the Contractor, the 
Construction Manager may deduct the costs of such reinspections from the final 
payment, including but not limited to costs incurred by the Construction Manager and 
the Architect, and costs incurred by the Owner for payment of compensation to the 
Construction Manager and the Architect, for services performed for the reinspection(s). 
Also refer to General Requirements Section 01 4500, Quality Requirements. 

I. When the Architect and the Construction Manager find that the Work is acceptable 
under the Contract Documents, the Contractor will be requested to make a final closeout 
submittal. 
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1.4 CONTRACTOR'S CLOSEOUT SUBMITTALS 

A. The Contractor shall provide to the Construction Manager the following documents in the 
quantity of one original and one copy unless otherwise noted. Note that with the 
exception of Subparagraphs A.7, A.8, A. 10, and A. 11 below, submittal for approval shall 
have already been made prior to Substantial Completion. Submittal under this 
Paragraph would be for a final submittal should revisions or additional copies be required 
of previously submitted documentation. 
1. Evidence of Compliance with all requirements of governing authorities: 

a. Certificate(s) of Occupancy 
b. Certificates of Inspection, for Mechanical, Electrical, Plumbing, Fire 

Protection, and others as may be required. 
2. Project Record Documents: Refer to Section 01 78 39 of the General. 
3. Operation & Maintenance Manuals: Refer to Section 01 78 23 of the General 

Requirements. 
4. Subcontractor List: A complete listing of all subcontractors and their suppliers, 

indicating business addresses, telephone numbers, contact names, and items 
supplied by each. 

5. Manufacturer List: A listing of manufacturers of major materials, equipment and 
systems installed in the Work, and local contact addresses and phone numbers. 

6. Warranties: Refer to Section 01 78 36 of the Requirements, and individual 
sections of the Technical Specifications. 

7. Payment of Debts and Claims and Consent of Surety: The Contractor shall submit 
adequate evidence that the Contractor has paid all obligations to date arising out of 
the Contract using AlA Document G706. Contractor shall also submit AlA 
Document G707, indicating written consent of its Surety to final payment. 

8. Release of Claims and Liens: The Contractor and each subcontractor shall also 
submit AlA Document G706A, indicating that the releases for waivers submitted are 
complete to the best of its knowledge and information. 

9. Final Approvals and Certificates: 
a. Plans and Certificates approved by the Fulton County Development Services 

Department which were maintained at the jobsite shall be amended to show 
construction changes and resubmitted as required by law. 

b. Contractors requiring filing shall complete all Fulton County inspections and 
permits records before Application for Final Payment. Submit all approvals 
and certificates required by the Specifications, Drawings and applicable codes 
and regulations of all relevant departments or agencies of Fulton County, 
State of Georgia, and local authority having jurisdiction. 

10. Shop Drawings, Manufacturer's Literature and Test Data (one copy only): The 
Contractor shall submit through the Construction Manager to the County, before 
final acceptance, all reviewed shop drawings (with all corrections noted), plus sets 
of all approved catalog cuts, equipment manuals, etc. All materials shall be indexed 
by Specification section. This submittal shall include a list of each room and its 
paint manufacturers and/or wall covering number for the County's use. 

11. Keys and Maintenance Materials: All keys, maintenance kits or stock, replacement 
parts or materials, spare construction materials, and equipment required under the 
Contract Documents shall be delivered or made available to the County. Also refer 
to Section 01 7843 of the General. 

12. No partial submittals of the above items are to be made to the Construction 
Manager. All items of each category are to be collected by the Contractor and 
delivered at one time to the Construction Manager, together with a letter of 
transmittal listing all items. Where items are to be delivered to the County's 
representative, the Contractor shall include a copy of the transmittal letter listing all 
enclosures, signed by the County's representative acknowledging receipt. 
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PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 01 77 00 
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SECTION 01 78 23 

OPERATING AND MAINTENANCE DATA 

PART 1 - GENERAL 

1.1 GENERAL REQUIREMENTS 

A. Refer to individual sections of the Technical Specifications for specific requirements for 
instructions, maintenance manuals, and operating data, to be submitted by the 
Contractor in order to provide the County with all necessary documentation to 
adequately maintain and service materials, systems and equipment for the Project. 

B. The Contractor shall compile all such specified instructions, maintenance manuals and 
operating data as specified under the appropriate Technical Specification sections, and 
submit as described below in comprehensive sets of Operation and Maintenance 
Manuals. 

C. All complete Operation and Maintenance Manuals shall be submitted prior to the 
Contractor's request to receive a Certificate of Substantial Completion. 

1.2 SUBMITTAL REQUIREMENTS 

A. Develop a sequential program for the development of the Operation and Maintenance 
Manuals. This program shall provide a step-by-step review of the development of the 
manuals. The following is an abbreviation of the required sequence of development of 
the manuals. 
1. Submittal of the Table of Contents 
2. Subm ittal of draft sections for County's, Architect's and Construction Manager's 

review 
3. Submittal of list of proposed attachments and appendices 
4. Submittal of initial draft of complete manual 
5. Submittal of final copies of all manuals with approved contents 

B. After all approvals have been obtained, submit to the Construction Manager four (4) 
sets of bound, clear and complete instructions for maintenance of materials, finishes, 
machinery and other items to ensure proper care and reasonable life expectancy 
thereof. 

C. Print or type, in orderly sequence, the required information for each item: 
1. Include data for all finishes, whether painted, coated, fabric, polished and satin 

finish metals, glass, natural finishes on wood, natural stone, manufactured stone 
and various masonry finishes to the extent that such finishes occur on the project. 

D. Bind each set of data in a manageable number of 8 'h" by 1 1 " sturdy three-ring 
binders, indexed and clearly labeled by Specification Section and item description. Each 
set shall be indexed and tabbed for the completed manual regardless of its 
completeness at the time of its submittal. 

E. Additional data will be added behind its tabbed location as received by the Construction 
Manager. Include an index for the completed set in each binder. Mark identification on 
both front and spine of each binder. 

PART 2 - PRODUCTS (Not Used) 
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PART 3 - EXECUTION (Not Used) 

END OF SECTION 01 7823 
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SECTION 01 78 36 

WARRANTIES 

PART 1 - GENERAL 

1.1 REQUIREMENTS 

A. Unless additional maintenance or performance warranties are required, all the Work 
shall be warranted by the Contractor for one year after the date of Substantial 
Completion of the Contract. 

B. Project warranties submitted by the Contractor do not reduce the County's warranty 
rights provided under State laws and regulations. 

C. Where products, materials, equipment, or systems are not properly performing or 
operating, the warranty shall not be considered in effect until corrective work is 
provided and the items are properly performing or operating. 

D. Warranties shall not include replaceable items such as light bulbs or cleaning materials, 
or damage by wear, vandalism or unusual climatic phenomenon, except water and air 
leaks caused by such phenomena. 

E. Warranties shall be signed by representatives that are expressly authorized to bind the 
Contractor to the warranties' terms and conditions. This requirement shall also apply to 
signatures on warranties of subcontractors, installers, manufacturers, and other entities 
engaged by the Contractor which are required by the Contract Documents. 

1.2 DEFINITIONS 

A. Warranties on the Work are in several categories, including those of the Owner 
Contractor Agreement, and including (but not necessarily lim ited to) the following 
specific categories related to individual units of Work specified in Division 2 through 17 
of the Technical Specifications: 
1. Special Project Warranty (Guarantee): A warranty specifically written and signed 

by the Contractor for a defined portion of the Work; and, where required, 
countersigned by a subcontractor, installer, manufacturer and/or other entity 
engaged by the Contractor. 

2. Specified Product Warranty: A warranty which is required by the Contract 
Documents, to be provided for a manufactured product incorporated into the Work; 
regardless of whether the manufacturer has published a similar warranty without 
regard for specific incorporation of product into the Work, or has written and 
executed a special project warranty as a direct result of Contract Document 
requirements. 
The Contractor shall issue four (4) copies of a special product warranty if required 
by the Technical Specifications. Examples of items which will require a special 
product warranty include roofing, waterproofing, certain insulation, caulking, wood 
and automatic doors, carpet and certain equipment. 

3. Coincidental Product Warranty: A warranty which is not specifically required by 
Contract Documents (other than as specified in this Section), but which is 
available on a product incorporated into the Work, by virtue of the fact that 
manufacturer of product has published a warranty in connection with purchases and 
uses of product without regard for specific applications except as otherwise lim ited 
by terms of warranty. 
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B. Refer to the individual sections of the Technical Specifications for the determination of 
portions of the Work which are required to be specifically or individually warranted, and 
for the specific requirements and terms of those warranties (or guarantees). 

1.3 SCOPE OF WARRANTIES 

A. Scope: The Contractor shall submit to the Construction Manager for transmittal to the 
Architect, upon completion of all the Work under the Contract, its written warranty made 
out to the County and in a form satisfactory to the Architect and the County, warranting 
all of the Work under the Contract to be free from faulty materials and improper 
workmanship, and warranting the Work against injury in the proper and usual use thereof. 
Under the warranty, the Contractor shall replace Work as may be found by the County to 
be improper or imperfect and to make good all damage caused to other work or materials 
by the imperfection or removal and replacement of the imperfect Work. 

B. Time Limit / Individual Warranties: A specific warranty of the Contractor may cover a 
longer period than that stated above where so stipulated in the Contract Documents. 
Warranties under service policies and warranties for individual pieces of equipment 
shall be assigned and delivered to County prior to the date of Final Acceptance, but said 
individual warranties shall in no way modify or shorten the one year overall warranty to 
be provided by the Contractor. 

C. Extended Warranties: Certain extended warranties by the Contractor or subcontractors, 
or maintenance contracts which are longer than one year's duration, may be required by 
the Contract Documents. At the completion of the Work, all such warranties or 
maintenance contracts covering materials, workmanship, maintenance, or other items 
as specified, shall be forwarded in duplicate to the Architect through the Construction 
Manager, together with a letter addressed to the County giving a summary of each said 
warranty as follows: 
1. Character of Work covered by warranty 
2. Name of subcontractor furnishing warranty 
3. Period of warranty 
4. Conditions of warranty 

D. General Limitations: It is recognized that specific warranties are intended primarily to 
protect County against failure of the Work to perform as required, and against deficient, 
defective and faulty materials and workmanship, regardless of sources. Except as 
otherwise indicated, specific warranties do not cover failures in the Work which result 
from: 
1. unusual and abnormal phenomena of the elements, 
2. the County's misuse, maltreatment or improper maintenance of the Work, 
3. vandalism after the time of Substantial Completion, or 
4. insurrection or acts of aggression, including war. 

E. Cost: Contractor warranties shall provide for the correction of work performed without 
additional charge. Any additional expense or damage resulting from imperfect work or 
the removal or replacement of im perfect work shall also be covered by said Contractor 
warranties. 

1.4 CONTRACTOR OBLIGATIONS 

A. Related Damages and Losses: The Contractor shall be responsible for the correction of 
warranted Work which has failed. The Contractor shall remove and replace other Work 
which has been damaged as a result of such failure, or which must be removed and 
replaced to provide access for correction of warranted Work. 
1. Consequential Damages: Except as otherwise indicated or required by governing 

regulations, special project warranties and product warranties are not extended to 
cover damage to building contents (other than Work of the Contractor) which 
occurs as a result of failure of warranted Work. 
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B. Reinstatement of Warranty Period: Except as otherwise indicated, when Work covered 
by a special project warranty or product warranty has failed and has been corrected by 
replacement or restoration, reinstate warranty by written endorsement for a period of 
time equal to original warranty period of time, starting on date of acceptance of replaced 
or restored Work. 

C. Replacement Cost, Obligations: Except as otherwise indicated, costs of replacing or 
restoring failing warranted units or products is the Contractor's obligation, without regard 
for whether the County has already benefited from use through a portion of anticipated 
useful service lives. 

D. Contractor's Procurement Obligations: Do not purchase, subcontract for, or allow others 
to purchase or subcontract for materials or units of work for the Project where a special 
project warranty, specified product warranty, certification or similar commitment is 
required, until it has been determined that entities required to countersign such 
commitments are willing to do so. 

E. Rejection of Warranties: The County reserves the right, at the time of Substantial 
Completion or thereafter, to reject coincidental product warranties submitted by the 
Contractor, which in the opinion of the County tend to detract from or confuse 
interpretation of the requirements of the Contract Documents. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION 

3.1 TRANSFER OF WARRANTIES TO OWNER 

A. Format: The warranties shall cover all the Work done under this Contract. All Contractor 
warranties shall bear the endorsement of the Construction Manager in writing, as per the 
attached format on the following page: 

B. FORMAT FOR THE TRANSFER OF WARRANTIES TO OWNER 

TO: Fulton County Board of Commissioners 

c/o: Fulton County Construction Manager 

Re: (Work Covered in Warranty) 

Project: 

Name of Contractor: 

Address of Contractor: _ 
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Dear County's Representative, 

The undersigned warrants to the County that he will be responsible for all faulty or 
defective materials, equipment and workmanship, in the Work or portion thereof as 
referenced above, and that he will remedy any defects due thereto and pay for all damage 
to other work resulting thereof which shall appear within a period of { 1 
year(s) from the date of Substantial Completion, as defined in the Con.tract Documents. 

(Add additional conditions of warranty as noted in various technical sections of the 
Specifications.) 

During the warranty period, upon written notice from County, the undersigned shall 
proceed with due diligence at the undersigned's sole expense to remove and replace 
properly any defective materials and equipment or perform any labor necessary to 
correct any such defect in the above. In case that the undersigned fails to remedy such 
defects, then the County may furnish such materials and equipment or labor as are 
necessary to correct the work, and the undersigned agrees to reimburse the County for 
any expense therefore promptly and fully. 

Signed: ** Date: _ 

Type/Print Name: _ 

Witness: _ 

Construction Manager Endorsement of the above-noted warranty: 

Signed: Date: ** Signatures must be notarized. 

END OF SECTION 01 78 36 
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SECTION 01 78 39 

PROJECT RECORD DOCUMENTS 

PART 1 - GENERAL 

1 .1 

1.2 

1.3 

A. 

B. 

GENERAL 

A. Definition: Record Documents are defined to include those documents or copies relating 
directly to performance of the Work. Record Documents show changes in Work in 
relation to way in which Work was shown and specified by the original Contract 
Documents, and show additional information of value to County's records, but not 
indicated by the original Contract Documents. Record Documents include marked-up 
copies of Construction Drawings, Specifications, Field Orders and Change Orders, 
reviewed copies of Shop Drawings, Product Data and Samples, a final product list, test 
records, field records for variable and concealed conditions such as excavations and 
foundations, and miscellaneous record information on Work which is otherwise recorded 
only schematically or not at all. Certain portions of the Contract Documents may indicate 
specific Record Document requirements which extend the requirements of this Section. 

B. Throughout progress of the Work, maintain and continually update an accurate record of 
changes in the Contract Documents. 

C. Provide access to all Record Documents for the County's, Architect's, and 
Construction Manager's reference and review throughout the progress of the 
Work. 

D. As a condition of Substantial Completion of the Work, the Contractor shall deliver 
Record Documents to the Construction Manager as provided below. 

MAINTENANCE OF DOCUMENTS 

A. One copy of current Record Documents shall be maintained at the Contractor's jobsite 
office at all times. 

B. Delegate responsibility for maintenance of Record Documents to one person. 

C. Provide files and racks for suitable storage of documents, and file all documents and 
samples in a neat and orderly manner. 

D. Protect Record Documents from loss in a secure location. Maintain documents in a 
clean, dry, legible condition, and in good order. Record Documents are not to be used 
for construction purposes. 

RECORDING OF CHANGES AND OTHER PERTINENT INFORMATION 

Record all changes and other pertinent information concurrently with construction 
progress. 

Accuracy of Records: Coordinate changes within the Record Documents, making 
adequate and proper entries on each page of Specifications and each sheet of 
Drawings and other documents where such entry is required to show change. The 
accuracy of records shall be such that future searches for maintenance or analysis 
purposes may reasonably rely on information obtained from the Record Documents. 
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C. Do not permanently conceal any of the Work until changes or other pertinent 
information has been recorded on the appropriate Record Documents with dimensions 
from a permanent reference point. 

D. Drawings: 
1. Mark the drawing that is most capable of showing actual physical condition, fully 

and accurately. 
2. Where Shop Drawings are marked up, mark cross reference on Contract 

Drawings at corresponding location. 
3. Mark with erasable colored pencil, using separate colors where feasible to 

distinguish between changes for different categories of Work at same general 
location. 

4. Mark the location of internal utilities and appurtenances concealed in the 
construction, referenced to visible and accessible features of the structure. 

5. Indicate all changes of dimension and detail, whether a field change or a 
directed change. Note Change Order number, Request for Information number, 
and/or similar identification associated with the initiation of each specific change. 

6. Provide Contractor's construction details which may not have been shown on the 
original Contract Documents. 

E. Specifications: 
1. Legibly mark each Section of the Technical Specifications with the manufacturer, 

trade name, catalog number, serial number and supplier of each product and item 
of equipment actually installed in the construction. 

2. Indicate all field changes and directed changes. Note Change Order number, 
Request for Information number, and/or similar identification associated with the 
initiation of each specific change. 

F. Shop Drawings, Product Data and Samples: Maintain as Record Documents. Legibly 
annotate any changes made after review(s). 

G. Label each Record Document "Project Record" in neat, large letters. This label shall 
appear in the same location on every record drawing. 

1.4 SUBMITTAL OF RECORD DOCUMENTS 

A. With its request for Substantial Completion of the Work, the Contractor shall furnish 
one marked-up print set of all Record Drawings and Specifications for review by the 
Construction Manager. 

B. Submittals will be reviewed for adequacy only and returned with comments, if any, to 
the Contractor. 

C. The Contractor shall incorporate all review comments into the Record Documents. 

D. After incorporation of review comments in the Record Documents, the Contractor shall 
submit the following as a final submittal: 

1. Drawings: one (1) mylar reproducible set (full-size, reverse reading, 3 mil thick) 
and three print sets of final marked-up drawings. 

2. Specifications: two (2) sets of final marked-up specifications. 
3. Shop Drawings, Product Data and Samples: one (1) copy each, except those 

related to the irrigation system, which shall be two (2) copies. 
4. Test records, executed Change Orders, field orders, requests for information, 

supplemental instructions, and other pertinent documentation: two (2) copies 
each. 

E. The final submittal shall include a transmittal letter containing the date, Project name 
and number, Contractor's name and address, title and number of each Record 
Document, certification that each document as submitted is complete and accurate, and 
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the signature of the Contractor or of its authorized representative. 

F. All revisions to and final submittal of Record Documents shall be completed to the 
acceptance of the Construction Manager and the County prior to Final Completion of 
the Work and final payment. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 01 78 39 
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SECTION 01 7843 

SPARE PARTS AND MAINTENANCE MATERIALS 

PART I - GENERAL 

1.1 GENERAL 

A. The Contractor shall furnish all labor, materials, tools, equipment and services for the 
provision of spare parts and maintenance materials as required in conjunction with all of 
the Work performed, as indicated or as required, in accordance with the provisions of 
the Contract Documents. 

PART 2 - PRODUCTS 

2.1 SPARE PARTS AND MAINTENANCE MATERIALS 

A. Refer to the individual sections of the Technical Specifications for items of Work 
required. 

1. Spare parts shall be as specified in the Technical Specifications, or if not 
specifically specified, as adequate to fulfill one year's usage of such parts. 

2. Maintenance materials ("attic stock") shall be as specified in the Technical 
Specifications. 

2.2 PACKAGING AND LABELING 

A. Package all parts and materials in sturdy boxes suitable in size to accommodate the 
quantity of items being packaged. 

B. All boxes shall have a Single, standardized label which shall provide locations to write 
or type all necessary information. This label shall include the Project name, and shall be 
large enough so as to be easily read from a distance of several feet. The following 
information shall be included on each label: 
1. Manufacturer's name, part or trade name and stock number. 
2. The piece of equipment or finish for which the part or material is to be used. 
3. Name, address and phone number of the closest supplier. 

PART 3 - EXECUTION 

3.1 DELIVERY 

A. Spare parts and maintenance materials shall be submitted directly to the County, with a 
letter of transmittal which shall itemize all items being submitted, and which shall be 
signed by a representative of the County as acknowledgement of receipt. 

B. Delivery of all parts and materials shall take place at a single time, unless previous 
approval is obtained from the Construction Manager. The time and location(s) of delivery 
shall be as determined by the County. 
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C. A copy of all signed letters of transmittal shall be provided to the Construction Manager. 

D. The Contractor shall be responsible for the safe storage of all parts and materials until 
the designated time of inventory and acceptance by the County. 

END OF SECTION 01 7843 
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SECTION 0241 91 

SELECTIVE BUILDING DEMOLITION 

PART I GENERAL 

1.1 SUMMARY 

A. Work includes: 

1. Removal of concrete pavers for reuse. 

1.2 RELATED WORK 

A. Work Not in Contract to include: 

1. Asbestos Abatement by Others: Testing, removal and disposal of asbestos 
containing materials to be performed by Owner's Asbestos Abatement Contractor. 

1.3 SUBMITTALS 

A. Submit schedule showing sequence of work and methods of demolition. Include schedule 
for shutting off and capping utilities and re-establishing utility services. 

1.4 QUALITY ASSURANCE 

A. Comply with safety requirements for demolition, ANSI A 10 .6-90. 

1.5 PROJECT CONDITIONS 

A. Keep dust and dirt pollution to a minimum. 

B. Ensure safety of persons in demolition area. Provide temporary barricades as required. 

C. Provide adequate fire protection. Keep area clear of hazardous substances and debris. 

D. Maintain access to exits at all times. 

E. Separate demolition area from portions of building to remain with temporary 
dustproof partitions. 

F. Provide temporary weather protection to prevent damage to structure and interior area. 

1.6 SCHEDULING 

A. Complete demolition that might damage new construction before starting new 
work. 

PART 2 PRODUCTS (Not Used) 
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PART 3 EXECUTION 

3.1 PREPARATION 

A. Asbestos Abatement work performed under separate contract must be completed 
prior to Selective Demolition Work covered in the Construction Documents. 

B. Provide temporary supports and protection for portion of structure to remain. Protect 
fixtures and equipment to remain. Protect nearby structures and vegetation as 
necessary. 

C. Cap or disconnect utilities. Provide bypass connections as necessary to maintain utility 
service to occupied areas of building. 

3.2 DEMOLITION 

A. Work systematically from top downward. 

B. Avoid excessive loads on supporting walls, floors, and framing by careful location of 
equipment and prompt removal of demolished materials. Maximum live load for existing 
roof is 20 Ibs/sf. 

3.3 SALVAGE 

A. Items to be salvaged: Stone from rooftop equipment screen not reinstalled. 

B. Items to be reused: 

1. Face Brick on main building 
2. Stone panels. 
3. Lightening protection system 

C. Carefully clean and store items to be salvaged or reused. 

D. Storage Area: Store stone panels off site in secure area. 

3.4 RESTORATION AND CLEAN-UP 

A. Repair and clean adjacent surfaces damaged or soiled by demolition work. 

B. Restore utility service to normal operation. 

C. Remove equipment, temporary protection and barriers, and debris. Dispose of 
unsalvageable material as specified in Division 1. 

END OF SECTION 02 41 91 
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SECTION 04 20 00 

UNIT MASONRY 

PART I GENERAL 

1.1 SUMMARY 

A. Work includes: 

1. Brick 
2. Mortar 

1.2 RELATED WORK 

A. Sealants - Section 07 90 00. 

1.3 SUBMITTALS 

A. Manufacturer's Literature: 

1. Joint reinforcement, anchors, ties and accessories. 
2. Admixtures: Describe content, properties, and recommended dosage. 

B. Shop Drawings: Show all fabrication dimensions and locations for placing reinforcing steel 
and accessories. 

C. Samples: 

1. At least six full-size masonry units of each type to define the range and variability of 
color and show texture, dimensions, marking, chipping, and cracking. 

2. Cured mortar showing color; reinforcement, accessories, and wall ties; (lashings. 

D. Certification: If requested, furnish affidavits from manufacturers certifying that materials 
and products meet specifications. 

E. Test Reports: 

1. Compressive strength of masonry units. 

F. Proposed hot and cold weather construction procedures. 

1 .4 DELIVERY, STORAGE AND HANDLING 

A. Deliver Accessories in original unopened containers, store in a dry place, off the ground. 

B. Store cementitious materials and concrete masonry units in a dry place off the ground, 
under cover that permits air circulation but protects from damage and intrusion of water 
and foreign matter. 

C. Handle and store masonry units on pallets. 

1.5 PROJECT CONDITIONS 

A. Do not lay masonry when ambient temperature is below 40 degrees F, unless approved 
means are provided to heat materials, protect work from cold and frost, and ensure that 
mortar will harden without freezing. 

B. If water saturation cleaning methods are used, allow enough time for masonry to dry 
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thoroughly before it is exposed to freezing temperatures. 

PART 2 PRODUCTS 

2.1 BRICK 

A. Salvaged: Approved, sound, crack-free, clean brick without face chips larger than 
112 inch, salvaged from removal or demolition work. 

B. Facing: ASTM C216-92d, Grade SW, Type FBS. 

C. Color and texture: Match existing. 

2.2 MORTAR 

A. ASTM C270-92a, Type S, meeting Proportion Specification requirements. Use low alkali 
Type I or II Portland cement, Type S Hydrated Lime or Type S Masonry Cement, potable 
water, and a water reducing and plasticizing agent. 

B. Color: Match existing. 

1. PROTECTING AND CLEANING 

2.3 JOINT REINFORCEMENT, ANCHORS, AND TIES 

1. Screw-Attached, Masonry-Veneer Anchors: Units consisting of a wire tie and a 
metal anchor section. 

a. Anchor Section: Rib-stiffened, sheet metal plate with screw holes top and 
bottom, 2-3/4 inches wide by 3 inches high; with projecting tabs having 
slotted holes for inserting vertical legs of wire tie specially formed to fit 
anchor section. 

b. Fabricate sheet metal anchor sections and other sheet metal parts from 
0.109-inchthick, stainless-steel sheet. 

c. Wire Ties: Triangular-, rectangular-, or T -shaped wire ties fabricated from 
0.25inch- diameter, stainless-steel wire. 

d. Available Products: 
1) Dayton Superior Corporation, Dur-O-Wal Division; D/A 213 or D/A 

210with D/A 700-708. 
2) Heckmann Building Products Inc.; 315-D with 316 or Pos-I-Tie. 
3) Hohmann & Barnard, Inc.; DW-10 DW-10HS or DW-10-X. 
4) Wire-Bond; 1004, Type III or RJ-71 1. 

2.4 FLASHING 

A. Rubberized-Asphalt Flashing: Composite flashing product consisting of a pliable, 
adhesive rubberized-asphalt compound, bonded to a high-density, cross-laminated 
polyethylene film to produce an overall thickness of not less than 0.040 inch. 

1. Available Products: 

A-D 

e. Advanced Building Products Inc.; Peel-N-Seal. 
f. Carlisle Coatings & Waterproofing; CCW-705-TWF Thru-Wall Flashing. 
g. Dayton Superior Corporation, Dur-O-Wal Division; Dur-O-Barrier-44. 
h. Grace Construction Products, a unit ofW. R. Grace & Co. - Conn.; Perm-A 

Barrier Wall Flashing. 
i. Heckmann Building Products Inc.; No. 82 Rubberized-Asphalt Thru 

Wall Flashing. 
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j. Hohmann & Barnard, Inc.; Textroflash. 
k. Polyguard Products, Inc.; Polyguard 300. 
1. Polytite Manufacturing Corp.; Poly-Barrier Self-Adhering Wall Flashing. 
M. Williams Products, Inc.; Everlastic MF-40. 

2.5 WEEPS 

A. Round Plastic WeeplVent Tubing: Medium-density polyethylene, 3/8-inch OD by 4 
inches long. 

2.6 CLEANING MATERIALS 

A. Water: Potable. 

B. Detergent: Non-ionic. 

C. Acid: Hydrofluoric acid in weak solution, I to 3 percent. Stronger solutions, not to 
exceed 5 percent, may be used if approved by Architect .. 

PART 3 EXECUTION 

3.1 PREPARATION 

A. Before starting masonry work, verify that work supporting the masonry are 
constructed to elevations and dimensions shown and that reinforcing dowels and 
connectors are accurately placed. Do not proceed with work until deficiencies have 
bee n corrected. 

B. Remove laitance, debris, ice, ponding water, and other foreign matter that might prevent 
bonding of masonry to supporting elements. 

C. Do not construct masonry during rain, sleet, or snow without protection. Follow 
approved hot and cold weather procedures. 

D. Clean reinforcement anchors and ties before setting in mortar. 

3.2 MIXING MORTAR 

A. ASTM C270-92a. 

3 .3 MASONRY (GENERAL) 

A. Protect adjacent surfaces from staining. Keep tops of walls covered with nonstaining 
waterproof coverings when work is not in progress. When work is resumed, clean loose 
mortar from top surface. 

B. Keep open space at expansion joints free of mortar by using a continuous wood or 
metal strip temporarily set in the wall. 

C. Where fresh masonry joins masonry that is partially or totally set, clean the exposed 
surface of the set masonry and wet lightly to obtain the best possible bond with the new 
work. Remove all loose brick and mortar. 

D. Stop horizontal run of masonry by stepping back one-half of masonry unit length in each 
course. 
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E. Build in work of other trades as work progresses. Set lintels in full beds of mortar. Fill 
spaces around jambs and heads of metal door bucks and frames solidly with mortar. 
Build in anchors and clips for window and door frames. 

F. Provide adequate curing for masonry in accordance with approved hot and cold weather 
construction procedures. Protect new construction from direct sunlight and wind. Wet 
exposed mortar joints with a fine water spray daily for four days or cover masonry with 
polyethylene. 

G. Minimum compressive strength of masonry, fm, shall be 1,500 psi. 

3.4 REPAIRING AND REPLACING 

A. Remove mortar, tar, stucco, and other foreign material from face of wall. Remove loose 
and damaged masonry, masonry units from which foreign material cannot be removed, and 
brick with face chips over 112 inch or cracks penetrating entire unit. 

B. Rake out loose and deteriorated mortar to a depth of 3/4 to 1 inch. Flush raked out joints 
and other wall voids with clean water. 

C. Repointing: Apply mortar to joint in several 1/4-inch-wide layers under sufficient 
pressure to ensure a solid joint. When each layer of mortar is thumbprint hard, the 
following layer may be applied. When final layer is thumbprint hard, tool mortar to 
match existing joints. 

D. Placing and Replacing Masonry: Clean and dampen existing masonry. Set unit 
accurately into position in full bed of mortar with vertical and top joint full. Match existing 
bond and key new unit into the existing masonry. Make joints same width as adjacent 
joints and tool to match. Both new and repair work shall resemble existing work as 
closely as possible. 

E. Placing and Replacing Masonry: Clean and dampen existing masonry. Set unit 
accurately into position in full bed of mortar with vertical and top joint full. Match existing 
bond and key new unit into the existing masonry. Make joints same width as adjacent 
joints and tool to match. Both new and repair work shall resemble existing work as 
closely as possible. 

3.5 BRICK 

A. Brick having absorption rates more than 0.025 ounce per square inch per minute shall be 
wetted before laying so the rate of absorption of laid brick does not exceed this amount. 
Field check by wetting an area approximately 1 inch diameter on the flat side of the brick. 
If the water disappears in less than 1-112 minutes, wet the brick. Thoroughly soak 
absorptive brick in the pile on the afternoon before the day of use, spraying brick with a 
heavy coarse sprinkle until water runs from all sides of the pile. Cover pile with tarpaulin 
or heavy paper to prevent evaporation. Brick surfaces shall be free from water when 
bricks are laid. 

B. Lay brick in bond to match existing, plumb, level, and true to line in full beds of mortar. 
Filljoints in brickwork and joints between brick and other materials with mortar as each 
course is laid. Butter and shove head joints to ensure full mortar joints. 

C. Install anchors and ties as shown. 
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D. Make joints in brickwork uniform, approximately 3/8 inch wide. When mortar is thumbprint 
hard, tool exposed joints concave, closing all cracks and crevices. Trowel point exterior 
joints below grade. Cut other concealed joints flush. Rake joints as necessary to receive 
sealant. Tool white cement mortar with nonmetallic tools. 

E. Where flashing or waterproofing turns out and terminates in horizontal mortar joints, and 
over top of steel lintels or shelf angles, provide weep holes in the mortar joint to permit 
water to drain from the wall. Space weep holes 24 inches apart horizontally. Form weep 
holes by pressing sash cords into the soft mortar bed. When mortar has set, pull cords 
from wall. 

3.6 FLASHING 

A. Start flush inch from the outside face of the wall. Turn through-wall, head, and sill 
flashings up at the inside face of the wall not less than 8 inches. Extend flashing 6 inches 
beyond any steel lintels on each side of openings. Make horizontal joints in flashing by 
rolling back the top layer 4 inches, interlock the pieces, and coat all contacting surfaces 
with plastic cement. Use plastic cement to seal flashing to steel, concrete, and other 
surfaces. 

3.7 POINTING 

A. Point and fill holes and cracks in exposed joints with additional fresh mortar. If mortar 
has hardened, chisel out defects, wet joint, refill solidly with fresh mortar, and tool as 
specified above. 

3.8 FINAL CLEANING 

A. Before cleaning finished masonry, apply the approved cleaning agents to approximately 
24-square-foot sections at inconspicuous approved places. After seven days observe 
results. If mortar joints and masonry units are not adversely affected, use the same 
cleaning materials and methods on remaining wall areas. 

B. Protect work not to be cleaned. Clean exposed masonry from top down, scrubbing with 
nonmetallic soft bristle brushes and water to remove stains and mortar, cleaning only a 
small area at a time. Rinse surfaces thoroughly with clean water immediately after cleaning 
to avoid etching or staining masonry. If cleaning solutions are necessary, wet walls before 
applying solutions. Approved solutions of soap powder or mild detergents may be applied 
no sooner than 48 hours after construction. Apply acid solutions only with approval and 
only after mortar has cured a minimum of seven days. 

C. Remove efflorescence in accordance with unit masonry product manufacturer's 
recommendation. 

D. Do not use acid solutions, metal tools and brushes, or abrasive powders for cleaning 
glazed brick or block units. Wash units with an approved solution of soap powder or 
detergent and warm water. 

END OF SECTION 04 20 00 
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SECTION 05 50 00 

METAL FABRICATIONS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 

1. Metal pipe railings. 

B. Related Documents: 

1. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUBMITTALS 

1.3 

A. 

B. 

C. 

D. 

1.4 

A. 

A. Product Data: For the following: 
1. Paint products. 

B. Shop Drawings: Show fabrication and installation details. Include plans, elevations, sections, 
and details of metal fabrications and their connections. Show anchorage and accessory items. 
Provide Shop Drawings for the following: 

1. Metal pipe railings 

QUALITY ASSURANCE 

Qualification Data: For professional engineer. 

Welding certificates. 

Paint Compatibility Certificates: From manufacturers of topcoats applied over shop primers, 
certifying that shop primers are compatible with topcoats. 

Research/Evaluation Reports: For post-installed anchors, from ICC-ES. 

PROJECT CONDITIONS 

Field Measurements: Verify actual locations of walls and other construction contiguous with 
metal fabrications by field measurements before fabrication. 

1.5 COORDINATION 

A. Coordinate selection of shop primers with topcoats to be applied over them. Comply with paint 
and coating manufacturers' written recommendations to ensure that shop primers and topcoats 
are compatible with one another. 

B. Coordinate installation of metal fabrications that are anchored to or that receive other work. 
Furnish setting drawings, templates, and directions for installing anchorages, including sleeves, 
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concrete inserts, anchor bolts, and items with integral anchors, that are to be embedded in 
concrete. Deliver such items to Project site in time for installation. 

PART 2 - PRODUCTS 

2.1 METALS, GENERAL 

A. Metal Surfaces, General: Provide materials with smooth, flat surfaces unless otherwise 
indicated. For metal fabrications exposed to view in the completed Work, provide materials 
without seam marks, roller marks, rolled trade names, or blemishes. 

B. Steel Plates, Shapes, and Bars: ASTM A 36/A 36M. 

c. Steel Pipe: ASTM A 53/A 53M, Standard Weight (Schedule 40) unless otherwise indicated. 

2.2 FASTENERS 

A. General: Unless otherwise indicated, provide Type 316 stainless-steel fasteners for exterior use 
and zinc-plated fasteners with coating complying with ASTM B 633 or ASTM F 1941 
(ASTM F 1941 M), Class Fe/Zn 5, at exterior walls. Select fasteners for type, grade, and class 
required. 

1. Provide stainless-steel fasteners for fastening stainless steel. 

B. Stainless-Steel Bolts and Nuts: Regular hexagon-head annealed stainless-steel bolts, 
ASTM F 593 (ASTM F 738M); with hex nuts, ASTM F 594 (ASTM F 836M); and, where 
indicated, flat washers; Alloy Group 1 (A 1). 

C. Post-Installed Anchors: chemical anchors. 

1. Material for Interior Locations: Carbon-steel components zinc plated to comply with 
ASTM B 633 or ASTM F 1941 (ASTM F 1941 M), Class Fe/Zn 5, unless otherwise 
indicated. 

2.3 MISCELLANEOUS MATERIALS 

A. Universal Shop Primer: Fast-curing, lead- and chromate-free, universal modified-alkyd primer 
complying with MPI#79 and compatible with topcoat. 

1. Use primer containing pigments that make it easily distinguishable from zinc-rich primer. 

B. Shop Primer for Galvanized Steel: Primer formulated for exterior use over zinc-coated metal 
and compatible with finish paint systems indicated. 

C. Galvanizing Repair Paint: High-zinc-dust-content paint complying with SSPC-Paint 20 and 
compatible with paints specified to be used over it. 

D. Bituminous Paint: Cold-applied asphalt emulsion complying with ASTM D 1187/D 1187M. 

2.4 FABRICATION, GENERAL 

A. Shop Assembly: Preassemble items in the shop to greatest extent possible. Disassemble units 
only as necessary for shipping and handling limitations. Use connections that maintain 
structural value of joined pieces. Clearly mark units for reassembly and coordinated installation. 
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2.5 

B. Cut, drill, and punch metals cleanly and accurately. Remove burrs and ease edges to a radius 
of approximately 1/32 inch (1 mm) unless otherwise indicated. Remove sharp or rough areas 
on exposed surfaces. 

C. Form bent-metal corners to smallest radius possible without causing grain separation or 
otherwise impairing work. 

D. Form exposed work with accurate angles and surfaces and straight edges. 

E. Weld corners and seams continuously to comply with the following: 

1. Use materials and methods that minimize distortion and develop strength and corrosion 
resistance of base metals. 

2. Obtain fusion without undercut or overlap. 
3. Remove welding flux immediately. 
4. At exposed connections, finish exposed welds and surfaces smooth and blended so no 

roughness shows after finishing. 

F. Form exposed connections with hairline joints, flush and smooth, using concealed fasteners or 
welds where possible. Where exposed fasteners are required, use Phillips flat-head 
(countersunk) fasteners unless otherwise indicated. Locate joints where least conspicuous. 

G. Fabricate seams and other connections that are exposed to weather in a manner to exclude 
water. Provide weep holes where water may accumulate. 

H. Cut, reinforce, drill, and tap metal fabrications as indicated to receive finish hardware, screws, 
and similar items. 

I. Provide for anchorage of type indicated; coordinate with supporting structure. Space anchoring 
devices to secure metal fabrications rigidly in place and to support indicated loads. 

J. Where units are indicated to be cast into concrete, equip with integrally welded steel strap 
anchors, 1/8 by 1-1/2 inches (3.2 by 38 mm), with a minimum 6-inch (150-mm) embedment and 
2-inch (50-mm) hook, not less than 8 inches (200 mm) from ends and corners of units and 24 
inches (600 mm) o.c., unless otherwise indicated. 

MISCELLANEOUS FRAMING AND SUPPORTS 

A. General: Provide steel framing and supports not specified in other Sections as needed to 
complete the Work. 

B. Fabricate units from steel shapes, plates, and bars of welded construction unless otherwise 
indicated. Fabricate to sizes, shapes, and profiles indicated and as necessary to receive 
adjacent construction. 

1. Fabricate units from slotted channel framing where indicated. 
2. Furnish inserts for units installed after concrete is placed. 

2.6 FINISHES, GENERAL 

A. Finish metal fabrications after assembly. 

B. Finish exposed surfaces to remove tool and die marks and stretch lines, and to blend into 
surrounding surface. 
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2.7 STEEL AND IRON FINISHES 

A. Galvanizing: Hot-dip galvanize items as indicated to comply with ASTM A 153/A 153M for steel 
and iron hardware and with ASTM A 123/A 123M for other steel and iron products. 

1. Do not quench or apply post galvanizing treatments that might interfere with paint 
adhesion. 

PART 3 - EXECUTION 

3.1 INSTALLATION, GENERAL 

A. Cutting, Fitting, and Placement: Perform cutting, drilling, and fitting required for installing metal 
fabrications. Set metal fabrications accurately in location, alignment, and elevation; with edges 
and surfaces level, plumb, true, and free of rack; and measured from established lines and 
levels. 

B. Fit exposed connections accurately together to form hairline joints. Weld connections that are 
not to be left as exposed joints but cannot be shop welded because of shipping size limitations. 
Do not weld, cut, or abrade surfaces of exterior units that have been hot-dip galvanized after 
fabrication and are for bolted or screwed field connections. 

C. Field Welding: Comply with the following requirements: 

1. Use materials and methods that minimize distortion and develop strength and corrosion 
resistance of base metals. 

2. Obtain fusion without undercut or overlap. 
3. Remove welding flux immediately. 
4. At exposed connections, finish exposed welds and surfaces smooth and blended so no 

roughness shows after finishing and contour of welded surface matches that of 
adjacent surface. 

D. Fastening to In-Place Construction: Provide anchorage devices and fasteners where metal 
fabrications are required to be fastened to in-place construction. Provide threaded fasteners for 
use with concrete inserts, toggle bolts, through bolts, lag screws, wood screws, and other 
connectors. 

E. Provide temporary bracing or anchors in formwork for items that are to be built into concrete or 
similar construction. 

3.2 ADJUSTING AND CLEANING 

A. Touchup Painting: Immediately after erection, clean field welds, bolted connections, and 
abraded areas. Paint uncoated and abraded areas with the same material as used for shop 
painting to comply with SSPC-PA 1 for touching up shop-painted surfaces. 

1. Apply by brush or spray to provide a minimum 2.0-mil (0.05-mm) dry film thickness. 

B. Touchup Painting: Cleaning and touchup painting of field welds, bolted connections, and 
abraded areas of shop paint are specified in Section 09 91 13 "Exterior Painting." 

C. Galvanized Surfaces: Clean field welds, bolted connections, and abraded areas and repair 
galvanizing to comply with ASTM A 780/A 780M. 

END OF SECTION 05 50 00 
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SECTION 06 1000 

ROUGH CARPENTRY 

PART 1 - GENERAL 

1.1 SUMMARY 

A. This Section includes the following: 
1. Rooftop equipment bases and support curbs. 
2. Wood nailers. 

1.2 SUBMITTALS 

A. Product Data: For each type of process and factory-fabricated product. Indicate 
component materials and dimensions and include construction and application details. 

1. Include data for wood-preservative treatment from chemical treatment 
manufacturer and certification by treating plant that treated materials comply with 
requirements. Indicate type of preservative used and net amount of preservative 
retained. 

2. Include copies of warranties from chemical treatment manufacturers for each type 
of treatment. 

B. Fastener Patterns: Full-size templates for fasteners in exposed framing. 

C. Research/Evaluation Reports: For the following, showing compliance with building code 
in effect for Project: 

1. Wood-preservative-treated wood. 

1.3 DELIVERY, STORAGE, AND HANDLING 

A. Stack lumber flat with spacers between each bundle to provide air circulation. Provide 
for air circulation around stacks and under coverings. 

PART 2 - PRODUCTS 

2.1 WOOD PRODUCTS, GENERAL 

A. Lumber: DOC PS 20 and applicable rules of grading agencies indicated. If no grading 
agency is indicated, provide lumber that complies with the applicable rules of any rules 
writing agency certified by the ALSC Board of Review. Provide lumber graded by an 
agency certified by the ALSC Board of Review to inspect and grade lumber under the 
rules indicated. 

2.2 WOOD-PRESERVATIVE-TREATED LUMBER 

A. Preservative Treatment by Pressure Process: AWPA C2. 
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1. Preservative Chemicals: Acceptable to authorities having jurisdiction and containing 
no arsenic or chromium. 

B. Kiln-dry lumber after treatment to a maximum moisture content of 19 percent. Do not use 
material that is warped or does not comply with requirements for untreated material. 

C. Mark lumber with treatment quality mark of an inspection agency approved by the ALSC 
Board of Review. 

D. Application: Treat all rough carpentry, unless otherwise indicated. 

2.3 MISCELLANEOUS LUMBER 

A. General: Provide miscellaneous lumber indicated and lumber for support or attachment of 
other construction, including the following: 

1. Nailers. 
2. Rooftop equipment bases and support curbs. 
3. Cants. 

B. For concealed boards, provide lumber with 19 percent maximum moisture content and the 
following species and grades: 

1. Mixed southern pine, No.3 grade; SPIB. 

C. For blocking not used for attachment of other construction, Utility, Stud, or No.3 grade 
lumber of any species may be used provided that it is cut and selected to eliminate defects 
that will interfere with its attachment and purpose. 

D. For blocking and nailers used for attachment of other construction, select and cut lumber 
to eliminate knots and other defects that will interfere with attachment of other work. 

2.4 FASTENERS 

A. General: Provide fasteners of size and type indicated that comply with requirements 
specified in this Article for material and manufacture. 

1. Where rough carpentry is exposed to weather, in ground contact, pressure 
preservative treated, or in area of high relative humidity, provide fasteners with hot-dip 
zinc coating complying with ASTM A 153/A 153M. 

B. Nails, Brads, and Staples: ASTM F 1667. 

C. Power-Driven Fasteners: NES NER-272. 

D. Wood Screws: ASME B 18.6.1. 

E. Lag Bolts: ASME B 18.2.1. 

F. Bolts: Steel bolts complying with ASTM A 307, Grade A; with ASTM A 563 hex nuts 
and, where indicated, flat washers. 

G. Expansion Anchors: Anchor bolt and sleeve assembly of material indicated below with 
capability to sustain, without failure, a load equal to 6 times the load imposed when 
installed in unit masonry assemblies and equal to 4 times the load imposed when 
installed in concrete as determined by testing per ASTM E 488 conducted by a qualified 
independent testing and inspecting agency. 
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1. Material:Carbon-steel components, zinc plated to comply with ASTM B 633, Class 
Fe/Zn 5. 

2. Material: Stainless steel with bolts and nuts complying with ASTM F 593 and 
ASTM F 594, Alloy Group 1 or 2. 

2.5 MISCELLANEOUS MATERIALS 

A. Flexible Flashing: Self-adhesive, rubberized-asphalt compound, bonded to a high 
density, polyethylene film to produce an overall thickness of not less than 0.025 inch. 

B. Water-Repellent Preservative: NWWDA-tested and -accepted formulation containing 3- 
iodo-2propynyl butyl carbamate, combined with an insecticide containing chloropyrifos 
as its active ingredient. 

PART 3 - EXECUTION 

3.1 INSTALLATION, GENERAL 

A. Set rough carpentry to required levels and lines, with members plumb, true to line, cut, 
and fitted. Fit rough carpentry to other construction; scribe and cope as needed for 
accurate fit. Locate nailers, blocking, and similar supports to comply with requirements 
for attaching other construction. 

B. Provide blocking and framing as indicated and as required to support facing materials, 
fixtures, specialty items, and trim. 

C. Sort and select lumber so that natural characteristics will not interfere with installation or 
with fastening other materials to lumber. Do not use materials with defects that interfere 
with function of member or pieces that are too small to use with minimum number of 
joints or optimum joint arrangement. 

D. Comply with AWPA M4 for applying field treatment to cut surfaces of preservative- 
treated lumber. 

1. Use inorganic boron for items that are continuously protected from liquid water. 
2. Use copper naphthenate for items not continuously protected from liquid water. 

E. Securely attach rough carpentry work to substrate by anchoring and fastening as 
indicated, complying with the following: 

1. Table 2304.9.1, "Fastening Schedule," in ICC's International Building Code. 

F. Use common wire nails, unless otherwise indicated. Select fasteners of size that will not 
fully penetrate members where opposite side will be exposed to view or will receive finish 
materials. Make tight connections between members. Install fasteners without splitting 
wood; do not countersink nail heads, unless otherwise indicated. 

G. For exposed work, arrange fasteners in straight rows parallel with edges of members, 
with fasteners evenly spaced, and with adjacent rows staggered. 

3.2 WOOD BLOCKING, AND NAILER INSTALLATION 

A. Install where indicated and where required for attaching other work. Form to shapes 
indicated and cut as required for true line and level of attached work. Coordinate 
locations with other work involved. 
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B. Attach items to substrates to support applied loading. Recess bolts and nuts flush with 
surfaces, unless otherwise indicated. 

3.3 PROTECTION 

A. Protect wood that has been treated with inorganic boron (SBX) from weather. If, despite 
protection, inorganic boron-treated wood becomes wet, apply EPA-registered borate 
treatment. Apply borate solution by spraying to comply with EPA-registered label. 

B. Protect rough carpentry from weather. If, despite protection, rough carpentry becomes 
wet, apply EPA-registered borate treatment. Apply borate solution by spraying to comply 
with EPA registered label. 

END OF SECTION 06 1000 
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SECTION 07 22 00 

ROOF AND DECK INSULATION 

PART I GENERAL 

1.1 SUMMARY 

A. Work Includes: 

1. Roof and deck insulation. 
2. Cover Board 

SUBMITTALS 1.2 

A. 

B. 

C. 

1 .3 

A. 

Manufacturer's Data: Manufacturer's literature, specifications, and installation 
instructions for insulation board and adhesive 

Shop drawings: Show layout including joints, crickets and tapered areas. 

Samples: Four (4) 12-inch lengths of insulation board. 

PRODUCT HANDLING 

Protect roofing insulation materials from physical damage and from deterioration by 
sunlight, moisture, soiling, and other sources. Store in a dry location. Comply with 
insulation manufacturer's written instructions for handling, storing, and protecting 
during installation. 

1 .4 FIELD CONDITIONS 

A. Do not lay insulation when temperature is below 45 degrees F. 

B. Do not begin work until roof sheathing construction is complete and nailer strips, 
vents, deck joints, drains, and other projections are installed. 

C. Do not lay more insulation than can be completely covered with roofing materials the 
same day. 

PART 2 PRODUCTS 

2.1 INSULATION BOARD 

A. Polyisocyanurate ASTM C1289, Type I (H) 

1. Apache Products Co. 
2. Atlas Roofing Corporation. 
3. Celotex Corp. (The). 
4. GAF Building Materials Corp. 
5. NRG Barriers, Inc. 
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B. Provide preformed, tapered insulation boards where indicated for sloping to drain. 
Fabricate with 1/4 inch per foot taper.: 

C. Provide preformed saddles, crickets, tapered edge strips, and other insulation 
shapes where indicated for sloping to drain. Fabricate to 1/2" inch per foot taper. 

2.2 FASTENERS 

A. Factory coated steel fasteners and metal or plastic plates designed for fastening roof 
insulation to substrate and acceptable to manufacture. 

2.3 COVER BOARD 

A. Fiberglass-Mat Faced Gypsum Roof Board with the following properties: 

1. Thickness: 1 12 inch. 
2. Width: 4 feet. 
3. Length: [4 feet] [8 feet]. 
4. Weight: 1.95 psf. 
5. Surfacing: Fiberglass mat. 
6. Flexural Strength, Parallel (ASTM C473): 80 Ibf, minimum. 
7. Flute Span (ASTM E661): 5 inches. 
8. Permeance (ASTM E96): Not more than 35 perms. 
9. R-Value (ASTM C518): Not less than 0.56. 
10. Water Absorption (ASTM C1177): Less than 10 percent of weight. 

2.4 CANTS 

A. Perlite board, complying with ASTM C 728. 

2.5 NAILING STRIPS 

A. As shown. Treat wood by pressure process approved by AWPA. Creosote or other oil 
based preservatives are not acceptable. 

PART 3 EXECUTION 

3.1 EXAMINATION 

A. Examine substrates, areas, and conditions under which roofing will be applied, with 
Installer present, for compliance with requirements. 

B. Deck shall be firm, dry, clean, and properly graded to all outlets. Secure a wood strip of 
same thickness as insulation adjoining all eaves to act as a stop for insulation. 

3.2 PREPARATION 

1. Clean substrate of dust, debris, and other substances detrimental to installation 
according to manufacturer's written instructions. Remove sharp projections. 
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3 .3 INSULATION INSTALLATION 

A. Coordinate installing roofing system components so insulation is not exposed to 
precipitation or left exposed at the end of the workday. 

B. Comply with roofing system manufacturer's written instructions for installing roofing 
insulation. 

C. Install tapered insulation under area of roofing to conform to slopes indicated and 
to Shop Drawings. 

D. Install tapered edge strips at perimeter edges of roof that do not terminate at 
vertical surfaces. 

E. Install one or more layers of insulation under area of roofing to achieve required 
thickness. Where overall insulation thickness is 2 inches or greater, install required 
thickness in 2 or more layers with joints of each succeeding layer staggered from 
joints of previous layer a minimum of 6 inches in each direction. 

F. Trim surface of insulation where necessary at roof drains so completed surface is flush 
with ring of drain. 

G. Install insulation with long joints of insulation in continuous straight lines with end joints 
staggered between rows, abutting edges and ends between boards. Fill gaps exceeding 
1/4 inch with insulation. 

1. Cut and fit insulation within 1/4 inch of nailers, projections, and penetrations. 

H. Attached Insulation: Prime surface of concrete deck with asphalt primer at a rate of 3/4 
gal./100 sq. ft., unless a greater weight is required by roofing system manufacturer, and 
allow primer to dry. Set each layer of insulation in a solid mopping of hot roofing asphalt. 

I. Install cover boards over insulation with long joints in continuous straight lines with end 
joints staggered between rows. Loosely butt cover boards together and fasten to roof deck 
according to roofing system manufacturer's written instructions. Tape joints of cover 
boards. 

END OF SECTION 072200 
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SECTION 07 54 19 

POLYVINYL CHLORIDE (PVC) MEMBRANE ROOFING 

PART 4 - GENERAL 

4.1 SUMMARY 

A. Section Includes: 

1. Adhered PVC membrane roofing system. 
2. Roof insulation. 
3. Cover board. 
4. Vapor retarder. 
5. Paver protection mat. 

4.2 DEFINITIONS 

A. Roofing Terminology: Definitions in ASTM D 1079 and glossary in NRCA's "The NRCA 
Roofing and Waterproofing Manual" apply to work of this Section. 

4.3 SUBMITTALS 

A. Product Data: For each type of product. 

B. Shop Drawings: For roofing system. Include plans, elevations, sections, details, and 
attachments to other work, including: 

1. Base flashings and membrane terminations. 
2. Tapered insulation, including slopes. 
3. Crickets, saddles, and tapered edge strips, including slopes. 

C. Samples for Verification: For the following products: 

1. Sheet roofing, of color required. 
2. Walkway pads or rolls, of color required. 
3. Roof insulation. 
4. Cover boards. 
5. Vapor retarder. 

4.4 QUALITY ASSURANCE 

A. Manufacturer Qualifications: A qualified manufacturer that is UL listed for roofing 
system identical to that used for this Project. 

B. Installer Qualifications: A qualified firm that is approved, authorized, or licensed by 
roofing system manufacturer to install manufacturer's product and that is eligible to 
receive manufacturer's special warranty. 

1. Submit evidence of compliance with performance requirements. 
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C. Product Test Reports: For components of roofing system, tests performed by 
manufacturer and witnessed by a qualified testing agency. 

D. Field quality-control reports. 

E. Sample Warranties: For manufacturer's special warranties. 

F. Closeout Submittals 

1. Maintenance Data: For roofing system to include in maintenance manuals. 

G. Test Reports: 

1. Roof drain and leader test or submit plumber's verification. 
2. Core cut (if requested). 

H. Source Limitations: Obtain all components from the single source roofing system 
manufacturer guaranteeing the roofing system. All products used in the system shall be 
labeled by the single source roofing system manufacturer issuing the guarantee. 

I. Pre-installation Meetings: 

1. Preliminary Roofing Conference: Before starting roof deck construction, conduct 
conference at Project site. 
a. Meet with Owner, Architect, Owner's insurer if applicable, testing and 

inspecting agency representative, roofing Installer, roofing system 
manufacturer's representative, deck Installer, and installers whose work 
interfaces with or affects roofing, including installers of roof accessories 
and roof-mounted equipment. 

b. Review methods and procedures related to roofing installation, including 
manufacturer's written instructions. 

c. Review and finalize construction schedule, and verify availability of 
materials, Installer's personnel, equipment, and facilities needed to make 
progress and avoid delays. 

d. Review deck substrate requirements for conditions and finishes, including 
flatness and fastening. 

e. Review structural loading limitations of roof deck during and after roofing. 
f. Review base flashings, special roofing details, roof drainage, roof 

penetrations, equipment curbs, and condition of other construction that 
affects roofing system. 

g. Review governing regulations and requirements for insurance and 
certificates if applicable. 

h. Review temporary protection requirements for roofing system during and 
after installation. 

i. Review roof observation and repair procedures after roofing installation. 

4.5 DELIVERY, STORAGE, AND HANDLING 

A. Deliver roofing materials to Project site in original containers with seals unbroken and 
labeled with manufacturer's name, product brand name and type, date of manufacture, 
approval or listing agency markings, and directions for storing and mixing with other 
components. 
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B. Store liquid materials in their original undamaged containers in a clean, dry, protected 
location and within the temperature range required by roofing system manufacturer. 
Protect stored liquid material from direct sunlight. 

1. Discard and legally dispose of liquid material that cannot be applied within its 
stated shelf life. 

C. Protect roof insulation materials from physical damage and from deterioration by 
sunlight, moisture, soiling, and other sources. Store in a dry location. Comply with 
insulation manufacturer's written instructions for handling, storing, and protecting during 
installation. 

D. Handle and store roofing materials, and place equipment in a manner to avoid 
permanent deflection of deck. 

4.6 PROJECT CONDITIONS 

A. Weather Limitations: Proceed with installation only when existing and forecasted 
weather conditions permit roofing system to be installed according to manufacturer's 
written instructions and warranty requirements. 

4.7 WARRANTY 

A. Special Warranty: Manufacturer agrees to repair or replace components of roofing 
system that fail in materials or workmanship within specified warranty period. 

1. Special warranty includes roofing, base flashings, roof insulation, fasteners, 
cover boards, substrate board, roofing accessories, and other components of 
roofing system. 

2. Warranty Period: 20 years from date of Substantial Completion. 

B. Special Project Warranty: Submit roofing Installer'S warranty, on warranty form at end of 
this Section, signed by Installer, covering the Work of this Section, including all 
components of roofing system such as roofing, base flashing, roof insulation, fasteners, 
cover boards, substrate boards, vapor retarders, roof pavers, and walkway products, for 
the following warranty period: 

1. Warranty Period: Two years from date of Substantial Completion. 

PART 5 - PRODUCTS 

5.1 POLYVINYL CHLORIDE ROOFING MEMBRANE - PVC 

A. PVC Sheet: ASTM D 4434, Type III, fabric reinforced that contains KEE (Elvaloy) to 
reduce plasticizer migration. 

1. Certification, by letter, stating that the formulation has a minimum 15 years of 
performance history in North America. 

2. Thickness: 60mm. 
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5.2 AUXILIARY ROOFING MATERIALS - SINGLE PLY 

A. General: Auxiliary materials recommended by roofing system manufacturer for 
intended use and compatible with membrane roofing. 

1. Liquid-type auxiliary materials shall meet VOC limits of authorities having 
jurisdiction. 

B. Sheet Flashing: Manufacturer's sheet flashing of same material, type, reinforcement, 
thickness, and color as sheet membrane. 

C. Sheet Flashing: Manufacturer's unreinforced sheet flashing of same material as sheet 
membrane. 

D. Bonding Adhesive: Manufacturer's standard solvent-based bonding adhesive for 
membrane, and solvent-based bonding adhesive for base flashings. 

E. Slip Sheet: Manufacturer's recommended slip sheet, of type required for application. 

F. Metal Termination Bars: Manufacturer's standard predrilled stainless-steel or aluminum 
bars, with anchors. 

G. Metal Battens: Manufacturer's standard aluminum-zinc-alloy-coated or zinc-coated 
steel sheet, prepunched. 

H. Fasteners: Factory-coated steel fasteners and metal or plastic plates meeting 
corrosion-resistance provisions in FMG 4470, designed for fastening membrane to 
substrate, and acceptable to membrane roofing system manufacturer. 

I. Miscellaneous Accessories: Provide pourable sealers, preformed cone and vent sheet 
flashings, preformed inside and outside corner sheet flashings, T -joint covers, 
termination reglets, cover strips, sealants, and other accessories. 

5.3 AUXILIARY ROOFING System Components 

A. Expansion Joints: Provide factory fabricated weatherproof, exterior covers for expansion 
joint openings consisting of flexible rubber membrane, supported by a closed cell foam 
to form flexible bellows, with two metal flanges, adhesively and mechanically combined 
to the bellows by a bifurcation process. 

B. Coping System: Manufacturer's factory fabricated coping consisting of a base piece 
and a snap-on cap. 

C. Metal Flashing Sheet: Metal flashing sheet is specified in Division 07 Section "Sheet 
Metal Flashing and Trim." 

5.4 WALKWAYS 

A. Flexible Walkways: Factory-formed, nonporous, heavy-duty, slip-resisting, surface 
textured walkway pads sourced from membrane roofing system manufacturer. 
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5.5 

5.6 

5.7 

5.8 

5.9 

COVER BOARD 

A. High-Density Polyisocyanurate: High-density polyisocyanurate technology bonded in 
line to mineral-surfaced, fiber glass reinforced facers with greater than 125 Ibs of 
compressive strength. 

ROOF INSULATION 

A. General: Provide preformed roof insulation boards that comply with requirements and 
referenced standards, selected from manufacturer's standard sizes and of thicknesses 
indicated. 

B. Polyisocyanurate Board Insulation: ASTM C 1289, Type II. 

TAPERED INSULATION 

A. Tapered Insulation: ASTM C 1289, provide factory-tapered insulation boards fabricated 
to slope of 114 inch per 12 inches, unless otherwise indicated. 

INSULATION ACCESSORIES 

A. General: Roof insulation accessories recommended by insulation manufacturer for 
intended use and compatible with membrane roofing. 

B. Provide factory preformed saddles, crickets, tapered edge strips, and other insulation 
shapes where indicated for sloping to drain. Fabricate to slopes indicated. 

C. Urethane Adhesive: Manufacturer's two component urethane adhesive formulated to 
adhere insulation to substrate. 

VAPOR RETARDER 

A. Polyethylene Air Barrier: ASTM D 4397, 6 mils thick, minimum, with maximum 
permeance rating of 0.13 perm. 

1. Tape: Pressure-sensitive tape of type recommended by vapor-retarder 
manufacturer for sealing joints and penetrations in vapor retarder. 

2. Adhesive: Manufacturer's standard lap adhesive, FMG approved for vapor 
retarder application. 

5.10 PAVER PROTECTION MAT OR SLiPSHEET 

A. Polyester Mat Protection Slipsheet intended for use as a separation layer between 
roofing membrane and paver blocks in protected membrane (inverted) roof assemblies. 
Membrane shall be a minimum 9.0 ounce needle punched, UV-resistant polyester 
fabric. 
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5.11 MANUFACTURERS 

A. Source Limitations: Obtain components including roof insulation and fasteners for 
roofing system from manufacturer as membrane roofing or manufacturer approved by 
membrane roofing manufacturer. 

5.12 PERFORMANCE REQUIREMENTS 

A. General Performance: Installed roofing and base flashings shall withstand specified 
uplift pressures, thermally induced movement, and exposure to weather without failure 
due to defective manufacture, fabrication, installation, or other defects in construction. 
Roofing and base flashings shall remain watertight. 

1. Accelerated Weathering: Roofing system shall withstand 2000 hours of exposure 
when tested according to ASTM G 152, ASTM G 154, or ASTM G 155. 

2. Impact Resistance: Roofing system shall resist impact damage when tested 
according to ASTM 0 3746 or ASTM 04272. 

B. Material Compatibility: Roofing materials shall be compatible with one another and 
adjacent materials under conditions of service and application required, as 
demonstrated by roofing manufacturer based on testing and field experience. 

C. FM Global Listing: Roofing, base flashings, and component materials shall comply with 
requirements in FM Global 4450 or FM Global 4470 as part of a built-up roofing system, 
and shall be listed in FM Global's "RoofNav" for Class 1 or noncombustible 
construction, as applicable. Identify materials with FM Global markings. 

1. FireIWindstorm Classification: Class 1A-90. 
2. Hail-Resistance Rating: [MH] [SH]. 

D. Energy Star Listing: Roofing system shall be listed on the DOE's ENERGY STAR "Roof 
Products Qualified Product List" for low-slope roof products. 

PART 6 - EXECUTION 

6.1 EXAMINATION 

A. Examine substrates, areas, and conditions, with Installer present, for compliance with 
requirements and other conditions affecting performance of the Work: 

1. Verify that roof openings and penetrations are in place, curbs are set and braced, 
and roof-drain bodies are securely clamped in place. 

2. Verify that wood blocking, curbs, and nailers are securely anchored to roof deck 
at penetrations and terminations and that nailers match thicknesses of insulation. 

3. Verify that surface plane flatness and fastening of steel roof deck complies with 
requirements in Section 053100 "Steel Decking." 

4. Verify that minimum concrete drying period recommended by roofing system 
manufacturer has passed. 

5. Verify that concrete substrate is visibly dry and free of moisture. Test for capillary 
moisture by plastic sheet method according to ASTM 0 4263. 

6. Verify that concrete-curing compounds that will impair adhesion of roofing 
components to roof deck have been removed. 
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B. Proceed with installation only after unsatisfactory conditions have been corrected. 

6.2 PREPARATION 

A. Clean substrate of dust, debris, moisture, and other substances detrimental to roofing 
installation according to roofing system manufacturer's written instructions. Remove 
sharp projections. 

B. Prevent materials from entering and clogging roof drains and conductors and from 
spilling or migrating onto surfaces of other construction. Remove roof-drain plugs when 
no work is taking place or when rain is forecast. 

C. Install insulation strips according to acoustical roof deck manufacturer's written 
instructions. 

1. Remove an area no larger than can be re-roofed in one day. 

D. Tear out all base flashings, counterflashings, pitch pans, pipe flashings, vents and like 
components necessary for application of new membrane. 

E. Remove abandoned equipment curbs, skylights, smoke hatches, and penetrations. 

1. Install decking to match existing as directed by Owner's Representative. 

F. Raise (disconnect by licensed craftsmen, if necessary) all HVAC units and other 
equipment supported by curbs to conform with the following: 

1. Modify curbs as required to provide a minimum 8" base flashing height measured 
from the surface of the new membrane to the top of the flashing membrane. 

2. Nail top of flashing and install new metal counterflashing prior to re-installation of 
unit. 

3. Perimeter nailers must be elevated to match elevation of new roof insulation. 

G. Immediately remove all debris from roof surface. Demolished roof system may not be 
stored on the roof surface. 

H. Proceed with installation only after unsatisfactory conditions have been corrected. 

6.3 RECOVER PREPARATION 

A. Prepare existing roof according to roofing system manufacturer's written instructions, 
applicable recommendations of the roofing manufacturer, and requirements in this 
Section. 

B. Tear out all base flashings, counterflashings, pitch pans, pipe flashings, vents and like 
components necessary for application of new membrane. 

C. Disable existing roof membrane by cutting a minimum 5 foot x 5 foot grid pattern. 

D. "Skin" existing membrane at substrate. 

E. Remove existing membrane at fasteners. 
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F. Remove and replace wet, deteriorated or damaged roof insulation and decking as 
identified in moisture survey. 

G. Remove abandoned equipment curbs, skylights, smoke hatches, and penetrations. 
Install decking to match existing as directed by Owner's Representative. 

H. Raise, (disconnect by licensed craftsmen, if necessary) all HVAC units and other 
equipment supported by curbs to conform with the following: 

1. Modify curbs as required to provide a minimum 8" base flashing height measured 
from the surface of the new membrane to the top of the flashing membrane. 

2. Nail top of flashing and install new metal counterflashing prior to re-installation of 
unit. 

3. Perimeter nailers must be elevated to match elevation of new roof insulation. 

I. Immediately remove all debris from roof surface. Demolished roof system may not be 
stored on the roof surface. 

J. Prime existing cap sheet to prepare for recover application. 

K. Proceed with installation only after unsatisfactory conditions have been corrected. 

6.4 VAPOR-RETARDER INSTALLATION 

A. Install polyethylene-sheet vapor retarder as a loosely laid single layer over area to 
receive vapor retarder, side and end lapping each sheet a minimum of 2 inches and 6 
inches, respectively. 

1. Seal side and end laps with adhesive. 

B. Completely seal vapor retarder at terminations, obstructions, and penetrations to 
prevent air movement into membrane roofing system. 

C. Proceed with installation only after unsatisfactory conditions have been corrected. 

6.5 INSULATION INSTALLATION 

A. Coordinate installation of roof system components so insulation and cover board is not 
exposed to precipitation or left exposed at the end of the workday. 

B. Comply with roofing system manufacturer's written instructions for installation of roof 
insulation and cover board. 

C. Install tapered insulation under area of roofing to conform to slopes indicated. 

D. Install insulation boards with long joints in a continuous straight line with end joints 
staggered between rows, abutting edges and ends between boards. Fill gaps 
exceeding 1/4 inch with like material. 

E. Trim surface of insulation boards where necessary at roof drains so completed surface 
is flush and does not restrict flow of water. 
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F. Install tapered edge strips at perimeter edges of roof that do not terminate at vertical 
surfaces. 

G. Adhered Insulation: Install each layer of insulation and cover board and adhere to 
substrate as follows: 

1. Install each layer in a two-part urethane adhesive according to roofing system 
manufacturer's instruction. 

2. Install each layer in a solid mopping of hot roofing asphalt according to roofing 
system manufacturer's instruction. 

3. 

H. Proceed with installation only after unsatisfactory conditions have been corrected. 

6.6 COVER BOARD INSTALLATION 

A. Coordinate installing membrane roofing system components so cover board is not 
exposed to precipitation or left exposed at the end of the workday. 

B. Comply with membrane roofing system manufacturer's written instructions for installing 
roof cover board. 

C. Install cover board with long joints of cover board in a continuous straight line with end 
joints staggered between rows, abutting edges and ends between boards. Fill gaps 
exceeding 1/4 inch (6 mm) with cover board. 

1. Cut and fit cover board within 1/4 inch (6 mm) of nailers, projections, and 
penetrations. 

D. Trim surface of cover board where necessary at roof drains so completed surface is 
flush and does not restrict flow of water. 

1. Install tapered edge strips at perimeter edges of roof that do not terminate at 
vertical surfaces. 

E. Adhered Cover Board: Adhere cover board to substrate as follows: 

1. Install in a solid mopping of hot roofing asphalt according to roofing system 
manufacturer's instruction. 

2. Install in a two-part urethane adhesive according to roofing system 
manufacturer's instruction. 

F. Proceed with installation only after unsatisfactory conditions have been corrected. 

6.7 ROOFING MEMBRANE INSTALLATION, GENERAL 

A. Install roofing membrane in accordance with roofing system manufacturer's written 
instructions, applicable recommendations of the roofing manufacturer and requirements 
in this Section. 

B. Start installation of roofing membrane in presence of roofing system manufacturer's 
technical personnel. 
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C. Where roof slope exceeds 1/2 inch per 12 inches (1 :24, contact the membrane 
manufacturer for installation instructions regarding installation direction and backnailing 

D. Cooperate with testing and inspecting agencies engaged or required to perform 
services for installing roofing system. 

E. Coordinate installing roofing system so insulation and other components of the roofing 
membrane system not permanently exposed are not subjected to precipitation or left 
uncovered at the end of the workday or when rain is imminent. 

1. Provide tie-offs at end of each day's work to cover exposed roofing membrane 
sheets and insulation with a course of coated felt set in roofing cement or hot 
roofing asphalt with joints and edges sealed. 

2. Complete terminations and base flashings and provide temporary seals to 
prevent water from entering completed sections of roofing system. 

3. Remove and discard temporary seals before beginning work on adjoining roofing. 

F. Proceed with installation only after unsatisfactory conditions have been corrected. 

6.8 ADHERED ROOFING MEMBRANE INSTALLATION 

A. Install roofing membrane over area to receive roofing in accordance with membrane 
roofing system manufacturer's written instructions. Unroll roofing membrane and allow 
to relax before installing. 

1. Install sheet in accordance with ASTM 0 5036 and roofing system 
manufacturer's written instructions. 

B. Start installation of roofing membrane in presence of membrane roofing system 
manufacturer's technical representative. 

C. Accurately align roofing membrane and maintain uniform side and end laps of minimum 
dimensions required by manufacturer. Stagger end laps. 

D. Bonding Adhesive: Apply solvent-based bonding adhesive to substrate and underside 
of roofing membrane at rate required by manufacturer and allow to partially dry before 
installing roofing membrane. Do not apply bonding adhesive to splice area of roofing 
membrane. 

E. Bonding Adhesive: Apply water-based bonding adhesive to substrate at rate required 
by manufacturer and immediately install roofing membrane. Do not apply bonding 
adhesive to splice area of roofing membrane. 

F. Asphalt Application: Adhere to substrate in a solid mopping of hot asphalt applied at 
not less than EVT. 

1. Install membrane using either roll or fold method. Refer to Johns Manville Single 
Ply Binder for details. 

2. "Broom" the sheet in to ensure full contact. Do not walk on membrane. 

G. Urethane Membrane Adhesive: Apply 2-Part Urethane Adhesive substrate at rate 
required by manufacturer and install fleece-backed roofing membrane. Do not apply 
bonding adhesive to splice area of roofing membrane. 
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L. 

M. 

N. 

6.9 

A. 

B. 

H. Mechanically fasten roofing membrane securely at terminations, penetrations, and 
perimeter of roofing. 

I. Apply roofing membrane with side laps shingled with slope of roof deck where possible. 

J. Adhesive Seam Installation: Clean both faces of splice areas, apply splicing cement, 
and firmly roll side and end laps of overlapping roofing membranes according to 
manufacturer's written instructions to ensure a watertight seam installation. Apply lap 
sealant and seal exposed edges of roofing membrane terminations. 

1. Apply a continuous bead of in-seam sealant before closing splice if required by 
membrane roofing system manufacturer. 

K. Seams: Clean seam areas, overlap roofing membrane, and hot-air weld side and end 
laps of roofing membrane according to manufacturer's written instructions to ensure a 
watertight seam installation. 

1. Test lap edges with probe to verify seam weld continuity. Apply lap sealant to 
seal cut edges of roofing membrane. 

2. Verify field strength of seams a minimum of twice daily and repair seam sample 
areas. 
a. Remove and repair any unsatisfactory sections before proceeding with 

Work. 

3. Repair tears, voids, and lapped seams in roofing membrane that do not meet 
requirements. 

Spread sealant or mastic bed over deck drain flange at deck drains and securely seal 
roofing membrane in place with clamping ring. 

Install roofing membrane and auxiliary materials to tie in to existing roofing. 

Proceed with installation only after unsatisfactory conditions have been corrected. 

BASE FLASHING INSTALLATION 

Install sheet flashings and preformed flashing accessories and adhere to substrates in 
accordance with membrane roofing system manufacturer's written instructions. 

Apply solvent-based bonding adhesive to substrate and underside of sheet flashing at 
required rate and allow to partially dry. Do not apply bonding adhesive to seam area of 
flashing. 

C. Flash penetrations and field-formed inside and outside corners with sheet flashing. 

D. Flash penetrations and field-formed inside and outside corners with cured or uncured 
sheet flashing. 

E. Clean seam areas and overlap and firmly roll sheet flashings into the adhesive. Weld 
side and end laps to ensure a watertight seam installation. 

F. Terminate and seal top of sheet flashings and mechanically anchor to substrate through 
termination bars. 
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