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DRAWING NO.

FULTON COUNTY STANDARD DETAIL 512

DROP INLETS (WEIR TYPE)

512

#4 BARS

12" O.C.

STANDARD CATCH BASIN CASTING

SEE FULTON COUNTY STANDARD

DWG. NO. 112 FOR DETAILS

BRICK PILLARS

TOP VIEW

GUTTER LINE

GROUND LINE
GROUND LINE

FRONT  VIEW

3000 PSI CONCRETE
ALT. FRONT  VIEW

FOR ROUND PRECAST BOX

NOTES:

1. FOR  DETAILS ON ROUND TO SQUARE ADAPTER, SEE

FULTON COUNTY STANDARD DWG. NO. 507.

2. BRICK OR MASONRY INVERT REQUIRED (ROWLOCK), OR

CONCRETE.
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OPENINGS IN SIDEWALLS OF

STRUCTURE ARE OPTIONAL (TYP.)
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